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WISCONSIN PUBLIC SERVICE CORPORATION 

P.O. Box 1200, Green Bay, Wisconsin 54305 

1971 Noyvfbe-W , 1975 j N 

OCKE T ED 

NOVI 97a 

Office of Plans and Schedules o 6l.1 

Directorate of Licensing 
U. S. Nuclear Regulatory Commission ((bb To\ 
Washington, D. C. 20555 

Gentlemen: 

The completed forms covering plant and component availability 

for our Kewaunee Nuclear Power Plant - Unit No. 1 (October 1975) are 

enclosed.

Very truly yours,

&u9 
E. W. J s 
Senior Vice esident 
Power Supply & Engineering

EWJ: sna 
Enc.  
cc - Mr. James G. Keppler, Reg Dir 

Chicago Regional Office
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UIT NAME Kewaunee #1 W

DATE November 13 1979 

CO:MPLETED BY j.J. Wallaep 

414-388-2560 Ext 240 

OPERATING STATUS 

1. REPORTING PERIOD: 751001,0001 TO 751011720n 

GROSS HOURS IN REPORTING PERIOD: 745 

2. CURRENTLY AUTHORIZED POWER LEVEL MWt 1650 MAX. DEPEND. CAPACITY (MWE-NET) 

3. POWER LEVEL TO WHICH RESTRICTED (IF ANY) : (MWE-NET) NIA 

4. REASONS FOR RESTRICTIONS (IF ANY) : N/A

THIS MONTH YR-TO-DATE
CUMULATIVE 
TO DATE

HOURS REACTOR WAS CRITICAL ................. 581 6 

REACTOR RESERVE SHUTDOWN HOURS .............. 138 R 

HOURS GENERATOR ON-LINE .................... 3 

UNIT RESERVE SHUTDOWN HOURS ................ _ 

GROSS THERMAL ENERGY GENERATED(MWH)......... 916 971-0 

GROSS ELECTRICAL ENERGY GENERATEXNWH) ...... .. O 400.0 

NET ELECTRICAL ENERGY GENERATED (MWH) ....... 285 982.0 

REACTOR AVAILABILITY FACTOR ........ .... 78.1 

UNIT AVAILABILITY FACTOR ................ 77.4 

UNIT CAPACITY FACTOR ............. . 71.8 

UNIT FORCED OUTAGE RATE ............ .... 22.6

16. SHUTDOWNS SCHEDULED TO BEGIN IN NEXT 6 MONTHS (STATE TYPE, 

OF EACH): 
Refueling, 2-15-76, 10 weeks

6 614 2 

5035 

6475 4

10 391 9 

1 5456 

in 016 0

8 875 871.0 13 858 398.0 

2 877 800.0 4 561 200.0 

2 729 738.0 4 327 806f.0 

9Q.7 86-1 

88.1 83.0 

69.9 67.0 

8.3 6.6

DATE AND DURATION

17. IF SHUTDOWN AT END OF REPORT PERIOD, ESTIMATED DATE OF STARTUP: 11-3-75

5.  

6.  

7.  

8.  

9.  

10.  

11.  

12.  

13.  

14.  

15.



UNIT Kewaunee #1 

DATE November 3, 1975 

COMPLETED BY J.J. Wallace 

DAILY PLANT POWER OUTPUT

MONTH OCTOBER 1975 

AVERAGE NET 
DAY DAILY MWe

1 
2 
3 
4 
5 
6 
7 
8 
9 
10 
11 
12 
13 
14 
15 
16 
17 
18 
19 
20 
21 
22 
23 
24 
25 
26 
27 
28 
29 
30 
31

500 
508 
508 
513 
513 
504 
512 
508 
517 
517 
504 
516 
512 
512 
160 
471 
512 
512 
512 
512 
512 
406 
500 
512 
131 
2 

-8 
-5 
-5 
-4 
-4



UNIT NAME KEWAUNEE 01

DATE September 3, 9 7 5

COMPLETED BY J.J. Wallace 
414-3U8-2560 Ext. 240

REPORT MONTH October, 1975 

PLANT S 11 UTD 0 ' NS

TYPE METHOD OF 
F-FORCED DUPATION SHUTTING DOWN.  

:1O. DATE S-SCl!EDULED (HOURS) REASON (1) THE REACTOR (2) COMMENTS

751015 

751025 

751026

751022

F 

F 

F

11.7 

13.1 

143.8

A 

A 

A
I I I I

F 0 A

C 

C 

D

N/A.

32, 34, .35 Worn bushing in main steam isolation valve resulted in a 
valve dip signal due to excessive clearance to microswitchu 
Repair on first trip proved inadequate and unit was taken 
into cold S/D to perform overhaul of main steam isolation 
valves.

33. Load cutback to repair cracked seal injection line on inboard 
. seal of 1A feedwater pump.

(1) REASON: 
A-EQUIPMENT FAILURE (EXPLAIN) 
B-MAINT. OR TEST 
C-REFUELING 
D-REGULATORY RESTRICTION 
E-OPERATOR TRAINING AND 

LICENSE EXAMINATION 
F-A). INISTRATIVE 
G-OPERATIONAL ERROR (ExrLAIN) 
Hl-OTHER (EXPLAIN)

(2) METHOD: 
A-MANUAL 
B-MANUAL SCRAM 
C-AUTOMATIC SCRAM

SU:*IARY: 

Operation during report period was 

limited by shutdowns described in the 
comments section.

32

33

35


