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WISCONSIN PUBLIC SERVICE CORPORATION

P.O. Box 1200, Green Bay, Wisconsin 54305 

March 5, 1974

Office of Plans and Schedules 
Directorate of Licensing 
U.S. Atomic Energy Commission 
Washington, D.C. 20545 50-305
Gentlemen: 

The completed forms covering plant and component availability 
for our Kewaunee Nuclear Power Plant - Unit No. 1 (February 1974) are 
enclosed. Since the reactor has not achieved criticality, only the 
applicable information has been supplied.  

Very truly yours, 

E. W. J e 
Senior President 
Power Generation & Engineering

EWJ:jm 

Enc: 

cc: Mr. James H. Keppler 
Chicago Regional Office

P-^-



S ENC#URE A

UNIT Kewaunee #1 

DATE March 5, 1974 

COMPLETED BY C. W. Giesler 

DAILY PLANT POWER OUTPUT

MONTH February 1974

AVERAGE DAILY MWe -net 
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UNIT NAME Kewaunee #1 

DATE March 5, 1974 

COMPLETED BY C. W. Giesler 

0 PERATING ST- ATUS 

1. REPORTING PERIOD: 2-1-74 TO 2-28-74 

GROSS HOURS IN REPORTING PERIOD: 672 

2. CURRENTLY AUTHORIZED POWER LEVEL MWt 1650. MWe-NET 540 

3. POWER LEVEL TO WHICH RESTRICTED (IF ANY): Letter of authorization necessary to 
to critical.  

4. REASONS FOR RESTRICTIONS (IF ANY): Startup Program in progress.  

THIS CUMULATIVE 
MONTH YR-TO-DATE TO DATE 

5. HOURS REACTOR WAS CRITICAL...... ....  

6. HOURS GENERATOR ON-LINE . . . . . . . . . .  

7. GROSS THERMAL POWER GENERATED (MWH) . . . ._ _ 

8. GROSS ELECTRICAL POWER GENERATED (MWH).  

9. NET ELECTRICAL POWER GENERATED (MWH) . . . .  

10. REACTOR AVAILABILITY FACTOR (1) . . . . . .  

11. PLANT AVAILABILITY FACTOR (2) . . . . . . .  

12. PLANT CAPACITY FACTOR (3) . . . . . . . . .  

13. FORCEDOUTAGE RATE (4).. . ........  

14. SHUTDOWNS SCHEDULED TO BEGIN IN NEXT 6 MONTHS (STATE TYPE, DATE AND 

DURATION OF EACH): Hot shutdown for Reactor Operator Training and AEC 
Testing about April 1, for about one week.  

15. IF SHUTDOWN AT END OF REPORT PERIOD, ESTIMATED DATE OF STARTUP: --

16. PLANTS IN TEST STATUS (PRIOR TO COMMERCIAL OPERATION) REPORT THE FOLLOWING: 

PRESENT DATE LAST DATE REASON FOR 
FORECAST FORECAST ACHIEVED DIFFERENCE 

INITIAL CRITICALITY 3-5-74 2-28-74 --

INITIAL ELECTRICAL 
POWER GENERATION 4-5-74 3-28-74 --- -

COMMERCIAL OPERATION 5-10-74 5-1-74 c 

(1) REACTOR AVAILABILITY FACTOR = HOURS REACTOR WAS CRITICAL *100 
GROSS HOURS IN REPORTING PERIOD 

(2) PLANT AVAILABILITY FACTOR = HOURS GENERATOR ON-LINE *100 
GROSS HOURS IN REORTING PERIOD 

(3) PLANT CAPACITY FACTOR = NET ELECTRICAL POWER GENERATED *100 
CURRENTLY LICENSED POWER LEVEL*GROSS HOURS IN REPORTING PERIOD 

(4) FORCED OUTAGE RATE FORCED OUTAGE HOURS *100 
HOURS GENERATOR ON-LINE + FORCED OUTAGE HOURS
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UNIT NAME Kewaunee #1

DATE 3-5-74

COMPLETED BY C. W. Giesler

REPORT MONTH February 1974

- '3

PLANT SHUTD 0 W NS

TYPE METHOD OF 
F-FORCED DURATION SHUTTING DOWN 

NO. OATE S-SCHEDULED (HOURS) REASON (1) THE REACTOR (2) COMM1ENTS

Testing Piogram still [n progress Reactor not yet critical.

(1) REASON: 
A-EQUIPMENT FAILURE (EXPLAIN) 
B-MAINT. OR TEST 
C-REFUELING 
D-REGULATORY RESTRICTION 
E-OPERATOR TRAINING AND 

LICENSE EXAMINATION 
F-ADMINISTRATIVE 
G-OPERATIONAL ERROR 

(EXPLAIN)

(2) METHOD: 
A- MANUAL 
B- MANUAL SCRAM 
C- AUTOMATIC SCRAM

Startup

-I


