
KEWAUNEE NUCLEAR POWER PLANT 

SUMMLRY OF OPERATING EXPERIENCE 

DECEMBER 1978 

OPERATIONS: On December 10, unit load was decreased to 390M1(e) 

for the monthly turbine stop valve test.  

On December 23, the hydraulics to number I turbine 

control valve was isolated to disable the valve in 

the closed position because of erratic operation.  

On December 26, unit load was decreased to allow 

. repair of Heater Drain Pump 13 motor. The pump 

was returned to service on December 27. Heater 

Drain Pump 13 was again removed from service for 

repair on December 29. It was returned to service 

on the same day.  

On December 30, unit load was decreased to 14MV(e) 
to allow for the monthly stop valve test with the 

number 1 control valve isolated shut.  

MINTENNCE: The paper drive on a Radiation Monitor was repaired.  

A service water valve for a Control Room A/C Unit was replaced.  

The coupling on a Service Water Strainer was adjusted.  

A Reactor Trip Breaker was cleaned and lubricated after it had 

failed to open on a test.  

A Charging Pump Vari-drive was rebuilt.  

Snubber inspection was performed.
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OPERATING DATA REPORT

DOCKET NO. " 50-305 
DATE 1-5-79 

COMPLETED BY L.JL.Wallace 
TELEPHONE 414-388-2560

APFI~ATIN( STATUS

Kewaunee I Notes Unrestricted u 
2. Repotig N e: December, 1978 1 tion. Monthly stop 

2.Rprin eid 1650 scheduled to coincic 
3. Licensed Thermal Power (MWt): 160 Years holiday load 
4. Nameplate Rating (Gross MWe): 5s d 
S. Design Electrical Rating (Net MWe): 

6. Maximum Dependable Capacity (Gross MWe): 545 

7. Maximum Dependable Capacity (Net MWe): 517 

8. If Changes Occur in Capacity Ratings (Items Number 3 Through 7) Since Last Report. Give Reasons: 

New value of MDC (item 7) established 22-7-78.

9. Power Level To Which Restricted, If Any (Net MWe): 

10. Reasons For Restrictions. If Any: 

This Month Yr.-to-Date Cumulative 

11. Hours In Reporting Period 74.. 8,760. 39,841.  

12. Number Of Hours Reactor Was Critical 7415 7,901.4 33,963.7 

13. Reactor Reserve Shutdown Hours 77 3 33, 00.2 

14. Hours Generator On-Line 74-_ 7,83_.3 10.=72 

15. Unit Reserve Shutdown Hours 10 10.  

16. Gross Thermal Energy Generated (MWH) *,200,59. 12,409,826. 50,203,281.  
17. G396L20- 4,087,300. 16,570,300.  

Gross Electrical Energy Generated (MWH) 37770;. 3,890,461. 15,759,789.  
18. Net Electrical Energy Generated (MWH) 10 . 89.5 83.0 

19. Unit Service Factor .. 10. 89.5 83.0 

20. Unit Availability Factor .8_85.5 8.0 

21. Unit Capacity Factor (Using MDC Net) 85.5 15.3 

22. Unit Capacity Factor (Using DER Net) 9 0 73.9 

23. Unit Forced Outage Rate 0.3_3.9 

24. Shutdowns Scheduled Over Next 6 Months (Type. Date, and D:*rat:on of Each): 

Refueling Mav 27. 1979: 6 weeks

25. If Shut Down At End Of Report Period. Estimated Date of Startup

26. Units In Test Status (Prior to Commercial Operation): 

INITIAL CRITICALITY 
INITIAL ELECTRICITY 
COMMERCIAL OPERATION

Forecast Achieved
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UNIT Kewaunee #1 

DATE January , 1979 

CO>GLETED BY J.J. Wallace 

DAILY PLA-4T POWER OUTPUT 

MO:II December, 1978 

AVERAGE NET 
DAY DAILY ?Cde 

1 512 
2 516 
3 520 
4 516 
5 520 
6 516 
7 513 
8 517 
9 517 

10 492 
11 512 
12 517 
13 517 
14 516 
15 516 
16 516 
17 513 
18 517 
19 517 
20 516 
21 513 
22 512 
23 508 
24 500 
25 493 
26 509 
27 505 
28 517 
29 501 
30 370 
31 513



UNIT SHUTDOWNS AND POWER REDUCTIONS 

REPORT MONTH December, 1978

DOCYET NO.  
UNIT NAME 

DATE 
COMPLETED BY 

TELEPHONE

50-305 
Kewaunee 
1-5-79 
J.J.Wallace 
414-388-2560

3
F: Forced 
S: Scheduled

(9177)

Reas~on: 
A-Equipment Failure (Explain) 

S.Mainltna nce of Tes1 
C-Kelucling.  
D.Rogulatory Restrictiun 

-Opera tor Training & License Examinution 
F.Administrative 
G-Operatiutal Error (Expluin) 
I I-Other (Expluin)

4
M ethod: 
I -M:anual 
2.Munuul Scron.  
3-Automatic Sumi.  
4*Other (Explain)

5

Exhibit G Instructions 
for Preparution of Data 
Entry Shcets for Licensec 
Event Repurt (LER) Fil (NUREG
0161)

Exhibit I- SImC Sourcc

,

- ; Lkensev Cuusc & Corrective 

No. Dute - Event M Action to 
-= - Repurt o Prevent Recurrence 

11 781230 S 0 B N/A N/A HB VALVEX 11. Reduced load for monthly 
turbine stop valve test and 
light holiday load.

I


