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WISCONSIN PUBUC SERVICE CORPORATION

EASYLINK 62891993

500 North Adams * P.O. Box 19002 0 Green Bay, W1 54307-9002

June 9, 1988 10 CFR 50.54(f)

Mr. A. Bert Davis, Regional Administrator 
Region III 
U.S. Nuclear Regulatory Commission 
799 Roosevelt Road 
Glen Ellyn, IL 60137 

Dear Mr. Davis: 

Docket 50-305 
Operating License DPR-43 
Kewaunee Nuclear Power Plant 
Response to NRC Bulletin No. 88-03

NRC Bulletin No. 88-03 entitled "Inadequate Latch Engagement In HFA Type 
Latching Relays Manufactured By General Electric (GE) Company" was transmitted 
to Wisconsin Public Service Corporation (WPSC) by letter dated March 10, 1988.  

The subject bulletin requested our response as to whether the Kewaunee Nuclear 
Power Plant (KNPP) has HFA type latching relays in any Class 1E (safety-related) 
systems or spare HFA type latching relays. Based on a record search and 
discussions with plant maintenance and substation personnel, we have concluded 
that HFA type latching relays manufactured by the General Electric Company are 
not used at KNPP or in KNPP's substation. Therefore this bulletin is not appli
cable to KNPP.

Si erely, 

D. C. Hintz 
Vice President - Nuclear Power

DR/jms

cc - US NRC Document Control Desk 
Mr. Robert Nelson, US NRC

Subscribed and Sworn to 
Befor e This '/4_ Day 
Of vQy,,, 1988 

No -yPublic, State o Wisconsin 

My Commission Expires: 
June 23, 1991
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