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NRC-91-143

WISCONSIN PUBLIC SERVICE CORPORATION 

600 North Adams * P.O. Box 19002 * Green Bay, WI 54307-9002

October 10, 1991 10 CFR 50.36

U. S. Nuclear Regulatory Commission 
ATTN: Document Control Desk 
Washington, D.C. 20555 

Gentlemen: 

Docket 50-305 
Operating License DPR-43 
Kewaunee Nuclear Power Plant 
Monthly Operating Report

The narrative "Summary of Operating Experience" and completed forms covering plant and 
component availability for the Kewaunee Nuclear Power Plant for September 1991 are enclosed 
in accordance with Technical Specification 6.9.1(c).  

Sincerely, 

C. A. Schrock 
Manager-Nuclear Engineering 

BAP/jms 
Enc.  
cc - US NRC - Region III 

Mr. Patrick Castleman, US NRC 
N 490, Highway 42, Kewaunee, WI 54216-9510 

INPO Records Center, Suite 1500, 
1100 Circle 75 Parkway, 
Atlanta, GA 30339 
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DOCKET 50-305

KEWAUNEE NUCLEAR POWER PLANT 

SUMMARY OF OPERATING EXPERIENCE 

SEPTEMBER, 1991

OPERATIONS: 

MAINTENANCE:

On September 8, 1991, unit load was reduced to 389 
MWH gross for performance of the Turbine Stop and 
Control Valve test. The unit was returned to full 
load the same day.  

Plant Instrument and Control raised accumulator 
low level alarms, recalibrated a channel of 
overpower delta-T rod stop, recalibrated P7 at 
power reactor trip block bistable, replaced a 
Service Water valve positioner on a Component 
Cooling heat exchanger, and completed a work 
request on Radiation Monitoring channel R-13.  

Mechanical and Electrical maintenance activities 
were highlighted by supporting a two-week NRC 
Inspection of the Plant Motor Operated Valve (MOV) 
GL 89-10 Program and participating in the annual 
Emergency Plan exercise. Other activities 
included repair of Service Water leaks on 
Containment Fan Coils, replacing shaft packing on 
Service Water Strainers, replacing a leaking 
Charging Pump discharge relief valve, performing 
Heater Drain Pump preventative maintenance, and 
repair of a Chemical and Volume Control System 
drain line heat trace circuit.



0
AVE RAGE DAILY UNIT POWER LEVEL

DOCKET NO- 50-305 
UNIT- KEWAUNEE 

COMPLETED BY- G. H. RUITER 
TELEPHONE- 414-388-2560 X2225 

REPORT MONTH SEPTEMBER, 1991 

AVERAGE DAILY 
DAY POWER LEVEL 

(MWE-NET) 

1 514 
2 510 
3 514 
4 514 
5 514 
6 509 
7 514 
8 485 
9 514 

10 518 
11 514 
12 509 
13 514 
14 510 
15 514 
16 514 
17 518 
18 514 
19 518 
20 518 
21 518 
22 518 
23 514 
24 522 
25 514 
26 518 
27 518 
28 514 
29 518 
30 518



UNIT SHUTD0HNS AND PONER REDUCTIONS 

DOCKET NO: 50-305 
UNIT NAME: Kewaunee 

DATE: October 1, 1991 
COMPLETED BY: G. H. Ruiter 

TELEPHONE: 414-388-2560 x2225

REPORT MONTH - SEPTEMBER, 1991

I NO. I DATE ITYPE IDURATIONIREASONIMETHODI LER NUMBER ISYS I COMPONENT I 
1 - I- - - 1 I - 1--- I I I II 
| |I I | | |I I I I 
I I I I I I I | |I 
I I I I I I I I I I 
I I I I I I l l I I I 
I I I I I I l l I I I 
I I I I I I I 1 1I I 
1 1 I I I I I I I I 
I I I I I 1 1 1 I I 
I I I I I I I I I I 
I I I I I I I I I I 
I I I I I I I I II 
I I I I I I I I II 
I I I I I I I I II 
I I I I I I I I II 
I I I I I I I 1 1 I 
I I I I I I I I I I 
I I I I I I I I II 
I I I I I I l l I I I 
I I I I I I I I I I 
I I I I I I I I I I 
I I I I I I l l I I I 
I I I I 1 1 I I I I 
I I I I I I I I II 
I I I I I I I I II 
I I I I I I I I II 
I I I I I I I I I I 
I I I I I I I I I I 
I I I I I I I j I I 
I I I I I I I I I I 
I I I I I I I I I I 
I I I I I I I I 1 I

COMMENTS 

No shutdowns or power reductions in September. I

SYSTEM & COMPONENT CODES

F: Forced 
s: Scheduled

A-Equipment Failure (Explain) 
B-Maintenance or Test 
C-Refueling 
0-Regulatory Restriction 
E-Operator Training & License Examination 
F-Administrative 
G-Operational Error (Explain) 
H-Other (Explain)

1-Manual 
2-Manual Scram 
3-Automatic Scram 
4-Continuations 
5-Load Reductions 
9-Other

From NUREG-0161

TYPE REASON METHOD



0 
OP ER AT I NG D AT A R E POR T

0 PERATING STATUS

DOCKET NO- 50-305 
COMPLETED BY- G. H. RUITER 

TELEPHONE- 414-388-2560 X2225

1 UNIT NAME KEWAUNEE 

2 REPORTING PERIOD SEPTEMBER, 1991 * NOTES * 

3 LICENSED THERMAL POWER (MKT) 1650 * Normal power operation continued through * 
* this reporting period.  

4 NAMEPLATE RATING (GROSS MNE) 560 * 

5 DESIGN ELECTRICAL RATING (NET MHE) 535 * 

6 MAXIMUM DEPENDABLE CAPACITY (GROSS HNE) 537 * 
M * 

7 MAXIMUM DEPENDABLE CAPACITY (NET HNE) 511 

8 IF CHANGES OCCUR IN CAPACITY RATINGS (ITEMS NUMBER 3 THROUGH 7) SINCE LAST REPORT, GIVE REASONS 
None 

9 PONER LEVEL TO NHICH RESTRICTED, IF ANY (NET MNE) None 

10 REASONS FOR RESTRICTIONS, IF ANY

THIS MONTH 

11 HOURS IN REPORTING PERIOD 720 

12 NUMBER OF HOURS REACTOR HAS CRITICAL 720.0 

13 REACTOR RESERVE SHUTDOHN HOURS 0.0 

14 HOURS GENERATOR ON-LINE 720.0 

15 UNIT RESERVE SHUTDOWN HOURS 0.0 

16 GROSS THERMAL ENERGY GENERATED (MNH) 1171047 

17 GROSS ELECTRICAL ENERGY GENERATED (MNH) 390100 

18 NET ELECTRICAL ENERGY GENERATED (MWH) 370033 

19 UNIT SERVICE FACTOR 100.0 

20 UNIT AVAILABILITY FACTOR 100.0 

21 UNIT CAPACITY FACTOR (USING MDC NET) 100.6 

22 UNIT CAPACITY FACTOR (USING DER NET) 96.1 

23 UNIT FORCED OUTAGE RATE 0.0 

24 SHUTDONS SCHEDULED OVER NEXT 6 MONTHS (TYPE, DATE, AND 
N/A

YR-TO-DATE 

6551 

5108.6 

0.0 

5065.9 

0.0 

8074171 

2687900 

2550858 

77.3 

77.3 

77.0 

72.8 

0.0 

DURATION OF EACH)

25 IF SHUT DOHN AT END OF REPORT PERIOD, ESTIMATED DATE OF STARTUP - N/A

A

CUMULATIVE 

151585 

129463.2 

2330.5 

127690.5 

10.0 

201936797 

66822200 

63612843 

84.2 

84.2 

81.8 

78.4 

2.4


