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January 8, 1997

Mr. Warren Fujimoto, Plant Manager
Pacific Gas & Electric Co.
Diablo Canyon Power Plant
P. 0. Box 56
Avila Beach, CA 93424
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Dear Mr. Fujimoto:

PG&E DIABLO CANYON POWER PLANT, MICROBIOLOGICAL GROWTH AND
CORROSION CONTROL PROGRAMS

We have reviewed your May 23, 1996 request to modify your Micobiological Growth and
Corrosion Control Programs at Diablo Canyon Power Plant and apologize for the delay in
responding to this issue. We have the following comments.

Your submittal indicates that the proposed growth and corrosion control programs will not cause
exceedence of discharge requirements including toxicity limitations. Since the toxicity
evaluation is based on each individual constituent of the revised chemical control program, it is
possible that the combined effect of these constituents is more toxic. This should be evaluated
by either separate toxicity testing or coordinating your regular toxicity monitoring with
discharges from the chemical control program.

Please include summary of such testing in your quarterly monitoring reports. If you have any
questions, please call Sorrel Marks at 805/549-3695 or Brad Hagemann at 805/549-3697.

Sincerely,

Roger W. ggs C
Executive Officer
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Recycled Paper Our mission is to preserve and enhance the quality of California's water resources, and
ensure their proper allocation and efficient use for the benefit of present and future generations.


