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* .. 7- 75 
TELEGRAM 

January 6, 1974 

Mr. Duane Boyd 
Resident Inspector - U.S. ATOMIC ENERGY COMMISSION 
Directorate of Regulatory Operations - Region III 
Two Rivers Municipal Hospital 
Two Rivers, Wisconsin 

SUBJECT: Docket 50-305 
Operating License DPR - 43 
Abnormal Occurrence Report 

In accordance with the requirements of Technical Specifications, Paragraph 
6.6.2.a and 1.0d. 1 (d), we submit the following: 

Report Number: 50-305/75-1 X 

Occurrence Date: January 4, 1975 

Facility: Kewaunee Nuclear Power Plant S 
Kewaunee, Wisconsin 

Identification of Occurrence: 

Failure of Auxiliary Feedwater Pump to remain in operation.  

Condition Prior to Occurrence: 

Reactor Critical - 75% power 
Normal Operating Temperature - 547 F 
Reactor Coolant System Pressure - 2220 

Description of Occurrence: 

Load was being reduced on the unit to a electric gross output of 220 
MW. 1A Feedwater regulating valve stuck in the partially open position 
and a Hi-Hi steam generator level was indicated on lA Steam Generator.  
Main feedwater pump 1A tripped off with the Hi-Hi Steam generator level.  
1B Main Feedwater Pump was off the line due to maintenance and the 
breaker was tagged open. Upon receipt of the Hi-Hi level auxiliary 
feedwater lB started and remained in operation. 1A Auxiliary Feed water 
pump started, but did not stay in operation.. The switch for 1A Auxiliary 
Feed Water Pump was put in the start position and the pump started and 
remained in operation.  

The steam driven Auxiliary Feed Water Pump started on Lo-Lo level in 
steam generator.


