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October 26, 1974 

Mr. Dwane Boyd 
Resident inspector - U. S. Atonic Energy Commission 
Directoratc of Regulatory Ope)raious - Region III 
Two Rivers Municip;li1 Hospital 
Two Rivers, Wisconsin 

SUBJECT: Docket 50-305 I.D CT ~~[Y "t",&j__KET FILE COPY 
Operating License DPR--3 
Abnormal Occurre~nce Leport 

In accordance with the requirements of Technical Specifications, 
Paragraph 6.6.2.a and 1.0a.1(d), we submit the following: 

Report Number: 50-305/74-19 

Occurrence Date: October 25, 1974 

Facility: Kewaunee Nuclear Power Plant 
Kewaunee, Wisconsin 

Identification of Occurrence: 

Failure of Auxiliary Feedwater Pump to start.  

Condition Prior to Occurrence: 

Reactor Critical 
Reactor Coolant System Temperature 5470F.  
Reactor Coolant System Pressure 2220 
Electric Generator Off Line 

Description of Occurrence: 

The electric generator had been taken off the line and the reactor was critical when a Hi-Hi steam generator level was indicated on IB steam generator. Main feed water pump lA tripped off with the Hi-L steam generator level. lB Main feed water pump was off the line due to main- * tenance and the breaker was tagged open. Upon receipt of the Hi-Hi level Auxiliary Feed Water Pump lB started, but 1A Auxiliary Feed Water Pump did not start. The switch for 1A Auxiliary Feed Water Pump was put in 
the START position and the pump started.  

The above Abnormal Occurrence was discussed with Dick Knop of Region III at 1015 on October 26, 1974.  
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