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NUCLEAR REGULATORY COMMISSION 
REGION III 

799 ROOSEVELT ROAD 

GLEN ELLYN, ILLINOIS 60137 

MAY 3 1976 

Wisconsin Public Service Corporation Docket N Q.  
AI: Mr. E. W. James, Seor Vice 

President 
Power Generation and Engineering 

P. 0. Box 1200 
Green Bay* Wisconsin 54305 

Gentlsmen: 

This refers to the inspection conducted by Mr. B. L. Jorgensen 
of this office on April 6-9, 1976, of activities at the Kevaunee 
Nuclear Power Plant authorized by NRC Operating License No. DPR-43, 
and to the discussion of our findings with Mr. Luoma and others 
of your staff at the conclusion of the inspection.  

The enclosed copy of our inspection report identifies areas 
tezmined during the Inspection. Within these areas, the 

inspection consisted of a selective eramination of procedures 
and representative records, observations, and interviews with 
personnel.  

During this Inspection, certain of your activities appeared 
to be in noncompliance with NRC requirements, as described 
under Enforcement Items in the Summary of Findings section 
of the enclosed Inspection report.  

This notice is sent to you pursuant to the provisions of 
Section 2.201 of the NRC's "Rles of Practice," Part 2, Title 
10, Code of Federal Regulations. Section 2.201 requires you 
to submit to this office within twenty days of your receipt 
of this notice a written statement or explanation in reply, 
including for each item of noncompliance: (1) corrective 
action taken and the results achieved; (2) corrective action 
to be taken to avoid further noncompliance; and (3) the date 
when full compliance will be achieved. Based on technical 
specification changes relating to noncompliance item A, no 
reply to this noncompliance is required and we have no further 
questions regarding this matter at this time.  

Noncompliance identified through your management control 
system and corrected in a timely manner is described under 
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Other Significant Items in the Summary of Findings section 
of the attached inspection report. We have no further 
questions regarding these matters at this time.  

In accordance with Section 2.790 of the NRC's "Rules of 
Practice," Part 2. Title 10, Code of Federal Regulations, a 
copy of this notice, the enclosed inspection report, and your 
response to this notice will be placed in the NRC's Public 
Document Room, except as follows. If this report contains 
information that you or your contractors believe to be 
proprietary, you must apply in writing to this office, within 
twenty days of your receipt of this notice, to withhold such 
information from public disclosure. The application must 
include a full statement of the reasons for which the infor
mation is considered proprietary, and should be prepared so 
that proprietary information identified in the application 
is contained in an enclosure to the application.  

We will gladly discuss any questions you have concerning this 
inspection.  

Sincerely yours, 

James M. Allan, Chief 
Fuel Facility and 

Materials Safety Branch 

Enclosure: 
IB Inspection Rpt 

No. 050-305/76-06 

bcc w/encl: 
PDR 
Local PDR 
NSIC 
TIC 
HQ Reproduction
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SUMMARY OF FINDINGS 

Inspection Summary 

Routine unannounced environmental protection inspection conducted on 
April 6-9, (76-06): reviewed and discussed environmental program 
management control functions including contract administration, program 
quality control and auditing, and reporting of program results; verified 
environmental monitoring program implementation in compliance with 
requirements; examined documentation pertaining to monitoring programs 
and nonradioactive effluent release rates and limits; reviewed non
compliances with environmental conditions which were identified and 
corrected by the licensee; followed up noncompliances and unresolved 
items from the previous environmental protection inspection; and reviewed 
licensee corrective actions with respect to other items identified in 
the previous inspection. Two items of noncompliance were noted relating 
to supplementary reporting of licensee identified noncompliances and to 
shiftwise examination of the circulating water trash basket.  

Enforcement Items 

Deficiencies 

A. Contrary to the requirement of Appendix B Environmental Technical 
Specification Section 5.2.f, which was in effect in 1975, the 
licensee's routine semiannual operating report did not include 
a report of licensee-identified violations. of the Environmental 
Technical Specifications. This item, which was identified by the 
inspector, constituted a recurrence of a noncompl' nce cited in 
the previous environmental protection inspection.- (Paragraph 3.a, 
Report Details) 

B. Contrary to the requirement of Appendix B Environmental Technical 
Specification 4.1.1.b.1, the licensee did not perform a 
shiftwise inspection of the circulating water trash basket during 
one or more shifts on the following dates: February 23, 26, 27, 28, 
and March 6 and 10, 1976. (Paragraph 5.b, Report Details) 

Licensee Action on Previously Identified Enforcement Items 

This inspection included a specific review of licensee actions taken to 
correct three items of noncompliance identified in a previous inspection.2/ 
In two cases, the licensee's corrective actions have resulted in successful 
compliance with the pertinent requirements. With respect to the other 
item, a recurrent noncompliance has been identified. (See above and 
Paragraph 3.a, Report Details) A recent charge to the technical specifi
cations has deleted the requirement against which the recurrent item is 

1/ IE Inspection Report No. 050-305/75-01.  
2/ Ibid.
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cited. Therefore, the inspector has no further questions concerning 
any of the previously identified items, and they are considered closed.  

Other Significant Items 

A. Systems and Components 

No significant items identified.  

B. Facility Items (Plans and Procedures) 

No significant items identified.  

C. Managerial Items 

No significant items identified.  

D. Noncompliance Identified and Corrected by Licensee 

1. On January 31, 1975, an operator error resulted in the un
authorized release of nonradiological waste from the waste 
neutralizing tank. Failure to determine the pH and solids 
concentrations in this waste was in noncompliance with 
Appendix B Technical Specifications Section 3.2.2. The 
licensee's corrective action, consisting of additional in
structions to operating personnel, were reviewed during this 
inspection. These corrective actions have prevented a recur
rence of this incident. The inspector has no further questions 
regarding this item at this time.  

2. On April 5, 1975, the licensee failed to record intake and 
discharge temperatures every fifteen minutes during a power 
decrease of greater than 25%. This occurrence, which was 
caused by failure to reference the appropriate procedure 
during the load reduction, constituted an item of noncompliance 
with Appendix B Technical Specifications Section 3.1.3. The 
licensee's corrective action, comprised of a memo to Shift 
Supervisors and Control Operators, has resulted in subsequent 
compliance with the referenced requirement. The inspector 
has no further questions concerning this item at this time.  

3. On April 25, 1975, an equipment failure resulted in overflow 
of the sulfuric acid day tank to the waste neutralizing tank 
while the waste neutralizing tank was being discharged. The 
pH of the discharge fell below 6.0, resulting in noncompliance 
with the requirements of Appendix B Technical Specification 
Section 2.2.2. The licensee's corrective action, consisting 
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of a design change to the sulfuric acid flow path, has elimina
ted the possibility of a recurrence of this incident. We have 
no further questions regarding this item at this time.  

4. Contrary to Appendix A Technical Specification Section 4.10.a, 
the licensee failed to collect and analyze environmental 
samples in accordance with Table TS 4.10-1, in that weekly 
air particulate samples were not collected at the Green Bay 
Station for the weeks of August 6 and August 20, September 17, 
October 1, and October 15, 1975. The licensee has initiated 
corrective actions which were discussed with licensee representa
tives by the NRC inspector. The effectiveness of these corrective 
actions in preventing recurrences of this item will be examined 
at a subsequent inspection.  

E. Deviations 

None.  

F. Status of Previously Reported Unresolved Items 

3/ A previously reported unresolved item- relating to the limits of 
accuracy of the thermocouples used in monitoring circulating water 
intake and discharge temperatures was examined further during this 
inspection.  

The licensee has established new surveillance procedures for the 
monthly functional checking of the temperature monitoring instru
ments, and for the annualcalibration of these instruments against 
an acceptance criteria of plus or minus 1 F. The NRC inspector 
reviewed data relating to the initial monthly functional checks, 
and to the first annual full scale calibration. The inspector has 
no further questions regarding this matter at this time.  

Management Interview 

A management interview was conducted with Messrs. Luoma, Richmond, and 
Jarvela at the conclusion of the inspection on April 9, 1976. The 
following specific items were discussed with the licensee representatives.  

A. The NRC inspector discussed his review of licensee management of environ
mental programs. (Paragraph 3, Report Details) 

B. The NRC inspector discussed his review of the programs for control of 
quality in environmental analytical measurements. (Paragraph 4, Report 
Details) 

3/ Ibid.



C. Environmental monitoring program implementation was discussed.  
This discussion included a review of licensee identified-non
compliances and corrective actions. (Paragraph 5, Report Details) 

D. The NRC inspector discussed the items of licensee noncompliance 
identified in this inspection. (Paragraphs 3.a and 5.b, Report 
Details) 

E. Licensee actions responsive to an unresolved item, and to various 
open items identified at a previous inspection, were discussed.  
(Paragraphs 3.b, 3.c, 4.c and 5.c, Report Details)
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REPORT DETAILS 

1. Persons Contacted 

C. Luoma, Plant Superintendent 
C. Steinhardt, Assistant to the Superintendent - Operations 

J. Richmond, Technical Supervisor 
G. Jarvela, Health Physics Supervisor 
D. MacSwain, Maintenance Supervisor 
D. Berg, Quality Assurance Technician 

D. Morgan, Radiation Technician 
T. Meinz, Environmental Engineer (WPS) 

E. Mitchell, Quality Control Assistant (WPS) 

2. General 

This inspection consisted of an examination of the licensee's conduct 

of radiological and non-radiological environmental monitoring programs, 

and of compliance with non-radiological effluent conditions and limits.  

Sampling techniques and procedures, sample collection equipment and 

locations, selected analytical techniques, and program documentation 

and results, were reviewed. Management control aspects including 

organizational structure, delegation of responsibilities and authori

ties, and administrative control were also examined. The program 

for control of quality in analytical activities, and the program for 

auditing conduct of program functions, were also reviewed. The 

licensee's technical specifications were used as the primary inspec

tion criteria.  

The division of responsibilities for conduct of the radiological 

and non-radiological portions of the environmental mo toring programs, 

remains as described in a previous inspection report.

Recent changes to the administrative portions of the licensed 

technical specifications have served to more clearly define the 

current division of responsibilities.  

3. Management Controls 

The licensee's administrative and procedural controls for implementa

tion of the effluent and environmental monitoring programs, to assure 

compliance with the technical specifications, were examined. This 

examination included a review of assignment of the responsibilities 

and authorities for conduct of required activities within the 

4/ RO Inspection Report No. 050-305/73-16.  
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licensee's organizational structure, and a review of the 
licensee's procedures to assure completion of requirements, 
identification and correction of deficiencies, and reporting 
of results.  

a. Assignment of Responsibilities 

5/ The previous inspection- noted that the responsibility 
for assuring compliance with Appendix B Technical 
Specifications, Section 5.2.f, had not been delegated.  

* This inspection identified a recurrent item of noncompliance 
with Section 5.2.f, in that licensee-identified noncompliances 
with Appendix B Technical Specifications were not recorded 
in the routine semiannual report for the first half of 1975.  
Since change No. 10 to these license technical specifications 
has since deleted this special reporting requirement, no 
corrective action by the licensee is indicated. Other 
assignments of responsibilities were again found to be com
prehensive and well understood by responsible licensee 
personnel.  

b. Procedures 

Licensee procedures for the conduct of environmental protection 
and environmental monitorin 9activities are discussed in a 
previous inspection report.

The licensee is currently in the process of revising certain 
of these procedures, to correspond to the new conditions of 
Change No. 10 to the license Technical Specifications. These 
items will be examined further during a subsequent inspection.  

The licensee has prepared new procedures responsive t91 the 
unresolved item identified at the previous inspection
relating to the limits of accuracy of the thermocouples 
utilized in monitoring circulating water intake and dis
charge temperatures.  

These new procedures establish a monthly functional check 
of the temperature monitoring instruments, and an annual 
calibration of these instruments against an acceptance 
criteria of plus or minus 1 F. During this inspection, 
data from the monthly functional checks and from a cali
bration performed in December 1975, was reviewed. This 
establishment of thermocouple accuracy resolves the refer
enced item; the item is considered closed.  

5/ IE Inspection Report No. 050-305/75-01.  
6/ Ibid.  
7/ Ibid.
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c. Program Auditing 

8/ As indicated in the previous inspection- , this inspection inclu
ded an examination of the reports of licensee audits on temperature 
and chemical effluent monitoring procedures. In addition, 
the licensee's report of an audit conducted on the contractor 
laboratory performing radiological and non-radiological environ
mental monitoring program analyses was reviewed. These activities 
satisfy the technical specification requirements for audits by 
the Nuclear Safety Review and Audit Committee (NSRAC) and the 
company internal procedure for auditing by the Quality Assurance 
Group.  

The audit function is performed in accordance with prepared 
audit procedures and criteria are established to assure recogni
tion of program deficiencies. In addition, a system is 
established for recording and reporting audit results to 
supervision, and for tracking and closing out audit recommenda
tions for corrective action.  

4. Programs for Quality Control of Analytical Measurements 

The licensee's methodology and control of the sample collection, 
preparation and analytical functions were examined. This examination 
included a review of selected procedures for instrument calibration 
and maintenance. The installation and operability of selected 
monitoring stations were also examined.  

a. Environmental Monitoring Programs 

All sample collection and analytical functions for the nonradio
logical environmental monitoring program are conducted for the 
licensee by a contractor laboratory. With the exception of weekly 
or biweekly air particulate, charcoal, milk, and precipitation 
samples, the contractor laboratory also performs all sample 
collections for the radiological environmental program. The 
analytical activities pursuant to the radiological program are 
performed by the contractor. Quality assurance programs for both 
radiological and non-radiological analytical functions have been 
developed by the contractor laboratory, reviewed by licensee 
personnel, and approved for use in the licensee's program. The 
licensee receives and reviews data pertaining to quality assurance 
activities with routine contractor reports. During this inspec
tion, the NRC inspector examined quality control program records 
and verified that the program has been operated in accordance with 
the stipulated type and number of required checks of measurements, 
and with the frequency for making these checks. The licensee's 

8/ Ibid.  
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criteria for accepting measurement results have been utilized.  
In those cases where deficiencies have been identified, appro
priate followup action is documented.  

b. Non-radiological Effluent Release Rates and Limits 

This inspection included a selective examination of licensee 
activities to assure quality in analysis of controlled effluent 
parameters, including thermal and chemical criteria. The 
licensee program for calibration and checking of temperature 
monitoring instruments is discussed in paragraph 3.b above.  
Quality control programs relating to chemical effluent monitoring 
and invgtory remain as described in the previous inspection 
report.- Detailed data indicating the conduct of calibrations 
and functional checks of laboratory instrumentation used in 
chemical effluent monitoring were not examined during this 
inspection. This item will be examined during a subsequent 
inspection.  

c. Monitoring Station Installation and Operability 

During this inspection, the NRC inspector accompanied a licensee 
representative on a weekly radiological air sample collection 
trip. The air sampling stations were all examined, and it was 
noted that the charcoal traps for 1-131 monitoring had been 
remounted to assure vertical air flow. This action is resp6 ive 
to the concern identified in the previous inspection report
relating to the possibility of air channelling. A new piston 
type pump has been installed at all air monitoring locations 
with the exception of the onsite monitoring station. Each 

sampling station is equipped with a total flow meter, which 
eliminates the need for flow correction calculations based on 
vacuum gauge readings. In the case of the onsite station, which 
is still equipped with a diaphragm pump and a vacuum gauge, the 
vacuum gauge reading is not utilized nor is it necessary for 
determining total air flow.  

5. Environmental Program Implementation 

The results of the licensee's non-radiological effluent monitoring 
and radiological and non-radiological environmental monitoring pro
grams for the second half of 1974 and for all of 1975 were selectively 
examined. In addition, implementation of monitoring requirements 
contained in change No. 10 to the technical specifications dated 
January 23, 1976, was reviewed. Finally, licensee corrective actions 
relating to noncompliances identified in a previous inspection 

9/ Ibid.  
10/ Ibid.  
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report,-/ and to noncompliances identified by the licensee in 
conduct of his management control function, were reviewed and 
discussed.  

a. Temperature and Chemical Effluent Monitoring 

No unusual results or trends were identified in the examina
tion of selected temperature and chemical effluent monitoring 
records. With the exception of licensee-identified items, 
discussed immediately below, no omissions of required ana
lyses or inventories were found. The review and closeout 
of licensee-identified items completes followup action by 
the IE:III environmental group as indicated with the earlier 
identification of t 27 3 tems in reports under the Resident 
Inspection Program.- 

The inspector reviewed the circumstances of the March 14, 
1975, report by the licensee, relating to an unauthorized 
release of non-radiological waste from the waste neutralizer 
tank. This occurrence was the result of waste neutralizing 
tank overflow due to operator error in failing to ascertain 
the availability of sufficient tank capacity prior to 
initiating a demineralizer regeneration. The licensee's 
corrective action, consisting of the issuance of further 
instructions relating to ascertaining the availability of 
tank capacity prior to demineralizer regenerations, was 
reviewed and discussed with licensee representatives. This 
action has prevented recurrence of incidents of this type.  
The item is considered closed.  

The inspector reviewed the circumstances of the April 18, 
1975, report by the licensee concerning a failure to record 
intake and discharge temperatures every fifteen minutes during 
a power decrease of 25% or greater, as required. This event 
resulted from failure to reference the appropriate plant 
operating procedure during the load reduction. A memo has 
been issued to shift supervisors and control operators re
lating to the importance of properly referencing and adhering 
to plant operating procedures. In addition, the technical 
staff has evaluated and designed an automated system which 
will record temperatures in accordance with specification 
requirements. The corrective actions have prevented 
recurrence-of an item of this type. The item is considered 
closed.  

11/ Ibid.  
12/ IE Inspection Report No. 050-305/75-06.  
13/ IE Inspection Report No. 050-305/75-08.  
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The inspector reviewed the circumstances of the May 2, 1975, 
report by the licensee concerning discharge of waste neutralizing 
tank contents with a p1H less 'than the lower technical speci
fication limit of 6.0. This event resulted from two concurrent 
equipment failures. Appropriate system modifications have been 
completed and recurrence prevented. This item is also considered 
closed.  

b. Fish Impingement Monitoring 

This inspection included a followup review of licensee activi
ties and corrective actions relating ian item of noncompliance 
identified in the previous inspection- concerning fish 
monitoring. The licensee was found to have maintained compliance 
with thew-pertinent sections of the technical specifications 
requiring collection and recording of number, size, and weight 
of fish captured in the circulating water trash basket. Recent 
technical specification changes have changed the requirement 
for fish quantification from a daily to a twice weekly require
ment. However, change No. 10 dated January 23, 1976, also 
requires inspection of .the basket on a shift-wise basis. At 
the time of this inspection, the licensee had not implemented 
adequate controls to assure compliance with the requirement 
to perform a trash basket examination every shift. Shift-wise 
examinations were not performed on one or more shifts February 23, 
26, 27, 28, and March 6 and 10, 1976. This constitutes an item 
of noncompliance with the Appendix B Environmental Technical 
Specifications, Section 4.1.1.b.1.  

c. Radiological Monitoring 

The inspector found that normalized ambient gamma exposures as 
recorded by co-located systems of thermoluminescent dosimeters 
and ionization chambers continue to differ by a rather constant 
relationship. The licensee, iY5 ccordance with the statements 
made at a previous inspection,- has contacted the contract 
laboratory concerning this disparity. A licensee representative 
stated that the ionization chambers are believed to record 
exposure across a larger energy range than that effectively 
monitored by the TLD system. At the present time, the licensee 
intends to maintain both types of ambient gamma monitoring.  

No other unusual results or trends were identified in the data 
reviewed. The inspector noted that the licensee has experienced 
greater success in limiting environmental sampler inoperability 
to short down times when equipment failures result in the loss 

14/ IE Inspection Report No. 050-305/75-01.  
15/ Ibid.  
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of sampling. The licensee continues to maintain a complete air 
sampling station for replacement of defective equipment, and a 
supply of parts is maintained for equipment repair.  

The inspector reviewed one item of noncompliance with radiological 
environmental monitoring requirements which was identified by 
the licensee. This item concerns failure to adhere to the 
requirements of Appendix A technical specification 4.10.a, in 
that the environmental sample collection schedule of Table TS 
4.10-1 was not adhered to. Specifically, weekly air particulate 
samples from station K-16 located in Green Bay were not collected 
for the weeks of August 6, August 20, September 17, October 1, 
and October 15. The licensee has initiated corrective actions 
including procedural changes, which are expected to result in 
future successful compliance with the referenced specifications.  
However, a sufficient successful compliance history concerning 
this matter has not yet been established. Therefore, this item 
will be examined further during a subsequent inspection.  

16/ 
In followup to the previous inspection,--- the inspector noted 
that the Kewaunee FSAR has been amended so as to bring it into 
agreement with the technical specifications concerning the 
environmental monitoring requirements.  

16/ Ibid.


