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July 23, 1986 

Mr. H. L. Thompson Jr., Director 
Office of Nuclear Reactor Regulation 
Division of Licensing 
U. S. Nuclear Regulatory Commission 
Washington, D.C. 20555 

Gentlemen: 

Docket 50-305 
Operating License DPR-43 
Kewaunee Nuclear Power Plant 
ISI Summary Report

Reference: 1) Letter from C. W. Giesler to H. R. Denton dated March 30, 1984 

Wisconsin Public Service Corporation has developed a second ten-year Inservice 
Inspection (ISI) plan which is being implemented at the Kewaunee Nuclear Power 
Plant in accordance with 10 CFR 50.55a. The plan was written to meet Section XI 
of the ASME Boiler and Pressure Vessel Code (1980 Edition including addenda 
through winter 1981) and was submitted to you with reference 1.  

In accordance with Article IWA-6230 of the aforementioned ASME code, we hereby 
provide, as attachments to this letter, the inservice inspection summary report, 
the associated NIS-1 form, and the records of repair or alteration (Form 
DILHR-SB-190) for the recently completed inspections of the Kewaunee Nuclear 
Power Plant.

Very truly yours, 

D. C. Hintz 
Manager - Nuclear Power 

DSN/jms 
Attach.  
cc - Mr. George Lear, US NRC 

Mr. Robert Nelson, US NR
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FORM NIS-1 OWNERS' DATA REPORT FOR INSERVICE INSPECTIONS 

As required by the Provisions of the ASME Code Rules 

1. Owner Wisconsin Public Service Corp., 
P.O.Box 1200,Green Bay,Wisconsin 54305 

(Name and Address of Owner) 

Kewaunee,Route 1,P.O.Box 48,Kewaunee,Wisconsin 54216 2. Plant 
(Namc and Address of Plant) 

3. Plant Unit 1 4. Owner Certificate of Authorization (if required) NIA 

5. Commercial Service Date 6-16-74 6. National Board Number for Unit N/A 

7. Components Inspected 

Manufacturer 

Component or Manufacturer or Installer State or NoaN 
Appurtenance or Installer Serial No. Provincc No. Board No.  

Reactor Vessel Combustion Engineering 69202 -- 21010 

Pressurizer Westinghouse 1151 -- 68-23 

St. Gen. 1A Westinghouse 1141 -- 6928 

St. Gen. lB Westinghouse 1142 -- 6929 

R.C. Pump 1A Westinghouse RCPCPI-01 ---

R.C. Pump 1B Westinghouse RCPCPI-02 -- -

Class 1 Piping Phillips Getschow 

Class 2 Piping Phillips Getschow 

Class 3 Piping Phillips Getschow -- -

S.W.Inj.Fil.1 ICommercial Filter 5-19-10 1172 

S.W.Ret.Filter AMF CUN0 CSLC0-22 -2618 

RHR Pump 1A Byron Jackson APCAPRH-01 

Comp. Cooling Engineering Fabrication 15748-A -- 1139 
Heat Exch. 1A 
Comp.Cooling9 Engineering Fabrication 15748-B - 1140 
Heat Exch. 18 
RHR Heat Joseph Oat & Sons 1817-1E -- 344 

F4ch. 1A. - -
Exc Heat Joseph Oat & Sons 1817-1F -- 345 

Exch. 18B 

Note- Supplemental sheets in form of lists,. sketches, or drawings may be used provided (1) size Is 81/ In. x I1 in., 

(2) information in items 1 through 6 on this data report is included on each sheet, and (3) each sheet is numbered 

and the number of sheets is recorded at the top of this form.  

This form (E000291 may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-1 OWNERS' DATA REPORT FOR INSERVICE INSPECTIONS 

As required by the Provisions of the ASME Code Rules

1. Owne 

2. Plant

Wisconsin Public Service Corp., P.O.Box 1200,Green Bay,Wisconsin 54305 

(Name and Address of Owner) 

Kewaunee,Route 1,P.O.Box 48,Kewaunee,Wisconsin 54216 -

(Name and Address of Plant) 

3. Plant Unit 1 4. Owner Certificate of Authorization (if required) N/A 

5. Commercial Service Date 6-16-74 6. National Board Number for Unit N/A 

7. Components Inspected 

Manufacturer 
Component or Manufacturer or Installer State or National 

Appurtenance or Installer Serial No. Province No. Board No.  

Spent Fuel Pool Struther Wells 1-68-06-1519 -- 13105 
Heat Fxch.  

Comp.Cooling Ingersoll Rand 056831 -- -

Pump 1A 

Comp.Cooling Ingersoll Rand 0867309 -- -

PumD 1B 

Letdown 

Ht. Exch. Atlas 1206 -- 1031 

Ex. Letdown 

Heat Exch.1A Sentry 3996-5E -- 364 

Ex. Letdown Sentry 3996-6E 365 
Heat Exch. 1B S 

Note: Supplemental sheets in form of lists. sketches, or drawings may be used provided (1) size is 8 in. x 11 in..  

(2) information in items I through 6 on this data report is included on each sheet, and (3) each sheet is numbered 

and the number of sheets is recorded at the top of this form.  

This form (E00029) may be obtained from the Order Dept. ASME, 345 E. 47th St. New York, N.Y. 10017

r



FORM NIS-1 (back) 

8. Examination Dates 3-11-86 4-24-86 9. Inspection Interval from6- 1 6 - 8 4  to 6-16-94 

10. Abstract of Examinations. Include a list of examinations and a statement concerning status of work required 

for current interval. Reference Tab C 

11. Abstract of Conditions Noted Reference Tab B and Tab F 

12. Abstract of Corrective Measures Recommended and Taken Reference Tab B and Tab F 

We certify that the statements made in this report are correct and the examinations and corrective mea

sures taken conform to the rules of the ASME Code, Section XI.  

Date TULL 09 19 8 SignedJBy 
Owner 

Certificate of Authorization No. (if applicable) / _ Expiration Date 4 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 

Ins ectors and/or the State or Province of /1p'jI A/ and employed by 4erAes5rm Insf 

drr. Cr. have inspected the components described in this Owners' Data Report during the period 

,4ecAl //, / 78& to A LZ4. 1 /8. and state, that to the best of my knowledge and belief, the Owner 

has performed examinations and taken corrective measures described in this Owners' Data Report in accordance 

with the requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, 

concerning the examinations and corrective measures described in this Owners' Data Report. Furthermore, 

neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damage 

or a loss of any kind arising from or connected with this inspection.  

Date 7 ? 19 86 

Commissions 8 77'// td Ifurr 38 
Inp ors Signature National Board, State, Province and No.


