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WISCONSIN PUBLIC SERVICE CORPORATION 

600 North Adams 0 P.O. Box 19002 * Green Bay, WI 54307-9002 

October 14, 1988 

U. S. Nuclear Regulatory Commission 
ATTN: Document Control Desk 
Washington, D.C. 20555 

Gentlemen: 

Docket 50-305 
Operating License DPR-43 
Kewaunee Nuclear Power Plant 
Control of Heavy Loads Program Changes 

References: 1. Letter from C. W. Giesler to S. A. Varga dated July 27, 1983.  

2. Letter from C. W. Giesler to S. A. Varga dated November 14, 1983.  

3. Letter from S. A. Varga to C. W. Giesler dated March 16, 1984.  

This letter is to inform you of changes to the Kewaunee Nuclear Power Plant's 
(KNPP) Control of Heavy Loads Program. The changes affect two of the commit
ments which were transmitted to you via references 1 and 2. The changes per
tain to the visual examination/inspection frequency of specific components but 
do not alter the program's compliance with NUREG-0612, ANSI N14.6-1978, or ANSI 
B30.2.0-1976.  

Reference 1 stated that Wisconsin Public Service Corporation (WPSC) would per
form annual visual examinations of the lifting devices at the KNPP. The reactor 
coolant pump motor lifting rig was one of the devices to which the annual visual 
examination had applied. However, due to the extended intervals between usage 
(approximately two years) we have found the annual examination of the reactor 
coolant pump motor lifting rig overly burdensome and of no benefit. It is, 
therefore, our intention to perform a visual examination of the reactor coolant 
pump motor lifting rig prior to use if a visual examination of this device had 
not been performed in the previous 12 months. This frequency of examination, 
based on the usage of the reactor coolant pump motor lifting rig, is more 
appropriate than an annual examination and is in compliance with section 5 of 
ANSI N14.6-1978 and NUREG-0612.  
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Reference 2 stated that WPSC would perform monthly visual inspections of the 
circuit breakers, electrical panels, and resistors which are part of the power 
and control circuits for the Turbine Building Crane and the Auxiliary Building 
Crane at the KNPP. Monthly inspections exceed ANSI standard recommendations.  
Also, the monthly visual inspection is redundant to the monthly operability test 
for those cranes. It is, therefore, our intention to continue to perform 
monthly operability tests for the cranes and delete the monthly visual inspec
tion of the electrical components. Those components will continue to be 
visually inspected on an annual basis. This intended inspection practice is in 
compliance with ANSI B30.2.0 - 1976 and NUREG-0612.  

Both original commitments were reviewed and approved by the NRC in its Safety 
Evaluation (reference 3) of WPSC's Control of Heavy Loads (Phase I) submittals.  
Reference 3 approved the annual visual examinations of lifting devices based on 
the fact that the lifting devices at the KNPP are used under controlled con
ditions and at frequencies that are substantially less severe than those 
possible for the special lifting devices for which ANSI N14.6 was originally 
prepared. The monthly visual inspections of the electrical components for the 
Turbine Building Crane and Auxiliary Building Crane were approved based on the 
fact that these inspections enveloped the requirements of Chapter 2-2 of ANSI 
B30.2.0-1976. These bases are also valid for the intended examination and 
inspection frequencies defined in this letter. The original frequencies pro
posed by WPSC in references 1 and 2 were more conservative and restrictive than 
the frequencies allowed by the applicable ANSI standards. The changes described 
herein do not compromise the effectiveness of the Control of Heavy Loads Program 
at KNPP.  

The purpose of this letter is to notify you of changes to the submitted and 
approved Control of Heavy Loads Program for the KNPP. As these changes do not 
affect the program's compliance with NUREG-0612, ANSI N14.6 - 1978 or ANSI 
B30.2.0-1976, it is our understanding that they do not alter the bases or 
conclusions of reference 3, and therefore are acceptable and do not require NRC 
review.  

Sincerely, 

C. R. Steinhardt 
Manager - Nuclear Power 

PEM/jms 

cc - Mr. Robert Nelson, US NRC 
US NRC, Region III


