
 

 
 UNITED STATES  

NUCLEAR REGULATORY COMMISSION 
REGION II 

245 PEACHTREE CENTER AVENUE NE, SUITE 1200 
ATLANTA, GEORGIA  30303-1257 

           June 23, 2011 

EA-11-112 
 
Mr. L. Michael Stinson 
Vice President - Farley 
Southern Nuclear Operating Company, Inc. 
7388 North State Highway 95 
Columbia, AL 36319 
 
SUBJECT: MEETING ANNOUNCEMENT - CATEGORY ONE - REGULATORY 

CONFERENCE – JOSEPH M. FARLEY NUCLEAR PLANT, DOCKET NOS.    
50-348 AND 50-364 

 
Dear Mr. Stinson: 
 
This letter is to inform you of a Category 1 public meeting which has been scheduled for July 12, 
2011, at 12:30 p.m. Eastern Daylight Time (EDT).  The enclosed meeting notice provides 
additional details.  The purpose of this Regulatory Conference, scheduled at your request, is to 
discuss the safety significance of one preliminary White finding associated with one Apparent 
Violation that was documented in NRC Inspection Report 05000348/2011012 and 364/2011012 
(ML111590912).  The findings dealt with the failure to maintain the configuration of the 1A 
reactor coolant pump (RCP) oil lift pump system in accordance with plant design and drawings.  
This resulted in an electrical short on November 10, 2010, that caused a fire on the Unit 1 main 
control room (MCR) 1A RCP board handswitch.  This conference will also address whether 
enforcement action is warranted for the associated Apparent Violation. 
 
In accordance with 10 CFR 2.390 of the NRC’s “Rules of Practice,” a copy of this letter will be 
made available electronically for public inspection in the NRC Public Document Room or from 
the Publicly Available Records (PARS) component of NRC's document system (ADAMS).  
ADAMS is accessible from the NRC Web site at http://www.nrc.gov/reading-rm/adams.html (the 
Public Electronic Reading Room). 
 
Should you have any questions concerning this meeting, please contact me at (404) 997-4521. 
 
      Sincerely,  

 
/Steve Rose RA for/ 
 
Scott M. Shaeffer, Chief 
Projects Branch 2 
Division of Reactor Projects 

 
Docket No.:   50-348, 50-364 
License No.:  NFP-2, NFP-8 
 
Enclosure:  As stated 
 
cc w/encl:  (See page 2) 
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cc w/encl: 
B. D. McKinney, Jr. 
Regulatory Response Manager 
Southern Nuclear Operating Company, Inc. 
Electronic Mail Distribution 
 
M. J. Ajluni 
Nuclear Licensing Director 
Southern Nuclear Operating Company, Inc. 
Electronic Mail Distribution 
 
T. D. Honeycutt 
Regulatory Response Supervisor 
Southern Nuclear Operating Company, Inc. 
Electronic Mail Distribution 
 
Todd L. Youngblood 
Plant Manager 
Joseph M. Farley Nuclear Plant 
Electronic Mail Distribution 
 
L. P. Hill 
Licensing Supervisor 
Southern Nuclear Operating Company, Inc. 
Electronic Mail Distribution 
 
Jeffrey T. Gasser 
Chief Nuclear Officer 
Southern Nuclear Operating Company, Inc. 
Electronic Mail Distribution 
 
R. L. Gladney 
Licensing Engineer 
Southern Nuclear Operating Company, Inc. 
Electronic Mail Distribution 
 
N. J. Stringfellow 
Licensing Manager 
Southern Nuclear Operating Company, Inc. 
Electronic Mail Distribution 
 
Paula Marino 
Vice President 
Engineering 
Southern Nuclear Operating Company, Inc. 
Electronic Mail Distribution 
 
 
 

J. L. Pemberton 
SVP & General Counsel-Ops & SNC 
Southern Nuclear Operating Company, Inc. 
Electronic Mail Distribution 
 
Chris Clark 
Commissioner 
Georgia Department of Natural Resources 
Electronic Mail Distribution 
 
John G. Horn 
Site Support Manager 
Joseph M. Farley Nuclear Plant 
Southern Nuclear Operating Company, Inc. 
Electronic Mail Distribution 
 
Ted V. Jackson 
Emergency Response and Radiation 
Program Manager 
Environmental Protection Division 
Georgia Department of Natural Resources 
Electronic Mail Distribution 
 
Tom W. Pelham 
Performance Improvement Supervisor 
Joseph M. Farley Nuclear Plant 
Southern Nuclear Operating Company, Inc. 
Electronic Mail Distribution 
 
Cynthia A. Sanders 
Radioactive Materials Program Manager 
Environmental Protection Division 
Georgia Department of Natural Resources 
Electronic Mail Distribution 
 
James C. Hardeman 
Environmental Radiation Program Manager 
Environmental Protection Division 
Georgia Department of Natural Resources 
Electronic Mail Distribution 
 
William D. Oldfield 
Principal Licensing Engineer 
Joseph M. Farley Nuclear Plant 
Electronic Mail Distribution 
 
(cc w/encl continued next page) 
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(cc w/encl continued) 
 
Mr. Mark Culver 
Chairman 
Houston County Commission 
P. O. Box 6406 
Dothan, AL   36302 
 
James A. Sommerville 
Program Coordination Branch Chief 
Environmental Protection Division 
Georgia Department of Natural Resources 
Electronic Mail Distribution 
 
James L. McNees, CHP 
Director 
Office of Radiation Control 
Alabama Dept. of Public Health 
P. O. Box 303017 
Montgomery, AL   36130-3017 
 
State Health Officer 
Alabama Dept. of Public Health 
RSA Tower - Administration 
Suite 1552 
P.O. Box 30317 
Montgomery, AL   36130-3017 
 
L. L. Crumpton 
Administrative Assistant, Sr. 
Southern Nuclear Operating Company, Inc. 
Electronic Mail Distribution 
 
F. Allen Barnes 
Director 
Environmental Protection Division 
Georgia Department of Natural Resources 
Electronic Mail Distribution 
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Distribution w/encl: 
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Enclosure 

SUBJECT: MEETING ANNOUNCEMENT - CATEGORY ONE - REGULATORY 
CONFERENCE – JOSEPH M. FARLEY NUCLEAR PLANT, DOCKET NOS. 
50-348 AND 50-364 
 

FACILITY: Joseph M. Farley Nuclear Plant
 

DOCKET: 50-348 and 50-364 
 

DATE & TIME: Tuesday, July 12, 2011 
12:30 p.m. – 3:30 p.m. (EDT) 
 

LOCATION: U.S. Nuclear Regulatory Commission 
Region II 
245 Peachtree Center Ave, NE 
Suite 1200 
Atlanta, GA  30303-1257 
 

PURPOSE: The purpose of this Regulatory Conference, scheduled at your request, is to 
discuss the safety significance of one preliminary White finding associated 
with one Apparent Violation that was documented in NRC Inspection Report 
05000348/2011012 and 364/2011012 (ML111590912).  The findings dealt 
with the failure to maintain the configuration of the 1A reactor coolant pump 
(RCP) oil lift pump system in accordance with plant design and drawings.  
This resulted in an electrical short on November 10, 2010, that caused a fire 
on the Unit 1 main control room (MCR) 1A RCP board handswitch.  This 
conference will also address whether enforcement action is warranted for 
the associated Apparent Violation. 
 
The NRC’s Policy Statement, “Enhancing Public Participation in NRC 
Meetings,” effective May 28, 2002, applies to this meeting.  The policy 
statement may be found on the NRC Web site, www.nrc.gov, and contains 
information regarding visitors and security. 
 

CATEGORY: This is a Category 1 meeting: The public is invited to attend this meeting 
and will have one or more opportunities to communicate with the NRC after 
the business portion, but before the meeting is adjourned. 
 
Certain portions of this meeting may be closed to the public if the staff 
determines that the information to be presented is sensitive in nature. 
 
The NRC provides reasonable accommodation to individuals with 
disabilities, where appropriate.  If you need a reasonable accommodation to 
participate in this meeting, or need this meeting notice or the transcript or 
other information from the meeting in another format (e.g., braille, large 
print), please notify the NRC’s meeting contact listed below.  Determinations 
on requests for reasonable accommodation will be made on a case-by-case 
basis. 
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Enclosure 

NRC OFFICE(S) 
PARTICIPATING: 

Region II 
 
 

OTHER  
ORGANIZATIONS  
PARTICIPATING: 

None 
 
 
 

PARTICIPANTS: NRC (partial list) 
L. Wert, Deputy Regional Administrator, Region II 
R. Croteau, Director, Division of Reactor Projects (DRP), Region II 
W. Jones, Deputy Director, DRP, Region II 
S. Shaeffer, Chief, Reactor Projects Branch 2, DRP, RII 
S. Rose, Senior Project Engineer, Reactor Projects Branch 2, DRP, RII 
W. Rogers, Senior Reactor Analyst, Region II 
E. Crowe, Senior Resident Inspector, Joseph M. Farley Nuclear Plant 
 
Licensee (partial list) 
M. Ajluni, Nuclear Licensing Director 
B. Griner, Engineering Support Manager 
T. Youngblood, Plant Manager 
T. Honeycutt, Senior Engineer Nuclear Licensing 
F. Joglar-Billoch, SAIC, Fire & Risk Analyst 
 

MEETING  
CONTACT: 

Scott Shaeffer, NRC, RII 
(404) 997-4521 
Scott.Shaeffer@nrc.gov 
 

AUDIO TELE- 
CONFERENCE: 

Interested members of the public may participate in this meeting via a toll 
free audio teleconference. Please contact the NRC meeting contact in 
advance of the meeting, indicating your intent to attend and to obtain 
teleconferencing information. 
 

VIDEO- 
CONFERENCE: 
 
AGENDA -  

May be available 
 
 
Attached 
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REGULATORY CONFERENCE AGENDA 
 

SOUTHERN NUCLEAR OPERATING COMPANY 
 

JULY 12, 2011 
 

NRC REGION II OFFICE, ATLANTA, GEORGIA 
 

 
OPEN SESSION 
 
I. OPENING REMARKS AND INTRODUCTION 
II. NRC REGULATORY AND ENFORCEMENT POLICY 
III. STATEMENT OF ISSUE AND APPARENT VIOLATION 
IV. SOUTHERN NUCLEAR OPERATING COMPANY 
V. PUBLIC QUESTIONS 
VI. NRC REMARKS/BREAK 
 
CLOSED SESSION (if required) 
 
VI. SOUTHERN NUCLEAR OPERATING COMPANY 
VII. BREAK/NRC CAUCUS 
VIII. NRC FOLLOW UP QUESTIONS 
IX. CLOSING REMARKS 

 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


