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WISCONSIN PUBLIC SERVICE CORPORATION 

600 North Adams * P.O. Box 19002 * Green Bay, WI 54307-9002 

September 7, 1994 

U.S. Nuclear Regulatory Commission 10 CFR 50.90 
Attention Document Control Desk 
Washington, D.C. 20555 

Gentlemen: 

Docket 50-305 
Operating License DPR-43 
Kewaunee Nuclear Power Plant 
Proposed Amendment 132 to the Kewaunee 
Nuclear Power Plant Technical Specifications 

In an effort to improve the quality of the Kewaunee Nuclear Power Plant Technical 
Specifications (TS), this Proposed Amendment is being submitted to incorporate guidance 
statements similar to Section 3.0/4.0 from NUREG-0452, Standard Technical Specifications 
(STS) for Westinghouse Pressurized Water Reactors, into the Kewaunee TS. Two new sections, 
TS Section 3.0 and TS Section 4.0, will be created. TS Section 3.0 establishes the general 
requirements applicable to each of the Limiting Conditions for Operation (LCO) within Section 3 
of the KNPP TS's. TS Section 4.0 establishes the general requirements applicable to 
Surveillance Requirements. New basis sections for TS Section 3.0 and 4.0 were also developed 
and are being submitted for your information.  

The frequency notations on Table 1.0-1 are also being revised to resemble the format of the 
Westinghouse STS. Additionally, specific maximum allowable time extensions to various 
surveillance intervals are being deleted throughout the TS. New TS 4.0.b, which states the 
maximum allowable extension is not to exceed 25 percent of the specified surveillance interval, 
will apply to TS Section 4 in its entirety. Affected sections include TS Section 4.5, 4.6, and 
4.7, and Tables TS 4.1-2, and 4.1-3.  

Administrative changes are also being made to convert these sections to the Word Perfect format 
and correct minor typographical and format inconsistencies. Among these changes are 
renumbering the basis section pages and capitalizing the defined words similar to Westinghouse 
STS. The practice of renumbering basis section pages and capitalizing defined terms will be 
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incorporated throughout the TS as each section is revised and converted to the Word Perfect 
format. This is part of an ongoing effort to revise each section of the KNPP TS to achieve a 
consistent format.  

Please note PA 109 and PA 127 also affect this proposed amendment. The technical changes 
associated with PA's 109 and 127 are not included with this submittal.  

Attachment 1 to this letter contains a description, a safety evaluation, a significant hazards 
determination, and environmental considerations for the proposed changes. Attachment 2 
contains the affected TS pages.  

In accordance with the requirements of 10 CFR 50.30(b), this submittal has been signed and 
notarized. A complete copy of this submittal has been transmitted to the State of Wisconsin as 
required by 10 CFR 50.91(b)(1).  

Sincerely, 

Clark R. Steinhardt 
Senior Vice President - Nuclear Power 

BJD/san 

Attach.  

cc - US NRC - Region III 
Mr. James Heller, US NRC 
Mr. R. S. Cullen, PSCW 

Subscribed and Swrn to 
BforMe'Thi's l' 4h Day 

Of 1994 

otary ilid, State of Wisconsin 

My Codimission Expires:


