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Purpose of Presentation

• Summarize the main comments received 
concerning RIS 2011-XX

• Summarize NRC Staff’s disposition of these p
comments

• The complete list of comments/dispositions is 
available through the NRC website 
(ML111600659)
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Main Comments / Staff Dispositions
• The 77 Letter and GL 79-36 are generic communications 

and not requirements.
The 77 Letter was issued as a Multi-plant Action to clarify the need to install 

DVR circuits to ensure compliance with GDC 17. GL 79-36 outlined NRC 
Staff positions with respect to the design of the plant offsite/plant distribution 
system to meet GDC 17 requirements. In addition, PSB-1 (and BTP 8-6), 
which are part of the Standard Review Plan provides an acceptable approach 
t i l t DVR i it t ti f GDC 17 Th d t t th l
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to implement DVR circuits to satisfy GDC-17. They do not represent the only 
possible approach.

• DVR settings to ensure 1E equipment starting voltage 
requirements (in addition to running) is not required 
based on use of the terms “sustained degraded voltage”.

The 77 Letter identifies that the selection of  DVR settings is based on the 
“voltage requirements” of 1E loads . The staff intent was not to limit the study 
to “running voltages”. Also, the term “sustained degraded voltage” used in the 
77 Letter is referring to the Grid voltage event, not the type of analysis to 
evaluate the electrical system response. This description is important since it 
identifies that the Grid is at a sustained voltage well below normal levels.



Main Comments / Staff Dispositions 
• Assumption that simultaneous Degraded Grid and 

Accident is not credible.
The 77 Letter requires that the DVR time delay settings support the accident 

analyses assumptions. This implies that the DVR design must support a 
coincident Degraded Grid and Accident (Same as the LOOP/LOCA 
consideration with the LVR). This is in agreement with PSB-1 which provides 
an acceptable approach on how the DVR circuit should respond as well toan acceptable approach on how the DVR circuit should respond , as well, to 
an accident during Degraded Grid conditions.
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Questions?
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