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WPSC (414) 433-1598 
TELECOPIER (414) 433-5544 EASYLINK 62891993

WISCONSIN PUBLIC SERVICE CORPORATION 

600 North Adams * P.O. Box 19002 * Green Bay, WI 54307-9002

October 5, 1994 10 CFR 50.73

U. S. Nuclear Regulatory Commission 
Document Control Desk 
Washington, D.C. 20555 

Ladies/Gentlemen: 

Docket 50-305 
Operating License DPR-43 
Kewaunee Nuclear Power Plant 
Renortable Occurrence 93-011-02

In accordance with the requirements of 10 CFR 50.73, -Licensee Event Report System," the 
attached Licensee Event Report (LER) for reportable occurrence 93-011-02 is being submitted.  

The new commitments contained in this LER are scheduled to be completed during the 1995 
refueling outage and are as follows: 1) AFW-10B will be inspected and polished/repaired (if 
necessary), 2) AFW-10B will be dynamically tested after the inspection and repair work to 
determine if it will operate under all design basis conditions, 3) AFW-10A will be dynamically 
tested to trend the dynamic test data, 4) A periodic inspection schedule for AFW-10A and AFW
10B will be established to ensure long term acceptable performance, and 5) The procedure 
changes made as intermediate term corrective actions will be reviewed to determine if they are 
still appropriate.  

Sincerely, 

C. A. Schrock 
Manager-Nuclear Engineering
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