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IOWA ELECTRIc LIGHT AND POWER COMPANY 
General Office 

CEDAR RAPIDS, IOWA 
DUANE ARNOLD ENERGY CENTER 

PALO, IOWA 
JUNE 19, 1974 

DAEC - 74 - 228

Mr. James G. Keppler 
Regional Director 
Directorate of Regulatory Operations 
U. S. Atomic Energy Commission 
Region III 
799 Roosevelt Road 
Glen Ellyn, Illinois 60137 

SUBJECT: Abnormal 
Region II 

FILE: A-118a

50 -331

Occurrence reported to USAEC 
I on June 15, 1974.

Dear Mr. Keppler: 

On June 15, 1974, your office was notified by telephone and telegram 
that an Abnormal Occurrence took place at the Duane Arnold Energy Center 
on June 14, 1974. We reported that the occurrence (DPR 49/74-12) involved 
the discovery of incorrectly installed pins in pressure sensing line snubbers 
in HPCI and RCIC High Flow Isolation instrumentation.  

The purpose of this letter is to advise you that an investigation of the 
occurrence has determined that the pins were correctly installed in the pressure 
sensing line snubbers and that our earlier report of an Abnormal Occurrence should 
be disregarded. The earlier report was based on information provided by the 
supplier of the snubbers, and after contacting the manufacturer, it was determined 
that the information was incorrect.

We apologize for any inconvenience caused by this matter.  

Yours very truly,

DLW/GGH/bh 
CC: John O'Leary 
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G. G. Hunt 
Chief Engineer 
Duane Arnold Energy
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