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IOWA ELECTRIc LIGHT AND POWER COMPANY 
General Office 

CEDAR RAPIDS, IOWA 

November 14, 1974 
CHARLES W. SANDFORD IE-74-2160 
EXECUTIVE VICE PRESIDENT Docket 50-331 

Mr. J. G. Keppler 
U.S. Atomic Energy Commission 
Directorate of Regulatory Operations 
Region III 
799 Roosevelt Road 
Glen Ellyn, IL 60137 

Re: Duane Arnold Energy Center #1 
Subject: RO Bulletin No. 74-12 "Incorrect 

Coils in Westinghouse Type SG Relays" 
File: Q-313, A-110 

Dear Mr. Keppler: 

This is in reply to your letter of October 25, 1974 
regarding the possibility of incorrect coil in Westinghouse 
Type SG Relays associated with Class IE equipment.  

A thorough investigation of all electrical equipment 
in DAEC identified one Westinghouse Type SG Relay. This relay 
is not associated with Class IE equipment. The coils' resistance 
was checked and found to be proper for its application.  

Very truly yours, 

Charles W. Sandford 
Executive Vice President 

CWS/ms 

cc: J. A. Wallace 
G. G. Hunt 
L. D. Root 
H. W. Rehrauer 
J. N. Ward 
G. A. Cook 
J. R. Newman
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