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IOWA ELECTRIC LIGHT AND POWER COM 
General Office 

CEDAR RAPIDS, IOWA 
DUANE ARNOLD ENERGY CENTER 

PALO, IOWA 
MARCH 17, 1974 
DAEC-75-114 

Mr. James Keppler, Director 
Office of Inspection and Enforcement 
U. S. Nuclear Regulatory Commission-Region III 
799 Roosevelt Road 
Glen Ellyn, Illinois 60137 

SUBJECT: Abnormal Occurrence A.0. 50-331/75-12 

REFERENCE: Telecopy letter, Mr. G. G. Hunt, Iowa Electric 
Light & Power Company to Mr. James Keppler, 
Nuclear Regulatory Commission, dated March 11, 1975.  
SUBJECT: Abnormal Occurrence No. 50-331/75-12.  

FILE: A-110, A-118a 

Dear Mr. Keppler: 

On March 11, 1975, you were notified of an abnormal occurrence 
involving an inoperable Standby Gas Treatment System (SGTS) Isolation Damper 
(AO 50-331/75-12). Subsequent investigation has determined that the subject 
isolation damper is not a safety related component and not part of the SGTS.  
The malfunction of the damper did not effect the operability of the SGTS and 
the system was operable at all times in compliance with Specification 3.7.B.1 
of Appendix A to Operating License DPR-49. Therefore, the malfunction of the 
damper did not constitute an abnormal occurrence as previously reported.  

It is our intention that this letter completes reporting action on 
this item and that a Ten-day Written Report is not required.  

The DAEC Operations Committee concurred with this action on 
March 17, 1975.  

We apologize for any inconvenience caused by this action.  

Very-truly ours, 

G. G. Hunt 
Chief Engineer 
Duane Arnold Energy Center 

DLW:GGH:bh 
CC: E. G. Case L. D. Root 

C. W. Sandford H. W. Rehrauer-Chairman, Safety Committee 
J. A. Wallace D. L. Wilson 
E. L. Hammond G. A. Cook 
B. R. York J. R. Newman 
R. R. Rinderman B. L. Hopkins
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IOWA ELECTRIc LIGHT AND POWER COMPANY 
General Office 

CEDAR RAPIDS, IOTVA 
DUANE ARNOLD ENERGY CENTER 

PALO, IOWA 
MARCH 17, 1974 
DAEC-75-114 

Mr. James Keppler, Director 
Office of Inspection and Enforcement 
U. S. Nuclear Regulatory Commission-Region III 
799 Roosevelt Road 
Glen Ellyn, Illinois 60137 

SUBJECT: Abnormal Occurrence A. -337/75-) 

REFERENCE: Telecopy letter, Mr. G. G. Hunt, Iowa Electric 
Light & Power Company to Mr. James Keppler, 
Nuclear Regulatory Commission, dated March 11, 1975.  
SUBJECT: Abnormal Occurrence No. 50-331/75-12.  

FILE: A-110, A-118a 

Dear Mr. Keppler: 

On March 11, 1975, you were notified of an abnormal occurrence 
involving an inoperable Standby Gas Treatment System (SGTS) Isolation Damper 
(AO 50-331/75-12). Subsequent investigation has determined that the subject 
isolation damper is not a safety related component and not part of the SGTS.  
The malfunction of the damper did not effect the operability of the SGTS and 
the system was operable at all times in compliance with Specification 3.7.B.1 
of Appendix A to Operating License DPR-49. Therefore, the malfunction of the 
damper did not constitute an abnormal occurrence as previously reported.  

It is our intention that this letter completes reporting action on 
this item and that a Ten-day Written Report is not required.  

The DAEC Operations Committee concurred with this action on 
March 17, 1975.  

We apologize for any inconvenience caused by this action.  

Very truly ours, 

G. G. Hunt 
Chief Engineer 
Duane Arnold Energy Center 

DLW:GGH:bh 
CC: E. G. Caset- ' L. D. Root 

C. W. Sandford H. W. Rehrauer-Chairman, Safety Committee 
J. A. Wallace D. L. Wilson 
E. L. Hammond G. A. Cook , 
B. R. York J. R. Newman 
R. R. Rinderman B. L. Hopkins


