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U. S. Nuclear Regulatory Commission, Region III
799 Roosevelt Road
Glen Ellyn, Illinois 60137 \
\\ 'lJ
SUBJECT: Technical Spec1f1cat1on Violation 755 2}}/
FILE: A-110
A-117

Bey \\ET £b

Dear Mr. Keppler:

This letter is to report to you a violation of a Technical
Specification requirement at the Duane Arnold Energy Center.

Problem

The RBM level section of Surveillance Test Procedure (STP)
No. 42A001 - Daily Instrument Checks was inadvertently not performed
February 1, 1975 through February 5, 1975.

Investigation

In accordance with the requirements of STP 42A001, instrument checks
are performed daily by Operations personnel. On the dates February 1, 1975
through February 5, 1975, the RBM level check portion of the STP was not
performed. The checks were not performed because page 15 had inadvertently
been omitted from the copy of the STP issued to Operations personnel.

Since the RBM level checks were satisfactory on January 31, 1975 and
February 6, 1975, it has been concluded that the failure to perform the
checks did not affect the safe operation of the plant during the six day
period.
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Corrective Action

Personnel responsible for issuing copies of Surveillance Test
Procedures have been made aware of this potential problem and have been
reinstructed as to the importance of inspecting copies of Surveillance
Test Procedures for completeness.

Conclusion

The DAEC Operations Committee reviewed and approved this report on
March 3, 1975 and concluded that there was no hazard to the health and
safety of the public.

Very truly yours,
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G. G. Hunt

Chief Engineer

Duane Arnold Energy Center
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