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Ltr. trans the following: Licensee Event Report (RO 50-331/76-53) 
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* 
lowA ELECTRIC LIGHT AND POWER COMPANY 

DUANE ARNOLD ENERGY CENTER 

P. 0. Box 351 
Cedar Rapids, Iowa 52406 

August 30, 1976 
DAEC - 76 -271 

Mr. James G. Keppler, Director 
Office of Inspection and Enforcement 
U. S. Nuclear Regulatory Commission - Region III 

799 Roosevelt Road 
Glen Ellyn, Illinois 60137 

Subject: Licensee Event Report No. 76-53 
(30 day) 

File: A-ll8a 

Dear Mr. Keppler: 

In accordance with Appendix A to Operating License DPR-49, 
. 'L11" .CL.L 03 Li3.c and .3. J3.r4 U .Jk 

Regulatory Guide 10.1, please find attached a copy of the subject 
Licensee Event Report. (Total of 3 copies transmitted) 

Very truly yours, 

G. G. Hunt 
Chief Engineer 
Duane Arnold Energy Center 0 

Docket 50-331 

attachment 

GGH/DLW/mg 

cc: Director, Office of Inspection and Enforcement (30) 
U. S. Nuclear Regulatory Commission 
Washington, D.C. 20555 

Director, Management Information and Program Control (3) 
U. S. Nuclear Regulatory Commission 
Washington, D.C. 20555 c'iV

8932



CENSEE EVENT 

CONTROL BLOCK: r e I 
1 6

LICENSE NUMBER 

o Of O 01 0 - I

REPOLRT 
PE A 
[PLEASE PRINT ALL REGUIRED INFORMATION]

0 *0 
25

LICENSE 
TYPE

EVENT

4 11 1. 11 1 11 10 1 3 
26 30 31 32

OOCKET NUMBER 

101s101 0 31 311 
61 6

EVENT DATE 

I 0] 81 112 17 1 6 1 
8 69 74

REPORT DATE 

10 1 8 13 10 1 71 6 
75 80

EVENT DESCRIPTION 

=m2j ISource range monitor "D" upscale rod block trip occurred at 173000 CPS.  
7 39 80 
0i3' jTrip should have occurred at less than 100000 CPS. Trip point was 

7 89 80 
EO 4 Irecalibrated. (RO 76-53) 
7 8 9 80 

|00 117 B90 7 89 80

7 8 

78 
7 8 

EE~ 7 8 

7 8 

78

9 PRIME 80 
SYSTEM CAUSE COMPONENT COMPONENT 

COOF CODE COMPONENT CODE SUPPLIER MANUFACTURER VIOLATION 

I IB 1 1- X IX IX I X j XIN G 0 8 L 
9 10 11 12 17 43 44 47 48 

CAUSE DESCRIPTION 

Instrument drift.  
9 80 

9 80

9
FACILITY 
STATUS 

78 9 
FORM OF 
ACTIVITY 
RELEASED 

7 8 9 
PERSONNEL 

NUMBER 

13 [ l 0101 
7 8 9 11

METHOD0 OF 
% POWER OTHER STATUS DISCOVERY 

0I 0i0 NA LI 
10 12 13 44 45

CONTENT 
OF RELEASE AMO 

LojI 
10 11 

EXPOSURES 
TYPE DESCRIPTION 

I z.U I 
12 13

UNT OF ACTIVITY 

NA
4 4

80 
DISCOVERY DESCRIPTION

4 
46

Surveillance Test
8

LOCATION OF RELEASE 

NA

NA

PERSONNEL INJURIES 
NUMBER DESCRIPTION 

_loo 01 I 
7 89 11 12 

OFFSITE CONSEQUENCES

15 
7 8

NA
9
LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

7 8 9 10 

PUBLICITY 

E 8I 
7 8 9

NA

8 0
NA 

80
ADDITIONAL FACTORS 

7 89 80

7 89 

NAME: M. Schwartz PHONE: 319-851-5611
s0

GPO 881. 667
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M01 DI A DI Al C 1 10 0-1 
7 89 14 15

m CON'T 
7 8
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LiLiJ 
57 58

REPORT 
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LiJ 
59

REPORT 
SOURCE 

IL 
60

0 

0

NA

80

0 
08

4

.
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IowA ELECTRIC LIGH1-T AND POWER COMPANY 

DUANE ARNOLD ENERGY CENTER 

.P. 0. Box 351 

Cedar Rapids, Iowa 52406 

August 30, 1976 
DAEC - 76 - 271 

Mr. James G. Keppler, Director 
Office of Inspection and Enforcement 
U. S. Nuclear Regulatory Commission - Region III 

799 Roosevelt Road 
Glen Ellyn, Illinois 60137 

Subject: Licensee Event Report No. 76-53 
(30 day) 

File: A-118a 

Dear Mr. Keppler: 

In accordance with Appendix A to Operating License DPR-49, 
Technical Specifications and Bases for Duane Arnold Energy Center and 

Regulatory Guide 10.1, please find attached a copy of the subject 

Licensee Event Report. (Total of 3 copies transmitted) 

Very truly yours, 

G. G. Hunt 
Chief Engineer 
Duane Arnold Energy Center 

Docket 50-331 

attachment 

GGH/DLW/mg 

cc: Director, Office of Inspection and Enforcement (30) 
U. S. Nuclear Regulatory Commission 
Washington, D.C. 20555 

Director, Management Information and Program Control (3) 
U. S. Nuclear Regulatory Commission 
Washington, D.C. 20555

SEP 1 1976



*CENSEE EVENT REPORT 

,CONTROL BLOCK: I I [PLEASE PRINT ALL REQUIRED INFORMATION] 
1 6

LICENSEE 
NAME LICENSE NUMBER 

@1EIlAIDI Al C1 11 L 01 0-I 0 01 01 01 01-10 101 
7 89 14 15 25

LICENSE 
TYPE 

24 13 1 011 
26 30

EVENT 
TYPE 

31 32

REPORT REPORT 
CATEGORY TYPE SOURCE DOCKET NUMBER 

RD1CONT L.J LL I 1 10 1 5 1 0 1-1 01 31 3|1 
7 8 57 58 59 60 61 68 

EVENT DESCRIPTION

EVENT DATE 

1018 1 11 2 IT 1 6 
69 74

REPORT DATE 

10 18 13 0 I TI 61 
75 80

E Source range monitor "D" upscale rod block trip occurred at 173000 CPS.  
7 8 9 80 

E Trip should have occurred at less than 100000 CPS. Trip point was 
7 8 9 80 
Ea irecalibrated.' (RO 76-53) 1 
7 8 9 80 

7 8 9 80 

7 89 80 
W 80SYSTEM CAUSE 

CODE CODE 

ED [R I. B.. L 
7 8 9 10 11 

CAUSE DESCRIPTION

COMPONENT CODE 

IX I X I X X1 X1 X1 
12 17
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SUPPLIER 

L3 
43

COMPONENT 
MANUFACTURER 

IG 0 8 101 
44 47

VIOLATION 

48

Instrument drift.  
9 80 

9 80 

9 I 
9 80

STATUS 

7 8 9 
FORM OF 
ACTIVITY 
RELEASED 

7 8 9 
PERSONNEL 

NUMBER 
13 1 01 01o 

7 8 9 11

% POWER 

0 10 0 
10 12 

CONTENT 
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10 11 
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12
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13 44
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DESCRIPTION
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45

4 L 
44 45

[ 
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DISCOVERY DESCRIPTION 

Surveillance Test
8

LOCATION OF RELEASE 
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80
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13

PERSONNEL INJURIES 
NUMBER DESCRIPTION 

14 ol ol 01 
-1 

7 8 9 11 12 

OFFSITE CONSEQUENCES

80
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8

7 89 
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BLz J L 
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PUBLICITY 

7 
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DAMAGE TO FACILITY 
ESCRIPTION

NA

80
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7 89 

,NIAN.

8
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0
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