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kI'WA ELECTRIc LIGHT AND POWER COMPANY 

DUANE ARNOLD ENERGY CENTER 
P. 0. Box 351 

Cedar Rapids, Iowa 52406 
DAEC - 76 - 95 
April 7, 1976 (NRC PUDIUC 0CUMENT ROM) 

Mr. James G. Keppler, Director 
Office of Inspection and Enforcement APR 12 1976 
U. S. Nuclear Regulatory Commission-Region III U. NUCARREGULAM 

799 Roosevelt Road COMMISSION 

Glen Ellyn, Illinois 60137 

Subject: Licensee Event Report No. 76-24 
(14i day) 

File: A-118a 

Dear Mr. Keppler: 

In accordance with Appendix A to Operating License DPR-49, 
Technical Specifications and Bases for Duane Arnold Energy Center and 
Regulatory Guide 10.1, please find attached a copy of the subject 
Licensee Event Report. (Total of 3 copies transmitted) 

Very truly yours, 

Duane Arnold Energy Center 01 6 
. File: A-llC 

Itac n acodnewt ppni oOeainVies P-9 

DLW/GGH-/mg 

cc: Director, Office of Inspection and Enforcement ( Co) 
U. S. Nuclear Regulatory Commission 
Washington, D.C. 20555 

DirectorManagement Information and Program Control (3) 
U. S. Nuclear Regulatory Commission 
Washington, D.C. 20555



#CENSEE EVENT REPORT 
CONTROL BLOCK: L(PLEASE PRINT ALL REQUIRED INFORMATION] 

1 6 
LICENSEE LICENSE EVENT 

NAME * LICENSE NUMBER TYPE TYPE @T l IlIDA I DI Al C 1 0O 1-101 010 10 1-1 O10 14 11 11 1111 oo ! 
7 89 14 15 25 26 .30 31 32 

REPORT REPORT 
CATEGORY TYPE SOURCE DOCKET NUMBER EVENT DATE REPORT DATE E1CONTL Lj LL1 LL I 01 51 01- 10 13 13 11 12 4 7 6 1 10 4 10 17 171 61 

7 8 57 58 59 60 61 68 69 74 75 80 

EVENT DESCRIPTION 

IDuring the performance of PCIS logic surveillance testing, torus purge 
7 8 9 80 
03 ivent valve CV4301 did not close within time interval required by tech

7 8 9 80 
04 nical specifications. Redundant vent valve was operable. Valve pilot 

7 8 9 80 
ED l~assembly was disassembled, cleaned and reassembled. Valve also stroked 
7 8 9 80 
06 Lseveral times to verify operability. Valve is Automatic Switch Co., 

7 8 9 PRIME 8O 
SYSTEM CAUSE COMPONENT COMPONENT 
CODE CODE COMPONENT CODE SUPPUER MANUFACTURER VIOLATION 

0 [ 1 iE IVIAILI VIE IXJ L! J IAj6 11 101 
7 B 9 10 11 12 17 43 44 47 48 

CAUSE DESCRIPTION 

Dirty pilot solenoid valve which allowed air to be bled off the 
7 8 9 80 

actuator.  

7 8 9 80 
10 1 1 
7 89 80 

FACILITY METHOD OF 
STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION 

01 0 1 0 1 NA B I I Refueling Surveillance Test I 
7 8 9 10 12 13 44 45 46 80 

FORM OF 
ACTIVITY CONTENT 
RELEASED OF RELEASE AMOUNT OF ACTIVITY LOCATION OF RELEASE 

12 tI ZI NA NA 
7 8 9 10 11 44 45 80 

PERSONNEL EXPOSURES 
NUMBER TYPE DESCRIPTION 

[13 101 01 0 1 Z I 1 NA 
7 8 9 11 12 13 8o 

PERSONNEL INJURIES 
NUMBER DESCRIPTION 

[E llo01 I NA 
7 8 9 11 12 80 

OFFSITE CONSEQUENCES 
NA  

7 8 9 80 
LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

16 [J I NA 
7 89 10 80 

PUBLICITY 

NA 
7 8 9 80 

ADDITIONAL FACTORS 

8 Event Desc. cont. - Catalog No. 831665. (R076-24) 
7 89 B0 

7 89 g 
NAME: D. Wilson PHONE: 319-851-5611 

rp0 RlAI


