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IuWA ELECTRIc LIGHT AND POWER COMPANY 
DUANE ARNOLD ENERGY CENTER 

P. 0. Box 351 
Cedar Rapids, Iowa 52406 

February 6, 1976 
DAEC - 76 - 28 

Mr. James G. Keppler, Director 
Office of Inspection and Enforcement 
U. S. Nuclear Regulatory Commission-Region III 
799 Roosevelt Road 
Glen Ellyn, Illinois 60137 

Subject: Licensee Event Report No, RO 76-008 
(14 day) 

File: A-118a 

Dear Mr. Keppler: 

In accordance with Appendix A to Operating License DPR-49, 
Technical Specifications and Bases for Duane Arnold Energy Center and 
Regulatory Guide 10.1, please find attached a copy of the subject 
Licensee Event Report. (Total of 3 copies transmitted) 

Very truly yours, 

G. G. Hunt 
Chief Engineer 
Duane Arnold Energy Cen er 

Docket 50-331 

attachment 

DLW/GGH/mg 

cc: Director, Office of Inspection and Enforcement (40) 
U. S. Nuclear Regulatory Commission 
Washington, D.C. 20555 

Director,Management Information and Program Control (3) 
U. S. Nuclear Regulatory Commission 
Washington, D.C. 20555 
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LICENSEE EVENT REPORT

LICENSEE 
NAME 

7 T I8 AIDIAI C 14 1 
7 89 0- 14 15

LICENSE NUMBER 

10 0 01

[P E PRINT ALL REQUIRED INFORNIATION]

LICENSE EVENT 
TYPE TYPE 

01-10i0 14i 11 11 ' ' 11 10 11 
25 26 30 31 32

REPORT REPORT 
CATEGORY TYPE SOURCE 

01 CON'T TI [ J 
7 8. 57 58 59 60

DOCKET NUMBER 

10 150 -10 13 13 11l 
61 68

EVENT DATE 

101 112 1317 16 
69 74

REPORT DATE 

75 121016 170 6 
75 80

EVENT DESCRIPTION 

Wo IDuring testing involving pressurization of the drywell, 
7 89 80 
0 I oxygen concentration in the torus was observed to be 5.6 percent.  

7 8 9 80 
M4 INitrogen purge reduced oxygen concentration to less than 4 percent 
7 8 9 80 
[Hfl Lthirty eight hours later. During that period testing was performed 
7 8 9 80 Io] L~o determine source of oxygen and verify operability of analyzers. -(RO 76-008) 
7 8 9 PRIME 80

SYSTEM 
CODE 

7 8 9 10

CAUSE 
CODE 

11

COMPONENT CODE 
P IU M P X X 

12 17

COMPONENT 
SUPPUER 

43

COMPONENT 
MANUFACTURER 

IM 12 17 10 1 
44 47

VIOLATION 

48

CAUSE DESCRIPTION 

o Ruptured bellows in two oxygen analyzer sample pumps caused 
7 8 9 80 
09 I air to be pumped in torus resulting in oxygen concentration increase. 

7 89 80 
10 One num renlaced, other one on order. Metal Bellows Model MB151 

7 89 80
FACIUITY 
STATUS 

7 8 9 
FORM OF 
ACTIVITY 

-RELEASED 

7 8 9 
PERSONNEL 

NUMBER 

[73 I 01_01.01 
7 8 9 , 11

% POWER 

0 [O8 5 L 
10 12 13 

CONTENT 
OF RELEASE AMO 

10 11 
EXPOSURES 

TYPE DESCRIPTION 

LZJ 1 
12 13

OTHER STATUS 

NA 
44

UNT OF ACTIVITY 

NA

METHOD OF 
DISCOVERY 

45

DISCOVERY DESCRIPTION 

NA4 
46 8

LOCATION OF RELEASE 
NA

44 45 8

NA

I 
0 

J 
0 

1
PERSONNEL INJURIES 

NUMBER DESCRIPTION 
14 Ia l 0I 1 01 1 

7 8 9 11 12

80

NA
80

OFFSITE CONSEQUENCES

,NA151 
7 89 

LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

167 

7 8 9 10 
PUBLICITY 

17 8 
7 8 9

ADDITIONAL FACTORS 

8 IDescription of occurrence cont'd. - Also during 
7 8 9 

indicated oxygen concentration cycled above and 

7 8 9 

NAME. D. Wilson

15
80

NA 
80 

NA 

80

the same period,the 

80 

below Tech Spec limits.
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