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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES 

During an annual review of the surveillance program it was determined th 

e requirement on Tech Spec page 3.2-15, note 6, to measure relay dropout.

[T] 
7 8 

CON'T 

7 8 

07-8

voltage had not been incorporated into the surveillance test which tests 

the HPCI, RCIC, LPCI, ADS and Core Spray trip system bus power monitor re 

lays. The surveillance test in question did provide for a functional test 

of the relays which verified operability. ECCS operability not effected.  
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SEQUENTIAL OCCURRENCE REPORT REVISION 
LER/RO EVENTYEAR REPORT NO. CODE TYPE NO.  
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ACTION FUTURE EFFECT SHUTDOWN ATTACHMENT NPRD-4 PRIME COMP. COMPONENT 
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS 2 

Defective procedure. A surveillance test procedure (STP) measuring relay 

dropout voltage was apparently deleted following change 15 to T.S. witho 

L ut incorporating this test requirement into another STP. A new STP is cu 

rrently being developed which will satisfy current T.S. testing requireme 

nts. This test will be performed when review and approval is completed.  
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