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lowa ErecTric LicHT. AND POWER COMPANY

DUANE ARNOLD ENERGY CENTER
P, O. Box 351
Cedar Rapids, Iowa 52406
April 18, 1977
DAEC -TT7 - 235

Mr. James G. Keppler, Director \
Office of Inspection and Enforcement .
U. S. Nuclear Regulatory Commission-Region ITI
799 Roosevelt Road

Glen Ellyn, Illinois 60137

Subject: Licensee Event Report No. 77-28
(14 day) .

File: A-118a

Dear Mr. Keppler:

In accordance with Appendix A to Operating License DPR-49,
Technical Specifications. and Bases for Duane Arnold Energy Center and

~:w Regulatory Guide 10.1, please find attached a copy of the subject

" Licensee Event Report. (Total of 3 copies transmitted)

Very truly yours,‘

%{W

. Hammond A

iy . Chief Engineer
ELH/JVS/mg_ Duane Arnold Energy Center

Docket 50-331
attachment

cc: Director, Office of Inspection and Enforcement (40)
U. S. Nuclear Regulatory Commission
Washington, D.C. 20555 -

Director;Management Information and Program Control (3)
U. S. Nuclear Regulatory Commission
Washington, D.C. 20555




_LICENSEE EVENT REPORT
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1 : 6
LICENSEE * LICENSE EVENT
NAM LICENSE NUMBER TYPE TYPE

*IIIA | A] CLﬁI [01 q—|ojofoj o g—|ojo] {41 Illlliol 130111321.

7 B9 80
{drive hydraulic control unit water level switches would not respond to 4]
7 89 ' 80
. [water level increases. The switches were replaced in kind and the new |
80
- Isw1tches functionally tested. (RO 77-28) |
80
- l J
PrIME . 80
SYSTEM CAUSE COMPONENT COMPONENT
CODE COGE COMPONENT COOE CUPPLIER MANUFACTURER VICLATION
-lgl | £) lelklrlielelk] ) - lelolslo LN
89 10 1 12 17 43 44 47 48
CAUSE DESCRIPTION ' A
- |Unknown. Investlgatlon is contmumg. Supplemental report will be submi l
B0
_ [tted when cause and corrective action are determined. |
7 89 80
1] | |
8 : 80
FACILITY METHDOO OfF . :
STATUS OWER DTHER STATUS DISCOVERY " DISCOVERY DESCRIPTION L
_ Lﬁ_] LUI ol o] | NA | L@J | Preventive Maintenance |
7 8 8 12 13 44 45 48 , 80
FORM OF
ACTITY CONTENT . -
~ RELEASED OF RELEASE AMOUNT OF ACTWITY . ) LDCATION DF RELEASE
iE [z]  Lz) ] NA | ‘ l
7 8 9 10 1" 44 45 80
‘ PERSONNEL EXPOSURES
TYPE OESCRIPTION
[E l_l_l_lO 0 Lz] | NA
11 12 13 C 80
‘ PERSONNEL INJURIES '
NUMBER DESCRIPTION
[H lololo] | _NA |
11 12 BO
'OFFSITE CONSEQUENCES '
Ina L NA I
7 88 80
. LDSS OR DAMAGE TO FACILITY
. TYPE DESCRIPTION
[ Lz} | NA |
7 89 10 80
PUBLICITY
l NA |
. 7 89 80
.. ADDITIONAL FACTORS A
7 | NA ;
7 88 ) 80
[ | ]
7 88 80

25 26

PORT  REPORT

RE
CATEGORY TYPE  SOURCE DOCKET NUMBER EVENT OATE REPORT OATE

. o
« . “controL Block:] | W | | | | (PLERBE PRINT ALL REQUIREO INFORMATION)

&8 598 60

EVENT DESCRIPTION .
|During the performance of preventive maintenance thirteen control rod

ERjecont || | 1r) Lo lofsio]—fo]3]3]1] lo laIOISIUU LOI 4] 1|817l7J
7 8 57 61 68 74
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NAME: J. Van Sickel oHonE.319-851-5611
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