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Iowa Electric Light and Power Company 

August 1, 1984 
NG-84-3063 

Mr. Harold Denton, Director 
Office of Nuclear Reactor Regulation 
U.S. Nuclear Regulatory Commission 
Washington, DC 20555 

Subject: Duane Arnold Energy Center 
Docket No: 50-331 
Op. License No: DPR-49 
Inservice Testing Program for Pumps and Valves 
(Revision 6) 

Reference: Safety Evaluation Report, D. Vassallo (NRC) 
to L. Liu (IE) dated September 26, 1983, 
"Safety Evaluation Related to Requests for 
Relief from Inservice Testing Requirements" 

Dear Mr. Denton: 

In accordance with 10 CFR 50.55a(g), Iowa Electric Light and Power 
Company (IE) hereby submits the Duane Arnold Energy Center (DAEC) Inservice 
Testing (IST) Program for Pumps and Valves (Revision 6). The Program is 
submitted in support of the DAEC second 10 year IST inspection interval which 
commences February 1, 1985.  

For your convenience, this submittal is separated into several 
attachments. Attachment 1 provides a detailed summary of changes between 
Revision 5 and Revision 6. Attachment 2 delineates both requests for relief 

previously granted by the referenced NRC Safety Evaluation Report and similar 

relief which is being requested for Revision 6 of the Program. Attachment 3 

consists of the actual IST Program.  

In accordance with the requirements of 10 CFR Part 170, we are 
enclosing the required application fee of $150.  
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Mr. Harold Denton 
August 1, 1984 
NG-84-3063 
Page Two

If you have any questions 
free to call me.

regarding our IST Program, please feel

Very truly yours, 

Richard W. McGaug 
Manager, Nuclear

RWM/MSG/dmb* 
Attachments: 1) IST Program Changes (Summary) 

2) Relief Requests 
3) IST Program (Revision 6)

cc: M. Grim 
L. Liu 
S. Tuthill 
M. Thadani 
NRC Resident Office 
W. Larson (Iowa Bureau of Boiler Inspection) 
Commitment Control No. 84-0082

Jion


