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Iowa ErLectric LicHT AND PoweEr COMPANY
General Qffice

JUNE k&, 1974

DAEC - T4 - 210

Office of Plans and Schedules
Directorate of Licensing
U. S. Atomic Energy Commission

Washington, D.C.

Gentlemen:

20545
SUBJECT :

Report
FILE: A-1184

50-331

[&t
Monthly Plant and Component *
Operability and Availability

Cepar Raprips, [lowa
DUANE ARNOLD ENERGY CENTER
PALO, IOWA ’

In accordance with requirements as stated by your office, please

find enclosed the Monthly Plant and Component Operability and Availability

Report for May, 197h.

Encl.
GAE/GGH/pg
CC: C. W. Sandford

J. A. Wallace
E. L. Hammond

L. D. Root
D. L. Wilson
G. A. Engle

Directorate of Regulatory Operations
U. S. Atomic Energy Commission

Region III

799 Roosevelt Road
Glen Ellyn, Illinois
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Yours very truly,

G. G. Hunt
Chief Engineer
Duane Arnold Energy Center
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SUMMARY : PLANT SHUTDOWNS
Date: June 3, 1974
Completed by: G. Engle
Report Month: May, 1974
NO. DATE TYPE DURATION| REASON | METHOD COMMENTS
6 740430 F 73.0 A Abnormal plant Chemistry
7 | 740509 S 4.3 B A
8 740509 S 2.1 B A
9 740509 S 1.3 B A
10 740509 S 1.8 B A
11 740509 S 1.6 B A
12 740509 S 2.3 B A
13 740510 S 1.4 B A
14 740510 S 1.7 B A
15 740510 S 1.8 B A
16 740510 S 4.8 B A
17 740511 S 26,7 B A
18 740512 S. 1.4 B A
19 740514 S 10.3 B A
20 740516 F 12.8 A B Noise in Alterex
21 740520 S 12.9 B A
22 740520 F 7.3 G C Starting of Feedpump and insertion
‘ of cold water
23 740522 F 11.0 G C Valving in RPS level switch
24 . | 740523 F 6.8 A C High Dp across condensate deminer-
alizers caused low suction feed-.
pump trip which caused low reactor
vessel level. '
25 740523 F 5.6 - A C Bypass valve fast open caused low
' » reactor pressure shutting MSIV,
26 740524 F 5.9 G C Operator did not Bypass Low
_ vacuum trip ' '
27 | 740530 S 130.5 B A




" OPERATING STATUS

o

‘Completed by G, Engle Date _June 3, 1974

e

i

1. Reporting Period: 0001, 740501  to _2400, 740531
Gross Hours in Reporting Period: 744

2, Currently Authorized Power Level MWT 1658 "MWE=-NET 538

3. Power Level to Which Restricted (if any):

. 4, Reasons for ReétriCtions (if any): "~

This ‘ Cumulative

C - : ) B . : Month Yr-to-Date To Date

5. Hours Reactor was Critical;.;.........,.:v 516.7 585.6 ~ 585.6

6. Hours Generator On-Line............oes.._117.7 1177 117.7

7. Gross Thermal Power Generated (MWH)..... 45929.5  45929.5 45929.5

8. Groés Electrical Power Generaéed-(MWH).. 9721 ‘ 9721 9721

9, Ne;vElectrical Power Generated (MWH)..... 5941 - 55941 ~ 5941

10. Reactor Availability Factor;............ 69% 697* 697%*

11, Plant.Aﬁailability Facﬁo: ....... ceseanas 15% . 15%* 15%*

12. Plant Capacity Factor....eeeeeceeroerear__ L1.5% ' 1.5%%* i 1.5%%*

13, Forced Qutage Rate............;......... 65.9% 65.9%* . 65,9%*

14. Shutdowns Scheduled to Begin in next 6 months (State Type, Date and Duration ‘
of each): *. ‘

15. If Sﬁutdown at End of Report Period, Estimated Date of Startup: *

16. Plants in Test Status (Prior to Commercial Operation) Report the following:

DATE LAST DATE REASON FOR !

FORECAST . ACHIEVED DIFFERENCE
INITIAL CRITICALITY 3/23/74 - 3/23/74
INITTAL ELEC PWR GENERATION 5/23/74 5/15/74

" "COMMERCIAL OPERATION 7/1/74 A -
|

* Plant in Startup Test Operations (Figures for May, 1974)




A TN s . . .

el DAILY PLANT POWER OUTPUT

Date: -~ June 3, 1974

Comp‘leted by: G. Engle

Report Month: May, 1974

DAY . AVERAGE DAILY Mie-net DAY AVERAGE DAILY MWe-net
1 0 21 1
2 | 0 22 002
3 0 23 0.1
4 0 24 0
> —2 25 2.3
6 ' 0 26 33.7
7 ' 0 27 46.1
8 0 | 28 82.7
9 f 0 29 66.1
10 0 , 30 13
11 0 - 31 0

12 : 0

13 | 0

14 | 0

15 .0

16 0

17 0

18 | 0

19 2.5

20 ' 0




