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JAN 5 1978 

Docket No. 50-331 

Iowa Electric Light & Power Company 
ATTN: Mr. Duane Arnold 

President 
P. 0. Box 351 
Cedar Rapids, Iowa 52406.

Distribution 

/Docket 
ORB #3 
Local PDR 
NRC PDR 
GLear 
CParrish 
RClark 
JWetmore 
Attorney, OELD 
OI&E (3) 
DEisenhut 
TBAbernathy 
JRBuchanan 
ACRS (16)

Gentl emen: 

RE: DUANE ARNOLD ENERGY CENTER 

By letter dated November 22, 1976, we sent you a document entitled 
"NRC Staff Guidance for Complying with Certain Provisions of 10 CFR 
50.55a(g), Inservice Inspection Requirements". In addition to clarify
ing the proper methods for complying with the regulation, this guidance 
provided a general outline of the type of information that the NRC 
staff would need to review inservice inspection and testing programs, 
and to evaluate requests for relief from ASME Code requirements that 
are determined to be impractical for a facility.  

After reviewing a number of subittals relating to s50.55a(g) requirements 
from various licensees, we have concluded that additional guidance would 
be useful to all licensees to aid in the preparation of these submittals, 
and to expedite the NRC staff review and approval of the proposed programs 
and any requests for relief from certain ASME Code requireients. The 
need for this guidance is particularly evident for the pump and valve 
testing requirements.  

Enclosed for your use is the "NRC Staff Guidance for Preparing Pump and 
Valve Testing Program Descriptions and Associated Relief Requests 
Pursuant to 10 CFR 50.55a(g)". This enclosure defines the required 
scope of a pump and valve testing program, itemizes the specific 
information needed for staff review, and provides guidelines for 
submitting information to support requests for relief from any ASIE 
Code requirements found to be impractical for a facility. The same 
information is being sent to all nuclear power plant licensees and 
is intended to complement and expand on the quidance we provided to
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you in our previous letter. Although the.enclosure 
addresses pump and valve testing requirements only, 
of detailed Information identified in this guidance 
provided in inservice inspection program submittals.

JAN 5 1978 

specifically 
the same level 
should also be

We request that you follow the enclosed guidance to the greatest 
extent possible when submitting.proposed inservice inspection and 
testing programs and requests for relief from ASME Code requirements, 
and when responding .to additional information requests from .the staff.  
Your adherence to this guidance will minimize the NRC staff review 
time needed to approve your proposed programs and associated relief 
requests.  

If you have any questions regarding implementation of 10 CFR 50.55a(g) 
at your facility, please contact us.  

Sincerely, 

Original slana 

George Lear, Chief 
Operating Reactors Branch #3 
Division of Operating Reactors 

Enclosure: 
NRC Staff Guidance 

cc w/enclosure: 
Robert Lowenstein, Esquire 
Harold F. Reis, Esquire 
Lowenstein, Newman, Reis and Axelrad 
1025 Connecticut Avenue, N. W.  
Washington, D. C. 20036 

Cedar Rapids Public Library 
426 Third Avenue, S. E.  
Cedar Rapids, Iowa 52401
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NRC STAFF GUIDANCE FOR PREPARING PUMP AND VALVE 

TESTING PROGRAM DESCRIPTIONS AND ASSOCIATED 

RELIEF REQUESTS PURSUANT TO 10 CFR 50.55a(g) 

The guidance provided in this enclosure is intended to illustrate 
the type and extent of information that should be provided in proposed 
pump and valve testing program descriptions and to support associated 
requests for relief from ASME Code requirements. By utilizing these 
guidelines, licensees can significantly reduce the need for having to 
respond to additional information requests from the NRC staff.  

I. Pump and Valve Testing Program Description 

A. Scope of the Program: 

1. The pump testing program should include all safety related* 
Class 1, 2 and 3 pumps tHat are provided with an emergency 
power source.  

2. The valve testing program should be limited to the safety 
related* valves. All such valves must be addressed in the 
program and should include, as a minimum, those in the 
following systems. Valves in these systems which are 
used for operating convenience only - such as manual 
vent, drain, instrument and test valves, and valves 
used for maintenance only should be excluded.  

For PWR's: 

a. High Pressure Injection-System 

b. Low Pressure Injection System 

c. Accumulator Systems 

d. Containment Spray System 

e. Primary and Secondary System Safety and Relief Valves 

f. Auxiliary Feedwater Systems 

*Safety related are those pumps and valves necessary to safely shut 
down the plant or mitigate the consequences of an accident.
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g. Reactor Building Cooling System 

h. Active Components in Service Water and Instrument 
Air Systems which are required to support safety 
system functions 

i. Containment Isolation Valves that are required to 
change position on a containment isolation signal 

j. Chemical and Volume Control System 

k. Other key valves in Auxiliary Systems which are 
required to operate to directly support plant 
shutdown or safety system function; such as, 
emergency diesel starting air valves, component 
cooling water supplies, etc.  

1. Residual Heat Removal System 

m. Reactor Coolant System 

For BWR's: 

a. High Pressure Coolant Injection System 

b. Low Pressure Coolant Injection System 

c. Residual Heat Removal System (Shutdown Cooling System) 

d. Emergency Condenser System (Isolation Condenser System) 

e. Low Pressure Core Spray System 

f. Containment Spray System 

g. Safety, Relief, and Safety/Relief Valves 

h. RCIC (Reactor Core Isolation Cooling) System 

i. Containment Cooling S stem 

j. Containment isolation valves that are required to change 
position on a containment isolation ,ignal
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k. Standby liquid control system (Boron System) 

1. Automatic Depressurization System (any pilot or control 
valves, associated hydraulic or pneumatic systems, 
etc.) 

m. Control Rod Drive Hydraulic System ("Scram" function) 

n. Other key valves in Auxiliary Systems which are 
required to operate to directly support plant shutdown 
or safety system function; such as, emergency diesel 
starting air valves, component cooling water supplies, 
etc.  

o. Reactor Coolant System 

B. The following information should be provided for NRC staff review 

of the Pump and Valve Testing Programs: 

1. Three sets of P&ID's, that are large and clear enough to 
be read easily, and which include all of the systems 
listed above, with the ASME code class and system 
boundaries clearly marked. The drawings should include 
all of the components present at the time of submittal 
and a legend of the P&ID symbols.  

2. Identification of the applicable ASME Code Section XI 

Edition and Addenda.  

3. The period for which the program is applicable.  

4. Identification of the component ASME Section III Code 
Class.  

5. For Pump testing, identification of: 

a. Each pump required to be tested (name and number) 

b. The test parameters to be measured 

c. The test frequency
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6. For valve testing, identification of: 

a. Each valve in ASME Section XI Categories A and B that 
will be exercised every three months during normal 
plant operation (indicate whether partial or full 
stroke exercise, and for power operated valves list 
the limiting value for stroke time).  

b. Each valve in ASME Section XI Category A that will 
be leak tested during refueling outages (indicate the 
leak test procedure you intend to use).  

c. Each valve in ASME Section XI Categories C and D 
that will be tested, the type of test and the test 
frequency. For check valves, identify those that 
will be exercised every 3 months and those that will 
only be exercised during cold shutdown or refueling 
outages.  

d. Each valve in ASME Section XI Category E that will 
be operationally checked.  

e. The following additional information, if practical: 

i. The valve location coordinates or other 
appropriate location information which will 
expedite locating the valves on the P&IDs.  

ii. Identification of all valves that are provided 
with an interlock to other components and a 
brief description of that function.  

II. Requests for Relief from Certain Pump or Valve Testing Requirements 

It has been the staff's experience that many requests for relief 
from testing requirements, submitted by licensees, have not been 
supported by adequate descriptive and detailed technical information, 
This detailed information is necessary to document why the burden 
imposed on the licensee in complying with the code requirements 
is not justified by the increased level of safety obtained from 
the testing.  

Relief requests which are submitted with a justiFication such as 
"impractical", "inaccessible", or any other categorical basis, 
require additional information to allow the staff to make an 
evaluation of that relief request. The intention of the guidance
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set forth below is to illustrate the extent of the information 
that is required by the NRC staff to make a proper evaluation and 
to adequately document the basis for granting the relief in the 
safety evaluation report. The NRC staff believes that if this 
information is provided in the licensee's submittal, subsequent 
requests for additional information and delays in completing the 
review, and granting the relief, can be considerably reduced.  

A. Specific information required for NRC review of requests for 
relief from testing requirements: 

1. Identification of the component for which relief is requested: 

a. Name and number as given in FSAR 

b. Function 

c. ASME Section III Code Class 

d. For valve testing, also specify the ASME Section XI 
valve category as defined in IWV-2000 

2. Specific identification of the ASME Code requirement that 
has been determined to be impractical for each component.  

3. Information to support the determination that the requirement 
in (2) is impractical; i.e., state and explain the basis 
for requesting relief.  

4. Specification of the inservice testing that will be performed 
in lieu of the ASME Code Section XI requirements, if any.  

5. The schedule for implementation of the procedure(s) in 
(4).  

B. Examples to illustrate several possible areas where relief 
may be granted and the type and extent of information necessary 
to support the granting of relief: 

1. "Accessibility": 

The regulation allows relief to be granted frow code 
requirements because of insufficient access provisions.  
However, a detailed discussion of actual physical arrange
ment of the component in question to illustrate the 
insufficiency of space for conducting the required test 
'is necessary.
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In addition, discussion of the alternative surveillance 
techniques that have been considered should be provided.  
If these alternative techniques have been determined to 
be impractical, the basis for this determination should 
be provided.  

2. "Environmental Conditions Prohibitive" (e.g., high radiation 
level, high temperature, high humidity, etc.): 

Although it is prudent to maintain occupation radiation 
exposure for inspection personnel as low as practicable, 
the request for relief from code requirements cannot 
be granted solely on the basis of high radiation levels.  

A balanced judgment between the hardships and compensating 
increase in the level of safety must be explicitly justified.  
Therefore, detailed information regarding the radiation 
levels at the required test location, along with estimated 
yearly man-rem exposures associated with the testing, should 
be provided. Alternative testing techniques that have 
been considered should be discussed. If these alternative 
techniques have been determined to be impractical, the 
basis for this determination should be provided.  

3. "Instrumentation Not Originally Provided": 

Information to justify that installation of the needed 
instrumentation to comply with the code requirements would 
result in undue burden or hardships without a compensating 
increase in the level of plant safety should be provided.  
Alternative testing techniques that have been considered 
should be discussed. If these alternative techniques 
have been determined to be impractical, the basis for 
this determination should be provided.  

4. "Valve Cycling During Plant Operation Could Put the Plant 
in an Unsafe Condition": 

A detailed explanation as to why exercising tests diring 
plant operation could jeopardize the plant safety, Examples 
of the type of valve that the staff considers to be in this 
category.are: valves whose failure in a non-conservative 
position during the cycling test would cause a loss of total 
system function; valves whose failure to close during the
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cycling test would cause a loss of containment integrity; 
and valves, which when cycled, could subject a system to 
pressures in excess of their design pressures. A plant 
specific explanation must be provided.  

5. "Valve Testing at Cold Shutdown or Refueling Intervals 
in lieu of the 3 Month Required Interval": 

The licensee should explain in detail why each valve 
cannot be exercised during normal operation. Also, for 
the valves where a refueling interval is indicated, the 
licensee should explain in detail why each valve cannot 
be exercised during each cold shutdown.  

C. The following acceptance criteria for granting relief are 
utilized by the staff: 

The licensee must successfully demonstrate with documented 
information that: 

1. Compliance with the code requirements would result in 
hardships or unusual difficulties without a compensating 
increase in the level of safety, and noncompliance will 
provide an acceptable level of quality and safety, or 

2. Proposed alternatives to the code requirements or portions 
thereof will provide an acceptable level of quality and 
safety.  

III. Standard Format for Valve Testing Submittals 

A recommended standard format, for the valve portion of the pump 
and valve testing program and relief requests, is included as an 
attachment to this Guidance. The NRC staff believes that the use 
of this standard format would reduce the time spent by both the 
staff in its review, and by the licensee in their preparation, of 
the pump and valve testing program submittals. The standard 
format includes examples of relief requests which are intended 
to illustrate the application of the standard format only and 
are not necessarily applicable to any specific plant.



ATTACHMENT 

RECOMMENDED STANDARD FORMAT FOR 

VALVE INSERVICE TESTING PROGRAM SUBMITTALS
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LEGEND FOR VALVE TESTING EXAMPLE FORMAT 

Q - Exercise valve (full stroke) for operability every (3) months 

LT - Valves are leak tested per Section XI Article IWV-3420 

MT - Stroke time measurements are taken and compared to the stroke 
time limiting value per Section XI Article IWV 3410 

CV - Exercise check valves to the position required to fulfill their 
function every (3) months 

SRV - Safety and relief valves are tested per Section XI Article 
IWV-3510 

DT - Test category D valves per Section XI Article IWV-3600 

ET - Verify and record valve position before operations are performed 
and after operations are completed, and verify that valve is 
locked or sealed.  

CS - Exercise valve for operability every cold shutdown 

RR - Exercise valve for operability every reactor refueling



RELIEF REQUEST BASIS

System: Auxiliary Coolant System, Component Cooling

1. Valve: 
Category: 
Class:

717 
C 
3

Function: 

Test Requirement: 

Basis for relief: 

Alternate Testing:

Va 1 ve: 
Category: 
Class:

Function: 

Test Requirement: 

Basis for Relief: 

Alternate Testing:

Prevent backflow from the reactor coolant 
pump cooling coils 

Exercise valve for operability every three 
months 

To test this valve would require interruption 
of cooling water to the reactor coolant 
pumps motor cooling coils. This action 
could result in damage to the reactor 
coolant pumps and thus place the plant 
in an unsafe mode of operation.  

This valve will be exercised for operability 
during cold shutdowns

834 
B-E 
3

Isolate the primary water from the component 
cooling surge tank during plant operation.  
It is normally in the closed position, but 
routine operation of this valve will occur 
during refueling and cold shutdowns.  

Exercise valve (full stroke) for operability 
every three (3) months.  

This valve is not required to change position 
during plant operation to accomplish its 
safety function. Exercising this valve 
will increase the possibility of surge tank 
line contamination.  

Verify and record valve position before and 
after each valve operation.

2.
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Valve: 
Category: 
Class: 

Function: 

Test Requirements: 

Bases for relief:

Alternate Testing:

3. 744B 
A 
2 

Isolate the residual heat exchangers from 

the cold leg R.C.S. backflow and accumulator 

backflow.  

Seat leakage test 

This valve is located in a high radiation 
field of mr/hr which would make the 

required seat leakage test hazardous to 

test personnel. The estimated yearly 
man-rem exposure associated with performing 

the required seat leakage test is .  

We intend to seat leak test two other 

valves (875B and 866B) which are in series 

with this valve and which also prevent 

backflow. We feel that by complying 
the seat leakage requirements for 744B 

we will not achieve a compensatory increase 

in the level of safety.  

No alternative seat leak testing is 

proposed for 744B.



UNITED STATES 

NUCLEAR REGULATORY COMMISSION 
WASHINGTON, D. C. 20555 

January 3, 1978

,5c) -337

All Power Reactor Licensees 

By my letter to you dated December 15, 1977, you were requested to 
complete a questionnaire to provide data for a study we are performinq 
on the reliability of standby diesel generators.  

Due to a clerical oversight, parts 6 and 7 of item Q on page 18 were 
omitted from the questionnaire sent to you. Please utilize the enclosed 
page 17 (the unchanged reverse side) and corrected page 18 in preparing 
your response.  

We regret any inconvenience this may cause you.  

Sincerely, 

eJ4.  
Karl R. Goller, Assistant Director 

for Operating Reactors 
Division of Operating Reactors

Enclosure: 
Pages 17 and 18 

cc w/enclosure: See next page

60

00 
Ho5
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2. Give usual time intervals as follows: 

a. Time from start-to-crank to first firing of any 
cylinder. seconds 

b. Time from start-to-crank to approximate full firing 
of all cylinders. seconds 

3. Give maximum speed surge when starting; use both tachome 
and frequency meter if possible.  

a. Usual conditions rpm 
Hz 

b. Maximum observed rpm 
Hz 

4. During a surveillance test, give time from start-to-cran 
to when steady 'synchronous speed is attained and maintai 

a. Usual seconds 

b. Maximum seconds 

c. As specified seconds.  

5. Give briefly the most troublesome problems in starting.  

a. Most troublesome 

b. Next to most troublesome .  

P. Air Cleaner or Air Filter - Combustion Air

1.

ter

k 
ned.

Combustion air source: taken from engine room or inside 
the building, or from outdoors? 

a. Indoors 

b. Outdoors
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2. Give type and make of air cleaners or air filters: 

a. Oil bath Make 

b. Oil wetted screen Make 

c. Paper Make 

d. Other M-lake 

e. Precleaner: Yes No 

3. Excessive air flow restriction and servicing need 

determined by? 

a. Instrument such as: 

manometer 

If other give type 

b. Personal judgement by appearance, etc.  
c. By smoking exhaust 

d. Time schedule 
e. Other (Specify) 

4. Are climatic extremes normally experienced such as: 

a. Air heavily loaded with water mist, high humidity 
and low temperature? Yes _ No 

b. Blowing sand and dust? Yes _ No 

c. Blowing snow (blizzards)? Yes No 

d. Other-Name 

5. Are climatic extremes potentially possible such as: 

a. Air heavily loaded with water mist, high humidity 
and low temperature? Yes _ No 

b. Blowing sand and dust? Yes No 

c. Blowing snow (blizzards)? Yes No 

d. Other-Name 

Q. Temperature Conditions 

1. Ambient outside hottest OF.  

2. Ambient outside coldest OF.  

3. Engine-generator room hottest OF.  

4. Engine-generator room coldest ____oF.  

5. Inside switch gear hottest 

6. Inside voltage regulator or ambient near voltage 
regulator hottest __ OF 

7. Ambient at exciter hottest OF



Docket No. 50-313

Arkansas Power & Light Company 
ATTN: Mr. William Cavanaugh, III 

Executive Director 
Generation and Construction 

Department 
P. 0. Box 551 
Little Rock, Arkansas 722U3 

cc: Phillip K. Lyon, Esquire 
House, Holms & Jewell 
1550 Tower Building 
Little Rock, Arkansas 72201 

Mr. Daniel H. Williams 
Manager, Licensing 
Arkansas Power & Light Company 
Post Office Box 551 
Little Rock, Arkansas 72203 

Mr. John W. Anderson, Jr.  
Plant Superintendent 
Arkansas Nuclear One 
Post Office Box 608 
Russellville, Arkansas 72801 

Arkansas Polytechnic College 
Russellville, Arkansas 72801



Docket Nos. 50-317 
and 50-318 

Baltimore Gas and Electric Company 
ATTN: Mr. A. E. Lundvall, Jr.  

Vice President - Supply 
P. 0. Box 1475 
Baltimore, Maryland 21203 

cc: James A. Biddison, Jr.  
General Counsel 
G and E Building 
Charles Center 
Baltimore, Maryland 21203 

Mr. R. C. L. Olson 
Baltimore Gas and Electric Company 
Room 922 - G and E Building 
Post Office Box 1475 
Baltimore, Maryland 21203 

Mr. R. M. Douglass, Chief Engineer 
Calvert Cliffs Nuclear Power Plant 
Baltimore Gas and Electric Company 
Lusby, Maryland 20657 

Bechtel Power Corporation 
ATTN: Mr. R. L. Ashley 

Chief Nuclear Engineer 
P. 0. Box 607 
Gaithersburg, Maryland 20760 

Combustion Engineering, Inc.  
ATTN: Mr. J. A. Honey 

Project Manager 
P. 0. Box 500 
Windsor, Connecticut 06095 

Calvert County Library, 
Prince Frederick, Maryland 20678



Docket No. 50-293

Boston Edison Company 
M/C NUCLEAR 
ATTN: Mr. G. Carl Andognini 
800 Boylston Street 
Boston, Massachusetts 02199 

cc: Mr. Paul J. McGuire 
Pilgrim Station Acting Manager 
Boston Edison Company 
RFD #1, Rocky Hill Road 
Plymouth, Massachusetts 02360 

Anthony Z. Roisman, Esquire 
Sheldon, Harmon & Roisman 
1025 15th Street, N. W., 5th Floor 
Washington, D. C. 20005 

Henry Herrmann, Esquire 
Massachusetts Wildlife Federation 
151 Tremont Street 
Boston, Massachusetts 02111 

Plymouth Public Library 
North Street 
Plymouth, Massachusetts 02360 

Docket No. 50-261 

Carolina Power & Light Company 
ATTN: Mr. J. A. Jones 

Senior Vice President 
336 Fayetteville Street 
Raleigh, North Carolina 27602 

cc: Hartsville Memorial Library 
Home and Fifth Avenue 
Hartsville, South Carolina 29550



Docket Nos. 50-325 
and 50-324 

Carolina Power & Light Company 
ATTN: Mr. J. A. Jones 

Executive Vice President 
336 Fayetteville Street 
Raleigh, North Carolina 27602 

cc: Richard E. Jones, Esquire 
Carolina Power & Light Company 
336 Fayetteville Street 
Raleigh, North Carolina 27602 

George F. Trowbridge, Esquire 
Shaw, Pittman, Potts & Trowbridge 
1800 .M Street, N. W.  
Washington, D. C. 20036 

John J. Burney, Jr., Esquire 
Burney, Burney, Sperry & Barefoot 
110 North Fifth Avenue 
Wilmington, North Carolina 28401 

Southport-Brunswick County Library 
109 West Moore Street 
Southport, North Carolina 28461 

Docket No. 50-10 

Commonwealth Edison Company 
ATTN: Mr. R. L. Bolger 

Assistant Vice President 
P. 0. Box 767 
Chicago, Illinois 60690 

cc: Mr. John W. Rowe 
Isham, Lincoln & Beale 
Counselors at Law 
One First National Plaza, 42nd Floor 
Chicago, Illinois 60603 

Mr. B. B. Stephenson 
Plant Superintendent 
Dresden Nuclear Power Station 
Rural Route #1 
Morris, Illinois 60450
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Docket Nos. 50-237 

and 50-249 

Commonwealth Edison Company 
ATTN: Mr. R. L. Bolger 

Assistant Vice President 
P. 0. Box 767 
Chicago, Illinois 60690 

cc: Morris Public Library 
604 Liberty Street 
Morris, Illinois 60451 

Docket Nos. 50-254 
and 50-265 

Commonwealth Edison Company 
ATTN: Mr. R. L. Bolger .  

Assistant Vice President 
P. 0. Box 767 
Chicago, Illinois 60690 

cc: Mr. D. R. Stichnoth 
President 
Iowa-I'linois Gas and 

Electric Company 
206 East Second Avenue 
Davenport, Iowa 52801 

Mr. Nick Kalivianakas 
Plant Superintendent 
Quad-Cities Nuclear Power Station 
22710 - 206th Avenue - North 
Cordova, Illinois 61242 

Moline Public Library 
504 - 17th Street 
Moline, Illinois 61265



Docket Nos. 50-295 
and 50-304 

Commonwealth Edison Company 
ATTN: Mr. R. L. Bolger 

Assistant Vice President 
Post Office Box 767 
Chicago, Illinois 60690 

cc: Mr. John W. Rowe 
Isham, Lincoln & Beale 
Counselors at Law 
One First National Plaza, 42nd Floor 
Chicago, Illinois 60603 

Robert J. Vollen, Esquire 
109 North Dearborn Street 
Chicago, Illinois 60602 

Dr. Cecil Lue-Hing 
Director of Research & Development 
Metropolitan Sanitary District 

of Greater Chicago 
100 East Erie Street 
Chicago, Illinois 60611 

Waukegan Public Library 
128 North County Street 
Waukegan, Illinois 60085 

Docket No. 50-213 

Connecticut Yankee Atomic Power Company 
ATTN: Mr. Donald C. Switzer 

President 
Post Office Box 270 
Hartford, Connecticut 06101 

cc: Day, Berry, & Howard 
Counselors at Law 
One Constitution Plaza 
Hartford, Connecticut 06103 

Russell Library 
119 Broad Street 
Middletown, Connecticut 16457



Docket Nos. 50-3 
and 50-24 7 

Consolidated Edison Company 
of New York, Inc.  

ATTN: Mr. William J. Cahill, Jr.  
Vice President 

4 Irving Place 
New York, New York 10003 

cc: Leonard M. Trosten, Esquire 
LeBoeuf, Lamb, Leiby & MacRae 
1757 N Street, N. W.  
Washington, D. C. 20036 

Paul S. Shemin, Esquire 
Assistant Attorney General 
State of New York 
Department of Law 
Two World Trade Center 
New York, New York 10047 

Sarah Chasis, Esquire 
Natural Resources Defense 

Council 
122 East 42nd Street 
New York, New York 10017 

Director, Technical Development 
Programs 

State of New York Energy Office 
Agency Building 2 
Empire State Plaza 
Albany, New York 12223 

White Plains Public Library 
100 Martine Avenue 
White Plains, New York 10601 

Docket No. 50-286 

Consolidated Edison Company 
of New York, Inc.  

ATTN: Mr. William J. Cahill, Jr.  
Vice President 

4 Irving Place 
New York, New York 10003 

cc: Admiral Paul Early (IP-3) 
Power Authority of the State 

of New York 
10 Columbus Circle 
New York, New York 10019 

White Plains Public Library 
100 Martine Avenue 
White Plains, New York 10601



Consumers Power Company 
ATTN: Mr. David A. Bixel 

Nuclear Licensing Adminstrator 
212 West Michigan Avenue 
Jackson, Michigan 49201 

cc: Charles F. Bayless 
Of Counsel 
Consumers Power Company 
212 West Michigan Avenue 
Jackson, Michigan 49201 

George C. Freeman, Jr., Esquire 
Hunton, Williams, Gay and Gibson 
700 East Main Street 
Richmond, Virginia 23212 

Peter W. Steketee, Esquire 
505 Peoples Building 
Grand Rapids, Michigan 49503 

Charlevoix Public Library 
107 Clinton Street 
Charlevoix, Michigan 49720 

Docket No. 50-255 

Consumers Power Company 
ATTN: Mr. Dave Bixel 

Nuclear Licensing Adminstrator 
212 West Michigan Avenue 
Jackson, Michigan 49201 

cc: M. I. Miller, Esquire 
Isham, Lincoln & Beale 
Suite 4200 
One First National Plaza 
Chicago, Illinois 60670 

J. L. Bacon, Esquire 
Consumers Power Company 
212 West Michigan Avenue 
Jackson, Michigan 49201 

Paul A. Perry, Secretary 
Consumers Power Company 
212 West Michigan Avenue 
Jackson, Michigan 49201 

Kalamazoo Public Library 
315 South Rose Street 
Kalamazoo, Michigan 49006 

Myron M. Cherry, Esquire 
Suite 4501 
One IBM Plaza 
Chicago, Illinois 60611



Docket No. 50-409

Dairyland Power Cooperative 
ATTN: Mr. John P. Madgett 

General Manager 
2615 East Avenue, South 
La Crosse, Wisconsin 54601 

cc: Fritz Schubert, Esquire 
Staff Attorney 
Dairyland Power Cooperative 
2615 East Avenue, South 
La Crosse, Wisconsin 54601 

0. S. Heistand, Jr., Esquire 
Morgan, Lewis & Bockius 
1800 M Street, N. W.  
Washington, D. C. 20036 

Mr. R. E. Shimshak 
LaCrjsse Boiling Water Reactor 
Dairyland Power Cooperative 
P. 0. Box 135 
Genoa, Wisconsin 54632 

La Crosse Public Library 
800 Main Street 
La Crosse, Wisconsin 54601



Docket No. 50-334

Duquesne Light Company 
ATTN: Mr. C. N. Dunn, Vice President 

Operations Division 
435 Sixth Avenue 
Pittsburge, Pennsylvania 15219 

cc: Karin Carter, Esq.  
Special Assistant Attorney General 
Bureau of Administrative Enforcement 
5th Floor, Executive House 
Harrisburg, Pennsylvania 17120 

Marvin Fein 
Utility Counsel 
City of Pittsburgh 
313 City-County Building 
Pittsburgh, Pennsylvania 15219 

Mr. J. M. Cumiskey 
Stone & Webster Engineering 

Corporation 
P. 0. Box 2325 
Boston, Massachusetts 02107 

Mr. J. D. Woodward 
R&D Center 
Westinghouse Electric Corporation 
Building 7-303 
Pittsburgh, Pennsylvania 15230 

Mr. Jack Carey 
Technical Assistant 
Duquesne Light Company 
P. 0. Box 4 
Shippingport, Pennsylvania 1507 

Mr. R. E. Martin 
Duquesne Light Company 
435 6th Avenue 
Pittsburgh, Pennsylvania 15219 

Beaver Area Memorial Library 
100 College Avenue 
Beaver, Pennsylvania 15009
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Docket Nos. 50-250 

and 50-251 

Florida Power & Light Company 
ATTN: Dr. Robert E. Uhrig 

Vice President 
P. 0. Box 013100 
Miami, Florida 33101 

cc: Mr. Jack R. Newman, Esquire 
Lowenstein, Newman, Reis & Axeirad 
1025 Connecticut Avenue, N. W.  
Suite 1214 
Washington, D. C. 20036 

Environmental & Urban Affairs Library 
Florida International University 
Miami, Florida 33199 

Docket No. 50-335 

Florida Power & Light Company 
ATTN: Dr. Robert E. Uhrig 

Vice President 
Nuclear and General Engineering 

Post Office Box 013100 
Miami, Florida 33101 

cc: Robert Lowenstein, Esquire 
Lowenstein, Newman, Reis & Axelrad 
1025 Connecticut Avenue, N. U.  
Washington, D. C. 20036 

Norman A. Coll, Esquire 
McCarthy, Steel, Hector & Davis 
14th Floor, First National Bank Building 
Miami, Florida 33131 

Indian River Junior College Library 
3209 Virginia Avenue 
Ft. Pierce, Florida 33450 

Docket No. 50-302 

Mr. W. P. Stewart 
Director, Power Production 
Florida Power Corporation 
P. 0. Box 14042, Mail Stop C-4 
St. Petesburg, Florida 33733 

cc: Mr. S. A. Brandimore 
Vice President and General Counsel 
P. 0. Box 14042 
St. Petersburg, Florida 33733 

Crystal River Public Library 
Crystal River, Florida 32629



Docket No. 50-321 

Georgia Power Company 
Oglethorpe Electric Membership Corporation 
Municipal Electric Association of Georgia 
City of Dalton, Georgia 
ATTN: Mr. Charles F. Whetmer 

Vice President - Engineering 
Georgia Power Company 

Atlanta, Georgia 30302 

cc: Ruble A. Thomas 
Vice President 
P. 0. Box 2625 
Southern Services, Inc.  
Birmingham, Alabama 35202 

Mr. Harry Majors 
Southern Services, Inc.  
300 Office Park 
Birmingham, Alabama 35202 

Mr. L. T. Gucwa 
Georgia Power Company 
Engineering Department 
P. 0. Box 4545 
Atlanta, Georgia 30302 

Mr. C. P. Moore 
Georgia Power Company 
Production Department 
P. 0. Box 4545 
Atlanta, Georgia 30302 

Appling County Public Library 
Parker Street 
Baxley, Georgia 31513



Docket No. 50-315 

Indiana & Michigan Electric Company 
Indiana & Michigan Power Company 
ATTN: Mr. John Tillinghast 

Vice President 
P. 0. Box 18 
Bowling Green Station 
New York, New York 10004 

cc: Mr. Robert Hunter 
Vice President 
American Electric Power Service 

Corporation 
2 Broadway 
New York, New York 10004 

Gerald Charnoff, Esquire 
Shaw, Pittman, Potts & Trowbridge 
1800 M Street, N. W.  
Washington, D. C. 20036 

Donald Cook Nuclear Plant 
ATTN: Mr. D. Shaller 

Plant Manager 
P. 0. Box 458 
Bridgman, Michigan 49106 

Mr. David Dinsmore Comey 
Executive Director 
Citizens for a Better Environment 
59 East Van Buren Street 
Chicago, Illinois 60605 

Maude Reston Palenske Memorial Library 
500 Market Street 
St. Joseph, Michigan 49085 

Docket No. 50-331 

Iowa Electric Light & Power Company 
ATTN: Mr. Duane Arnold 

President 
P. 0. Box 351 
Cedar Rapids, Iowa 52406 

cc: Cedar Rapids Public Library 
426 Third Avenue, S. E.  
Cedar Rapids, Iowa 52401



Docket No. 50-219

Jersey Central Power & Light Company 
ATTN: Mr. I. R. Finfrock, Jr.  

Vice President - Generation 
Madison Avenue at Punch Bowl Road 
Morristown, New Jersey 07960 

cc: Steven P. Russo, Esquire 
248 Washington Street 
P. 0. Box 1060 
Toms River, New Jersey 08753 

Jersey Central Power & Light Company 
ATTN: Mr. T. Gary Broughton 

Safety and Licensing Manager 
GPU Service Corporation 

260 Cherry Hill Road 
Parsippany, New Jersey 07054 

Honorable Joseph W. Ferraro, Jr.  
Deputy Attorney General 
State of New Jersey 
Department of Law & Public Safety 
Consumer Affairs Section 
1100 Raymond Boulevard 
Newark, New Jersey 07102 

Ocean County Library 
Brick Township Branch 
401 Chambers Bridge Road 
Brick Town, New Jersey 08723



Docket No. 50-289

Metropolitan Edison Company 
ATTN: Mr. J. G. Herbein 

Vice President 
P. 0. Box 542 
Reading, Pennsylvania 19603 

cc: GPU Service Corporation 
Richard W. Heward, Project Manager 
Mr. T. Gary Broughton, Safety and 

Licensing Manager 
260 Cherry Hill Road 
Parsippany, New Jersey 07054 

Pennsylvania Electric Company 
Mr. R. W. Conrad 
Vice President, Generation 
1001 Broad Street 
Johnstown, Pennsylvania 15907 

Miss Mary V. Southard, Chairman 
Citizens for a Safe Environment 
P. 0. Box 405 
Harrisburg, Pennsylvania 17108 

Government Publications Section 
State Library of Pennsylvania 
Box 1601 (Education Building) 
Harrisburg, Pennsylvania 17126



Docket No. 50-298

Nebraska Public Power District 
ATTN: Mr. J. M. Pilant, Director 

Licensing and Quality Assurance 
P. 0. Box 499 
Columbus, Nebraska 68601 

cc: Mr. G. D. Watson, General Counsel 
Nebraska Public Power District 
P. 0. Box 499 
Columbus, Nebraska 68601 

Mr. Arthur C. Gehr, Attorney 
Snell & Wilmer 
400 Security Building 
Phoenix, Arizona 85004 

Cooper Nuclear Station 
ATTN: Mr. L. Lessor 

Station Superintendent 
P. 0. Box 98 
Brownville, Nebraska 68321 

Auburn Public Library 
118 - 15th Street 
Auburn, Nebraska 68305 

Docket No. 50-220 

Niagara Mohawk Power Corporation 
ATTN: Mr. D. P. Dise 

Vice President - Engineering 
300 Erie Boulevard West 
Syracuse, New York 13202 

cc: Eugene B. Thomas, Jr., Esquire 
LeBoeuf, Lamb, Leiby & MacRae 
1757 N Street, N. W.  
Washington, D. C. 20036 

Oswego County Office Building 
46 E. Bridge Street 
Oswego, New York 13126



S 0 
Docket Nos. 50-245 

and 50-336 

Northeast Nuclear Energy Company 
ATTN: Mr. D. C. Switzer 

President 
P. 0. Box 270 
Hartford, Connecticut 06101 

cc: William H. Cuddy, Esquire 
Day, Berry & Howard 
Counselors at Law 
One Constitution Plaza 
Hartford, Connecticut 06103 

Northeast Nuclear Energy Company 
ATTN: Superintendent 

Millstone Plant 
P. 0. Box 128 
Waterford, Connecticut 06385 

Waterford Public Library 
Rope Ferry Road, Route 156 
Waterford, Connecticut 06385 

Docket Nos. 50-282 
and 50-306 

Northern States Power Company 
ATTN: Mr. L. 0. Mayer, Manager 

Nuclear Support Services 
414 Nicol-let Mall - 8th Floor 
Minneapolis, Minnesota 55401 

cc: Mr. F. P. Tierney 
Plant Manager 
Prairie Island Nuclear Generating Plant 
Northern States Power Company 
Route 2 
Welch, Minnesota 55089 

Jocelyn F. Olson, Esquire 
Special Assistant Attorney General 
Minnesota Pollution Control Agency 
1935 West County Road B-2 
Roseville, Minnesota 55113 

Mr. Robert L. Nybo, Jr., Chairman 
Minnesota-Wisconsin Boundary Area Commission 
619 Second Street 
Hudson, Wisconsin 54016 

The Environmental Conservation Library 
Minneapolis Public Library 
300 Nicollpt Mall 
Minneapolis, Minnesota 55401



Docket No. 50-263 

Northern States Power Company 
ATTN: Mr. L. 0. Mayer, Manager 

Nuclear Support Services 
414 Nicollet Mall - 8th Floor 
Minneapolis, Minnesota 55401 

cc: Arthur Renquist, Esquire 
Vice President - Law 
Northern States Power Company 
414 Nicollet Mall 
Minneapolis, Minnesota 55401 

Mr. L. R. Eliason 
Plant Manager 
Monticello Nuclear Generating Plant 
Northern States Power Company 
Monticello, Minnesota 55362 

Russell J. Hatling, Chairman 
Minnesota Environmental Control 

Citizens Association (MECCA) 
Energy Task Force 
144 Melbourne Avenue, S. E.  
Minneapolis, Minnesota 55414 

Mr. Kenneth Dzugan 
Environmental Planning Consultant 
Office of City Planner 
Grace Building 
421 Wabasha Street 
St. Paul, Minnesota 55102 

Sandra S. Gardebring 
Executive Director 
Minnesota Pollution Control Agency 
1935 W. County Road B2 
Roseville, Minnesota 55113 

Mr. Steve Gadler 
2120 Carter Avenue 
St. Paul, Minnesota 55108 

The Environmental Conservation Library 
Minneapolis Public Library 
300 Nicol let Mall 
Minneapolis, Minnesota 55401



Docket No. 50-285 

Omaha Public Power District 
ATTN: Mr. Theodore E. Short 

Division Manager - Production Operations 
1623 Harney Street 
Omaha, Nebraska 68102

cc: Margaret R. A.  
LeBoeuf, Lamb, 
1757 N Street, 
Washington, D.

Pardis 
Leiby & MacRae 
N. W.  
C. 20036

Blair Public Library 
1665 Lincoln Street 
Blair, Nebraska 68008



Docket Nos. 50-277 
and 50-278 

Philadelphia Electric Company 
ATTN: Mr. Edward S. Bauer, Jr., Esquire 

Vice President and General Counsel 
2301 Market Street 
Philadelphia, Pennsylvania 19101 

cc: Eugene Bradley 
Philadelphia Electric Company 
Assistant General Counsel 
2301 Market Street 
Philadelphia, Pennsylvania 19101 

Troy B. Conner, Jr.  
1747 Pennsylvania Avenue, N. W.  
Washington, D. C. 20006 

Raymrnd L. Hovis, Esquire 
35 South Duke Street 
York, Pennsylvania 17401 

Warren K. Rich, Esquire 
Assistant Attorney General 
Department of Natural Resources 
Annapolis, Maryland 21401 

Philadelphia Electric Company 
ATTN: Mr. W. T. Ullrich 

Peach Bottom Atomic 
Power Station 

Delta, Pennsylvania 17314 

Martin Memorial Library 
159 E. Market Street 
York, Pennsylvania 17401 

Mr. M. J. Cooney, Superintendent 
Generation Division - Nuclear 
Philadelphia Electric Company 
2301 Market Street 
Philadelphia, Pennsylvania 19101



Docket No. 50-344

Portland General Electric Company 
ATTN: Mr. Charles Goodwin, Jr.  

Assistant Vice President 
621 SW Alder Street 
Portland, Oregon 97205 

cc: Mr. H. H. Phillips 
Portland General Electric Company 
621 Southwest Alder Street 
Electric Building 
Portland, Oregon 97205 

Warren Hastings, Esquire 
Phillips, Coughlin, Buell 

Stoloff and Black 
807 Electric Building 
Portland, Oregon 97205 

Mr. J. L. Frewing, Manager 
Generation Licensing and Analysis 
Portland General Electric Company 
621 Southwest Alder Street 
Portland, Oregon 97205 

Columbia County Courthouse 
Law Library, Circuit Court Room 
St. Helens, Oregon 97051



Docket No. 50-333

Power Authority of the State 
of New York 

ATTN: Mr. George T. Berry 
General Manager and 

Chief Engineer 
10 Columbus Circle 
New York, New York 10019 

cc: Lewis R. Bennett, General Counsel 
Power Authority of the State of New York 
10 Columbus Circle 
New York, New York 10019 

Rear Admiral Paul J. Early 
Assistant Chief Engineer - Projects 
Power Authority of the State of New York 
10 Columbus Circle 
New York, New York 10019 

Manager-Nuclear Operations 
Power Authority of the State of New York 
10 Columbus Circle 
New York, New York 10019 

J. D. Leonard, Jr., Resident Manager 
James A. FitzPatrick Nuclear Power Plant 
P. 0. Box 41 
Lycoming, New York 13093 

Lex K. Larson, Esq.  
LeBoeuf, Lamb, Leiby and MacRae 
1757 N Street, N. W.  
Washington, D. C. 20036 

Director, Technical Development 
Programs 

State of New York Energy Office 
Agency Building 2 
Empire State Plaza 
Albany, New York 12223 

Scott B. Lilly, General Counsel 
Power Authority of the State of New York 
10 Columbus Circle 
New York, New York 10019 

Oswego County Office Building 
46 E. Bridge Street 
Oswego, New York 13126



Docket No. 50-272

Public Service Electric & Gas Company 
ATTN: Mr. R. P. Librizzi 

General Manager - Electric Production 
Production Department 
80 Park Place, Room 7221 
Newark, New Jersey 07101 

cc: Richard Frylinq, Jr., Esquire 
Assistant General Counsel 
Public Service Electric & Gas Conpany 
80 Park Place 
Newark, New Jersey 07101 

Troy B. Conner, Jr., Esquire 
1747 Pennsylvania Avenue, N. W.  
Washington, D. C. 20006 

Gene Fisher 
Bureau Chief 
Bureau of Radiation Protection 
380 Scotts Road 
Trenton, New Jersey 08628 

State House Annex 
ATTN: Deputy Attorney General 
State of New Jersey 
36 West State Street 
Trenton, New Jersey 08625 

Attorney General 
Department of Law & Public Safety 
State House Annex 
Trenton, New Jersey 08625 

Public Service Electric & Gas Company 
ATTN: Herbert J. Heller 

Manager, Salem Nuclear Generating 
Station 

Hancocks Bridge, New Jersey 08033 

Salem Free Library 
112 West Broadway 
Salem, New Jersey 08079 

Public Service Electric & Gas Company 
ATTN: D. L. Mittl 

General Manager - Licensing 
and Environment 

80 Park Place 
Newark, New Jersey 07101



Docket No. 50-244 

Rochester Gas & Electric Corporation 
ATTN: Mr. Leon D. White, Jr.  

Vice President 
Electric and Steam Production 

89 East Avenue 
Rochester, New York 14604 

cc: Lex K. Larson, Esquire 
LeBoeuf, Lamb, Leiby & MacRae 
1757 N Street, N. W.  
Washington, D. C. 20036 

Mr. Michael Slade 
1250 Crown Point Drive 
Webster, New York 14580 

Rochester Committee for 
Scientific Information 

Robert E. Lee, Ph.D 
Post Office Box 5236 
River Campus Station 
Rochester, New York 14627 

Jeffrey Cohen 
New York State Energy Office 
Swan Street Building 
Core 1, Second Floor 
Empire State Plaza 
Albany, New York 12223 

Rochester Public Library 
115 South Avenue 
Rochester, New York 14627 

Docket No. 50-312 

Sacramento Municipal Utility District 
ATTN: Mr. J. J. Mattimoe 

Assistant General Manager 
and Chief Engineer 

6201 S Street 
P. 0. Box 15830 
Sacramento, California 95813 

cc: David S. Kaplan, Secretary and 
General Counsel 

6201 S Street 
P. 0. Box 15330 
Sacramento, California 95813 

Business and Municipal Department 
Sacramento City-County Library 
828 I Street 
Sacramento, California 95814



Docket No. 50-206 

Southern California Edison Company 
ATTN: Mr. James H. Drake 

Vice President 
2244 Walnut Grove Avenue 
Post Office Box 800 
Rosemead, California 91770 

cc: Rollin E. Woodbury, Vice President 
and General Counsel 

Southern California Edison Company 
Post Office Box 800 
Rosemead, California 91770 

Chickering & Gregory, General Counsel 
ATTN: C. Hayden Ames, Esquire 
San Diego Gas & Electric Company 
111 Sutter Street 
San Francisco, California 94104 

Mission Viejo Branch Library 
24851 Chrisanta Drive 
Mission Viejo, California 92676 

Docket Nos. 50-259 
50-260 

and 50-296 

Tennessee Valley Authority 
ATTN: Mr. Godwin Williams, Jr.  

Manager of Power 
818 Power Building 
Chattanooga, Tennessee 37201 

cc: H. S. Sanger, Jr., Esquire 
General Counsel 
Tennessee Valley Authority 
400 Commerce Avenue 
E 11B 33 C 
Knoxville, Tenessee 37902 

Mr. D. McCloud 
Tennessee Valley Authority 
303 Power Building 
Chattanooga, Tennessee 37401 

Mr. William E. Garner 
Route 4, Box 354 
Scottsboro, Alabama 35768 

Athens Public Library 
South and Forrest 
Athens, Alabama 35611 

Mr. C. S. Walker 
Tennessee Valley Authority 
400 Commerce Avenue 
W 9D199 C 
Knoxville, Tennessee 37902



Docket Nos. 50-280 
and 50-281 

Virginia Electric & Power Company 
ATTN: Mr. W. L. Proffitt 

Senior Vice President - Power 
P. 0. Box 26666 
Richmond, Virginia 23261 

cc: Michael W. Maupin, Esq.  
Hunton, Williams, Gay & Gibson 
P. 0. Box 1535 
Richmond, Virginia 23213 

Swem Library 
College of William & Mary 
Williamsburg, Virginia 23185 

Docket Nos. 50-266 
and 50-301 

Wisconsin Electric Power Company 
Wisconsin Michigan Power Company 
ATTN: Mr. Sol Burstein 

Executive Vice President 
231 West Michigan Street 
Milwaukee, Wisconsin 53201 

cc: Mr. Arthur M. Fish 
Document Department 
University of Wisconsin 

Stevens Point Library 
Stevens Point, Wisconsin 54481 

Docket No. 50-305 

Wisconsin Public Service Corporation 
ATTN: Mr. E. W. James 

Senior Vice President 
Post Office Box 1200 
Green Bay, Wisconsin 54305 

cc: Steven E. Keane, Esquire 
Foley, Sammond & Lardner 
777 East Wisconsin Avenue 
Milwaukee, Wisconsin 53202 

Bruce W. Churchill, Esquire 
Shaw, Pittman, Potts & Trowbridge 
1800 M Street, N. W.  
Washington, D. C. 20036 

Kewaunee Public Library 
314 Milwaukee Street 
Kewaunee, Wisconsin 54216
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Docket No. 50-29 

Yankee Atomic Electric Company 
ATTN: Mr. Robert H. Groce 

Licensing Engineer 
20 Turnpike Road 
Westboro, Massachusetts 01581 

cc: Mr. Donald G. Allen, President 
Yankee Atomic Electric Company 
20 Turnpike Road .  
Westboro, Massachusetts 01581 

Greenfield Public Library 
40 Main Street 
Greenfield, Massachusetts 01581
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Docket No. 50-271 

Yankee Atomic Electric Company 
ATTN: Mr. Robert H. Groce 

Licensing Engineer 
20 Turnpike Road 
Westboro, Massachusetts 01581

cc: Mr. S. D. Karpyak 
Vermont Yankee Nuclear 

Power Corporation 
77 Grove Street 
Rutland, Vermont 05701 

Mr. Donald E. Vandenburgh 
Vice President 
Vermont Yankee Nuclear 
Power Corporation 

Turnpike Road, Route 9 
Westboro, Massachusetts 01581 

Gregor I. McGregor, Esq.  
Assistant Attorney General 
Department of the Attorney General 
State House, Room 370 
Boston, Massachusetts 02133 

Richard E. Ayres, Esq.  
Natural Resources Defense Council 
917 - 15th Street, N. W.  
Washington, D. C. 20005 

Honorable M. Jerome Diamond 
Attorney General 
John A. Calhoun 
Assistant Attorney General 
State of Vermont 
109 State Street 
Pavilion Office Building 
Montpelier, Vermont 05602 

Brooks Memorial Library 
224 Main Street 
Brattleboro, Vermont 05301 

John R. Stanton, Director 
Radiation Control Agency 
Hazen Drive 
Concord, New Hampshire 03301 

John W. Stevens 
Conservation Society of 

Southern Vermont 
P. 0. Box 256 

-Townshend, Vermont 05353

Mr. David M. Scott 
Radiation Health Engineer 
Agency of Human Services 
Division of Occupational Health 
P. . Box 607 
Barre, Vermont 05641 

New England Coalition on 
Nuclear Pollution 

Hill and Dale Farm 
West Hill - Faraway Road 
Putney, Vermont 05346

Public Service Board 
State of Vermont 
120 State Street 
Montpelier, Vermont 05602



Docket No. 50-309

Yankee Atomic Electric Company 
ATTN: Mr. Robert H. Groce 

Licensing Engineer 
20 Turnpike Road 
Westboro, Massachusetts 01581 

cc: Mr. E. W. Thurlow, President 
Maine Yankee Atomic Power Company 
9 Green Street 
Augusta, Maine 04330 

Mr. Donald E. Vandenburgh 
Vice President - Engineering 
Yankee Atomic Electric Company 
20 Turnpike Road 
Westboro, Massachusetts 01581 

John A. Ritsher, Esquire 
Ropes & Gray 
225 Franklin Street 
Boston, Massachusetts 02110 

Mr. John M. R. Paterson 
Assistant Attorney General 
State of Maine 
Augusta, Maine 04330 

Harold P. Green, Esquire 
Suite 1000 
The Watergate 
600 New Hampshire Avenue, N. W.  
Washington, D. C. 20037 

Mr. Nicholas Barth 
Executive Director 
Sheepscot Valley Conservation 

Association, Inc.  
P. 0. Box 125.  
Alna, Maine 04535 

Wiscasset Public Library Association 
High Street 
Wiscasset, Maine 04578 

Mr. Robert R. Radcliffe 
Office of Energy Resources 
55 Capitol Street 
Augusta, Maine 04330 

Mrs. Cali Hollander, President 
SAFE POWER FOR MAINE 
Stockton Springs, Maine 04981
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