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EVENT DESCRIPTION AND PROSA8L CCNSEQUENCES 

o During normal operation reactor water cleanup system to main condenser 

03 ailcontrol valve CV-2729 developed a body leak. The leak was spraying water 

jon electrical equipment which resulted in the Reactor Water Cleanup (RWC 

IU) System isolating. Reactor water conductivity sampling was shifted 

1to the reactor recirculation system sample point in order to satisfy th 

o 7] e sampling requirements of Technical Specification 3.6.B.3.a. No previo 

SIus similar occurrences have been recorded.  
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10IThe leak was caused by high-velocity water flow throuah the valve'which 

11 resulted in a hole being eroded in-the valvp- hody Thp- valVp hnody wa 

'. weld repaired and hydrostatically tested with satisfactory results. T 

I he valve was manufactured-by ACF-Industries. A replacement valve -will 

[ Ibe installed during the-198). refueling outage.  
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