
Pressurizer Level Control

Chapter 6 2Chapter 6.2



Objectives

1. State the purpose of the pressurizer 
level control system (PLCS).

2 Li t th f h PLCS i t2. List the purpose of each PLCS input.

3. Explain the reason pressurizer level is 
programmed.



Objectives (continued)

4. List the devices that are controlled by 
pressurizer level.

5 E l i th f th i5. Explain the purpose of the pressurizer 
low level interlock.



Purpose of PLCS

1. Accommodates the change to RCS 
volume

2. Supply signals for indications, alarms, 
and control



Figure 6.2-1 Pressurizer Level Program

60%
(216")

500

600

700

800

900

1000

LE
V

E
L 

C
U

B
IC

 F
E

E
T

40%
(144")

0

100

200

300

400

500

P
R

E
S

S
U

R
IZ

E
R

 L

15%
30 40 50 60 70 80 90 100%

532°F 538°F
PERCENT FULL POWER

Tavg 572.5°F

0% 10 20





Figure 6.2-3 Control System Actions
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