
 
September 14, 2011 

 
Mr. William E. Bonzer, Reactor Manager 
Missouri University of Science and Technology 
Nuclear Reactor Facility 
1870 Miner Circle 
Rolla, MO 65409-0630 
 
SUBJECT: MISSOURI UNIVERSITY OF SCIENCE AND TECHNOLOGY - NRC ROUTINE 

INSPECTION REPORT NO.:  50-123/2011-201 
 
Dear Mr. Bonzer: 
 
On August 15-18, 2011, the U.S. Nuclear Regulatory Commission (NRC, the Commission) 
conducted an inspection at your Nuclear Reactor Facility (Inspection Report No.  
50-123/2011-201).  The enclosed report documents the inspection results, which were 
discussed on August 18, 2011 with you and members of your staff. 
 
Areas examined during the inspection are identified in the report.  Within these areas, the 
inspection consisted of selective examinations of procedures and representative records, 
interviews with personnel, and observations of activities in progress.  Based on the results of 
this inspection, no safety concerns or non-compliances with NRC requirements were identified.  
No response to this letter is required. 
 
In accordance with Title 10 of the Code of Federal Regulations 2.390, “Public inspections, 
exemptions, and requests for withholding,” a copy of this letter and its enclosure will be 
available electronically for public inspection in the NRC Public Document Room or from the 
Publicly Available Records (PARS) component of NRC’s document system (Agencywide 
Documents Access and Management System (ADAMS)).  ADAMS is accessible from the NRC 
Web site at (the Public Electronic Reading Room) http://www.nrc.gov/reading-rm/adams.html. 
 
If you have any questions concerning this inspection, please contact Mike Morlang at  
301-415-4092 or Gary.Morlang@nrc.gov. 
 

Sincerely, 
/RA/ 
 
Johnny H. Eads, Jr. Chief 
Research and Test Reactors Oversight Branch  
Division of Policy and Rulemaking 
Office of Nuclear Reactor Regulation 
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Dr. Samuel Frimpong, Chair 
Mining and Nuclear Engineering Department 
226 McNutt Hall 
Missouri University of Science and Technology 
Rolla, MO  65409-0450 
 
Homeland Security Coordinator 
Missouri Office of Homeland Security 
P.O. Box 749 
Jefferson City, MO  65102 
 
Planner, Dept of Health and Senior Services  
Section for Environmental Public Health 
912 Wildwood Drive, P.O. Box 570 
Jefferson City, MO 65102-0570 
 
Deputy Director for Policy 
Department of Natural Resources 
1101 Riverside Drive 
Fourth Floor East 
Jefferson City, MO 65101 
 
A-95 Coordinator 
Division of Planning 
Office of Administration 
P.O. Box 809 
State Capitol Building 
Jefferson City, MO  65101 
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EXECUTIVE SUMMARY 

 
Missouri University of Science and Technology 

Report No.: 50-123/2011-201 
 

The primary focus of this routine, announced inspection, was the on-site review of selected 
aspects of the licensee’s Class II research reactor facility safety program including operating 
logs and records, requalification training, surveillance and limiting conditions for operations, 
emergency planning, maintenance logs and records and fuel handling logs and records.  The 
licensee’s programs were acceptably directed toward the protection of public health and safety, 
and in compliance with NRC requirements. 
 
Operations Logs and Records 
 
$ Operating logs and records were being maintained in accordance with Technical 

Specification (TS) Section 6.8, Records. 
 
Requalification Training 
 
$ The licensee’s reactor operator requalification program was found to be effectively 

implemented pursuant to Title 10 of the Code of Federal Regulations Part 55. 
 
Surveillance and Limiting Conditions for Operation 
 
$ The licensee was complying with the TS requirements pertaining to surveillance and 

limiting conditions for operation. 
 
Emergency Planning 
 
$ The emergency preparedness program was being implemented and conducted in 

accordance with the facility Emergency Plan. 
 
Maintenance Logs and Records 
 
$ The licensee was meeting TS requirements pertaining to preventative and corrective 

maintenance of equipment. 
 
Fuel Handling Logs and Records 
 
$ The licensee was conducting fuel handling activities and maintaining records in a 

manner consistent with regulatory and license requirements.
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REPORT DETAILS 

 
 
 
Summary of Plant Status 
 
The Missouri University of Science and Technology 200 kW pool-type research reactor 
continues to be operated in support of graduate and undergraduate instruction, laboratory 
experiments, reactor operator training, and various forms of research.  During the 
inspection, the inspector observed the conduct of the pre-startup checklist, a reactor startup, 
and a reactor shut down. 
 
1. Operations Logs and Records 
 

a. Inspection Scope (IP 69001) 
 

The inspector reviewed the following reactor operations records to ensure 
compliance with the requirements of technical specification (TS) Section 6.8, 
Records: 
 
• MSTR SOP-102, Pre-Startup Checklist dated January 21, 2011, from July 

6, 2009 to present 
$ Reactor Console Logbook #16, from May 21, 2009 to present 
$ MSTR SOP-105, Reactor Shutdown Checklist, Rev. April 14, 1998 
$ MSTR SOP-107, Permanent Hourly Logs and Operational Data, Rev.     
 January 3, 2008, July 9,2009 to present   
$ MSTR Annual Progress Report April 1, 2009 to March 31, 2010 
$ MSTR Annual Progress Report April 1, 2010 to March 31, 2011 
$          MSTR Technical Specifications dated March 30, 2009 

 
b. Observations and Findings 

 
As indicated above procedures covering reactor operations were being updated 
on a routine basis.  Reactor operations were carried out following written 
procedures and TS requirements.  The inspector reviewed the logs and records 
related to reactor operations and they indicated that TS operational limits had not 
been exceeded.  The inspector observed the licensee complete the pre-startup 
checklist, startup the reactor to 10 watts and shutdown the reactor.   

 
c. Conclusions 

 
Operating logs and records were being maintained in accordance with TS 
Section 6.8, Records. 
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2. Requalification Training 
 

a. Inspection Scope (IP 69001) 
 

The inspector reviewed the following to ensure that Title 10 of the Code of 
Federal Regulations (10 CFR) Part 55 requirements for reactor operator 
requalification were being met: 

 
$ Reactor Console Logbook #16, from May 21, 2009 to present 
• Operator Requalification Program for the University of Missouri-Rolla 

Reactor, Rev. 3, August 20, 2004 
• MSTR Requalification Files for Individual Operators 
• 2010 MSTR Operator's Requalification Test 
• 2010 & 2011 Reactor Operator's Requalification Sheets  
• MSTR file of Operator Form NRC-396 for 2010 
$          MSTR Technical Specifications dated March 30, 2009 
•  

 
b. Observations and Findings 

 
There were four U.S. Nuclear Regulatory Commission (NRC) licensed senior 
reactor operators (SROs), and two reactor operators (RO) at the facility.  The 
Requalification Program was maintained up-to-date and the licenses were 
current.  A review of the logs and records showed that training was being 
conducted in accordance with the licensee's NRC-approved requalification and 
training program.  Individual operator records showed that the required quarterly 
reactor operations, reactivity manipulations, and other operations activities were 
being documented as required.  As only one SRO had a license longer than two 
years there was only one biennial written exam conducted.  The inspector 
reviewed the biennial medical examinations for all licensed personnel. 

 
c. Conclusions 

 
Operator requalification was up-to-date and was being performed as required by 
the MSTR Reactor Operator Requalification Program. 
 
 

3.  Surveillance and Limiting Conditions for Operation 
 

a. Inspection Scope (IP 69001) 
 

The inspector reviewed sections of the following documents to verify that periodic 
surveillance tests stipulated in TS Section 4.0 and limited conditions for operation 
specified in TS Section 3.0 were being met: 
 
$ Reactor Facility Monthly Surveillance Status Report, July  2009 to June 

2011 
$ MSTR SOP 800, Semi-Annual Checklist, dated May 16, 2008 for 2010 

and 2011 
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• MSTR SOP 810, Weekly Checks, Rev. February 21, 2011 for 2010 and 
2011 

$ Reactor Console Logbook #16, from May 21, 2009 to present 
$ MSTR Annual Progress Report April 1, 2009 to March 31, 2010 
$ MSTR Annual Progress Report April 1, 2010 to March 31, 2011 
$          MSTR SOP-806, Temperature Channel, Rev. April 4, 1994 
$          MSTR SOP-803. Annual Calibrations, Rev. December 17, 2009 
$          MSTR SOP-804, Safety Amplifier System, Rev. December 20, 2010 
$          MSTR SOP-816, Power Calibration, Rev. August 30, 1988 
$          MSTR SOP-813, Rod Drop Time Measurement, Rev. March 20, 1992 

  
 b. Observations and Findings 
 

The inspector reviewed surveillance procedures and operating records that 
documented reactor operations had been conducted in accordance with the 
limiting conditions for operation specified in TS Section 3.0 and that surveillance 
had been done in compliance with TS Section 4.0 requirements.  Records were 
organized and were maintained in accordance with the administrative 
requirements.  Logs and records were clear and easily retrievable and provided 
an accurate characterization of licensed activities.  The licensee had a detailed 
schedule of surveillance requirements that aided in completion of the various 
requirements.    

 
c. Conclusions 

 
The licensee was complying with the TS requirements pertaining to surveillance 
and limiting conditions for operation. 

 
 
4. Emergency Planning 
 

a. Inspection Scope (IP 69001) 
 

To verify that the licensee was implementing and complying with the NRC 
approved Emergency Plan for the MSTR, the inspector reviewed selected 
aspects of: 

 
• MSTR Emergency Plan (E-Plan) Rev. 6, dated December 30, 1994 
• E-Plan semester Evacuation Drill records for 2009 and 2010 
• Emergency Box Inventory for 2009 through 2011 
• MSTR SOP-501, Emergency Procedures for Reactor Building 

Evacuation, Rev. December 10, 2009 
• MSTR SOP-502. Emergency Procedures for an Unusual Event, Rev. 

December 28, 1994 
• MSTR SOP-503, Emergency Procedures for an Alert, Rev. December 28, 

1994 
• MSTR SOP-504, Emergency Procedures for a Site Area Emergency, 

Rev. December 28, 1994 
• MSTR SOP-506, Emergency Procedure for Bomb Threats, Rev. 
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December 28, 1994 
• MSTR SOP-507, Emergency Procedures - Administrative 

Responsibilities, Rev. January 3, 2008 
• MSTR SOP-508, Emergency Procedure for Tornado Threat, Rev. May 

13, 1999 
• MSTR SOP-509, Emergency Procedure for a Fire, Rev. April 7, 1998 
• MSTR SOP-510, Emergency Procedure for Earthquake. Rev. December 

28, 1994 
• Mutual Aid and Assistance Agreement between Phelps County Regional 

Medical Center, Rolla Fire Department and Missouri University of Science 
and Technology dated June 25, 2009 

 
b. Observations and Findings 

 
Section 10 of the MSTR E-Plan requires that building evacuation drills be held 
each regular semester.  The inspector reviewed evacuation drill records, annual 
table top discussion minutes and training records to verify that E-Plan required 
annual emergency response training was conducted.  The inspector confirmed 
that notification procedures and phone numbers were current and posted.  E-
Plan support agreements with off-site response organizations were current.   

  
The inspector visited the local Fire Department with the licensee and was given a 
tour of the hazardous material emergency response equipment to be used in the 
event of a radiological emergency at the MSTR.  Through interviews with the Fire 
Department Training Coordinator and the Fire Chief the inspector confirmed that 
FD emergency response personnel on all shifts had received annual training. 

 
c. Conclusions 

 
The emergency preparedness program was being implemented and conducted 
in accordance with the facility E-Plan. 
 
 

5. Maintenance Logs and Records 
 
a. Inspection Scope (IP 69001) 

 
To verify compliance with maintenance procedure requirements of TS Section 
6.4 (5) and maintenance record requirements of TS Section 6.8.1(2), the 
inspector reviewed: 
 
• Surveillance file for 2009, 2010 and 2011 
• Equipment Discrepancy Report files for 2009, 2010 and 2011 
• Permanent Logbook #16, May 21, 2009 to present 
$ MSTR Annual Progress Report April 1, 2009 to March 31, 2010 
$ MSTR Annual Progress Report April 1, 2010 to March 31, 2011 

 
b. Observations and Findings 
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The licensee maintained a detailed equipment deficiency file subdivided by 
individual system such as rod drives, safety systems and pneumatic systems.  
The detail of the entries allowed immediate retrieval of important information 
such as part numbers.  Preventative maintenance was well controlled and 
documented in the Surveillance files and the Permanent Logbooks.  The number 
of entries in the log books showed a continuous maintenance effort required to 
keep older equipment operational. 

  
c. Conclusions 

 
Maintenance records and performance satisfied TS and procedural 
requirements.  

 
 
6. Fuel Handling Logs and Records  
 

a. Inspection Scope (IP 69001) 
 

To verify compliance with regulatory and license requirements the inspector 
reviewed:  
 
$          MSTR SOP-207, Fuel Handling, Rev. February 6, 1997 
$ MSTR SOP-112, Fuel Management, Rev. February 6, 1997 
$ Reactor Console Logbook #16 entries regarding fuel movements on 

August 5, 2009, June 19, 2010, and July 28, 2011  
$          MSTR Annual Progress Report April 1, 2009 to March 31, 2010 
$          MSTR Annual Progress Report April 1, 2010 to March 31, 2011 
$          Core Loading and Fuel Rack Maps posted in the reactor bay 

 
b. Observations and Findings 

 
The inspector reviewed records of fuel movements that were done on the dates 
specified above.  These fuel movements were part of the procedure for control 
rod inspection.  The fuel transfer forms which are part of the standard procedure 
were verified against the console log and the core maps for accuracy.  Serial 
numbers were verified during fuel moves and a physical inventory was completed 
following completion of the fuel moves. 

 
c. Conclusion 

 
The licensee was conducting fuel handling activities and maintaining records in a 
manner consistent with regulatory and license requirements. 
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7. Exit Interview 
 

The inspection scope and observations were summarized on August 18, 2011 with 
members of licensee management and staff.  The inspector described the areas 
inspected and discussed in detail the inspection findings.  No dissenting comments were 
received from the licensee.  
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PARTIAL LIST OF PERSONS CONTACTED 
 
 
R. Bono  Director of Environmental Health and Safety and Radiation Safety Officer 
W. Bonzer  Reactor Manager 
M. Henry   Senior Administrative Assistant, Missouri University of Science and 

Technology  
C. Reisner,   Senior Reactor Operator 
R. Smith  Training Officer, RFD 
R. Williams  Chief, RFD 
 
 
 INSPECTION PROCEDURE (IP) USED 
 
IP 69001  Class II Non-Power Reactors  
 
 
 ITEMS OPENED, CLOSED, AND DISCUSSED 
 
Open 
 
None 
  
Closed 
 
None 
 
Discussed 
 
None 
 
 
 PARTIAL LIST OF ACRONYMS USED 
 
CFR Code of Federal Regulations 
E-Plan Emergency Plan 
IP  Inspection Procedure 
MSTR Missouri University of Science and Technology Reactor 
NRC Nuclear Regulatory Commission  
Rev Revision 
RFD Rolla Fire Department 
RO Reactor Operator 
SOP  Standard Operating Procedure 
SRO Senior Reactor Operator 
TS  Technical Specification 
 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


