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NORTHERN SATES POWER COMPANY 

MINNEAPOLIG. MINNESOTA 55401 

K' 

July 14, 1976 -.  

1Mr J G Keppler, Director, Region III 
Office of Inspection & Enforcement 
U S Nuclear Regulatory Commission 
799 Roosevelt Road 
Glen Ellyn, IL 60137 

Dear Mr Keppler: 

MONTICELLO NUCLEAR GENERATING PLANT 
Docket No. 50-263 License No. DPR-22 

Failure of A Relief Valve 
Manual Operator 

The Licensee Event Report for this occurrence is reproduced on 
the back of this letter. Enclosed are 3 copies.  

Yours very truly, 

L 0 Mayer, PE 
Manager, Nuclear Support Services 

LOM/MHV/deb 

cc: Director, IE, USNRC (30) 
Director, MIPC, USNRC ( 3) 
G Charnoff 
MPCA 
Attn: J W Fennan 

7319
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LICENSEE EVENT REPORT 
GONTROL BLOCK: B±W E PRINT ALL REQUIRED INFORMATION 

LICENSEE LICENSE EVENT 
NAME LICENSE NUMBER TPE TYPE i M N IMINI PI1l 1 001 0.-0 001 0 0 1 -10 4 1 4P11 11 kL. 3 

7 8 9 14 15 25 26 30 31 32 

REPORT REPOPT 
CATEGORY TYPE SOURCE DOCKET NUMBER EVENT DATE REPORT DATE 

EDCON'T 0|5|0-10|216 3 101611 1417 161 0j7 14 16 
7 8 57 58 59 60 61 68 69 74 75 80 

EVENT DESCRIPTION 

IXURING SPECIAL TEST SAFETY RELIEF VALVE 2-71A FAILED TO ACTUATE WHEN GIVEN A 
7 89 8 

MANUAL INITIATION SIGNAL. OTHER AUTO PRESSURE RELIEF VALVES AVAILABLE AND OPERABLE.
7 8 i~lJ 
7 8 

7 8 
7 8 

7 8 

0 

7 B 

7 8 

7 8 09 76 

7 8 

IE 
7 B 1 

EB 7 8 13 

7 8 

7 8 

7

980 

I NO PREVIOS SITMILAR FAnWRES. LEAK DISCOVERED IN SOLENOID VALVE WHICH CONTROLS AIR 
9 80 
I SUPPlY TO ATR OPERATOR. SOLENOID VALVE REPLACED IN KIND. M-RO-76-07.  
9 Bo 

PRIME 80 
SYSTEM CAUSE COMPONENT COMPONENT 

CODE CODE COMPONENT CODE SUPPUER MANUFACTURER VIOLATION 
SL UI I I ViAl LI VIE X LJ A| 61 6101 IN 

9 10 11 12 17 4 44 47 48 
CAUSE DESCRIPTION 

I THREADS STRIPPED WHERE SOLENOID PLUNGER ASSEMBLY SCREWS INTO MAIN SOLENOID VALVE BODY 
9 

ALLOWING AIR LEAKAGE PAST 0-RING SEAT. AVCO SOLENOID VALVE MODEL C54505. REPLACED 
9 80 

IN KIND. ALL REMAINING RELIEF VALVE SOLENOIDS INSPECTED.  
FACILITY METHOD OF 80 
STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION iE 1161 61 NA NA  
9 10 12 13 44 4, 4 80 FORM OF 8 

ACTIVITY COI TENT 
RELEAScD OF RELEASE AMOUNT OF ACTIVITY LOCATION OF RELEASE 

Z Lz L NA INA 
9 10 11 44 45 80 PERSONNEL EXPOSURES 

NUMBER TYPE DESCRIPTIQN 

io 1l o L z NA 
9 11 12 13 80 
PERSONNEL INJURIES 

NUMBER DESCRIPTION 

1,1 101 I NA 
9 11 la 

80 
OFFSITE CONSEQUENCES 

INAI 
980 
LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

Z [__NA 
9 10 80 
PUBLICITY 

IMA
g I

ADDITIONAL FACTORS
80

60
NAME: U. N. Iverson PHONE: 6 -22 -S51

nonA Mae . am

w~ 
7 8 

19 
7 8
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