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DESCRIPTION ENCLOSURE 

Ltr. trans the following: Licensee Event Report (RO 50-263/76-23) on 

11/12/76 concerning Turbine Bypass Header 

Drain Line leak.  
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NORTHERN STATES POWER COMPANY 

MINNEAPOLIS. MINNESOTA 55401 

December 10, 1976 

Mr J G Keppler, Director, Region III 
Office of Inspection & Enforcement C1 

U S Nuclear Regulatory Commission 
799 Roosevelt Road 
Glen Ellyn, IL 60137 

Dear Mr Keppler: 

MONTICELLO NUCLEAR GENERATING PLANT 
Docket No. 50-263 License No. DPR-22 

Turbine Bypass Header Drain Line Leak 

The Licensee Event Report for this occurrence is reproduced on 
the back of this letter. Enclosed are 3 copies.  

Yours very truly, 

L 0 Mayer, PE 
Manager of Nuclear Support Services 

LOM/MHV/deb 

cc: Director, IE, USNRC (30) 
Director, MIPC, USNRC (3) 
G Charnoff 
MPCA 
Attn: J W Ferman A 
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LICENSEE EVENT REPORT 

CONTROL BLOCK: [PLEASE PRINT ALL REQUIRED INFORMATION] 

1 6EVN 
LICENSEE LICENSE TYPE 

NAME LICENSE NUMBER TYPE 

]E IMlINlI NIP Ill l ot ol-l ol ol ool-I ol ol1 141 l1111 1 0 131 
7 8 9 14 15 25 26 3 3 32 

REPORT REPORT 
CATEGORY TYPE SOURCE DOCKET NUMBER EVENT DATE REPORT DATE 

CONT Li L 0| 50- 10 12 16 131 1 11 1 11121 110 17 16 
7 8 57 58 59 60 61 68 60 74 75 80 

EVENT DESCRIPTION 

ED 2 IWhile perfoming normal inspection of condenser area found I" elbow leaking on 

7 89 60 
l rn M. -76-

H P Turbine Bypass ieader Drain Line. -wo previn nj ar acur 
9 80 

101, M-RO-76-16). The elbow was repair -welded. investigation continuing to 
9 

80 

Idetermine if additional corrective action required. (M-RO-76-23) 

9 PRIME 8 

SYSTEM CAUSE COMPONENT COMPONENT 

CODE CODE COMPONENT CODE SUPPLIER MANUFACTURER VIOLATION 

IHIB I LFJ ip IPIPI El X [A 1Z 19 191 u.j 
9-10 11 12 17 43 44 47 48 

CAUSE DESCRIPTION 

I Erosion of elbow wall caused by hot steam flashingafter passing through an 

9 so 

orifice. -Failure el gglg6-1 I orfic. Filue ebow was a 1" 3000# (Sph 80) CA. - ATO5.I 
9 

0 

METHOD OF
FACILITY 

STATUS POWER OTHER STATUS DISCOV 

D~j 0 0 0 a0 NA B 
7 8 9 10 12 13 44~ 45 

FORM OF 
ACTIVITY CONTENT 
RyD OF RELEASE AMOUNT OF ACTIVITY 

7 8 9 10 11 44 
PERSONNEL EXPOSURES 

NUMBER TYPE DESCRIPTION 

CE O00 L NA 
7 8 9 11 12 13 

PERSONNEL INJURIES 
NUMBER DESCRIPTION 

[ I olIo 1Q I NA 
7 8 9 11 12 

OFFSITE CONSEQUENCES 

I NA 
7 69 

LOSS OR DAMAGE TO FACILITY 

D~ ESCR ODN 

7 89 10 
PUBLICITY 

M7INA 

7 890

DISCOVERY DESCRPTION 
NA

460so 

LOCATION OF RELEASE 

LF 8

Rn

K.

so

80

ADDITIONAL FACTORS 

A80

D McVay PHONE: 612/ 295-5151 
PHONE: 

0 Gore 08s - ea7

1031 
7 8 

04 
7 8 

7S 

7 8 

786 

08 

7 8 
09 

7 8

7 8

7 8 > 
JAE

qpW

EH 
7 8 

Eg

cao

I


