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Ltr trans the following: Licensee Event Report (RO#76-22) on 10-10-76 
concerning failure of #11 diesel generator 
to start on #2 starting system......... .  
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NORTHERN STATES POWER COMPANY 

MINNEAPOLIS. MINNESOTA 55401 

November 9, 1976 g J 

Mr J G Keppler, Director, Region III 
Office of Inspection & Enforcement 
U S Nuclear Regulatory Comnission 
799 Roosevelt Road 
Glen Ellyn, IL 60137 

Dear Mr Keppler: 

MONTICELLO NUCLEAR GENERATING PLANT 
Docket No. 50-263 License No. DPR-22 

Failure of #2 Start System on #11 Diesel Generator 

The Licensee Event Report for this occurrence is reproduced on 
the back of this letter. Enclosed are 3 copies 

Yours very truly, 

L 0 Mayer, PE 
Manager of Nuclear Support Services 

LOM/MHV/deb 

cc: Director, 1E, USNRC (30) 
Director, MIPC, USNRC (3) 
G Charnoff 
NPCA 
Attn: J W Ferman 

-over-



LICENSEE EVENT REPORT
CONTROL BLOCK: [PLEASE PRINT A 

1 6 
LICENSEE LICENSE 

NAME LICENSE NUMBER TYPE 

1II~MI NI MI NI PI 11 0 lo-o 1o 1 1111 11iii 7 8l l_ l l0l10l1l 1 01 l l ol- l0oo 1 41 1 11111 
7 69 14 15 25 26 

REPORT REPORT CATEGORY TYPE SOURCE DOCKET NUMBER EVENT DATE 

[oonELLJ Li 10i I 01 5101-1 01 21 613 1 11 0110 1 7 16 
7 8 57 58 59 60 61 68 69 74

LL REQUIRED INFORMATION] 

EVENT 
TYPE 

~10 13 
30 31 32

l1 
75

EVENT DESCRIPTION 

02 I DURING TEST, #11 DIESEL GENERATOR FAILED TO START ON #2 STARTING SYSTEM. THE RE
7 89 agj 
0 LDUNDANT STARTING SYSTEM AND THE REDUNDANT DIESEL GENERATOR WERE OPERABLE. STARTING I 

7 89 

E3 I SYSTEM AIR CONTROL COMPONENTS DISASSEMBLED, INSPECTED, CLEANED AND REASSEMBLED.  
7 8 9 
05 I-OPERABILITY OF #2 START SYSTEM WAS DEMONSTRATED. NO SIMILAR OCCURRENCE SINCE 
7 89 

0 1 MODIFTCATION OF STARTING AIR SUPPLY SYSTEM IN 2-74. (M-RO-76-22).  
7 89 PRIME 80 

SYSTEM CAUSE COMPONENT COMPONENT 
CODE CODE COMPONENT CODE SUPPUER MANUFACTURER VIOLATION 

07 [EI El [l IEINIGIIJNIE I LJ I El1 61 0 J 
7 8 9 10 11 12 17 43 44 47 48 

CAUSE DESCRIPTION 

0H 8 RUST PARTICLES APPEAR TO HAVE CLOGGDF SMAT.T RT nh OFF OTTCE IN AIR REP.  7 8 9 
09 IELECTRO-MOTIVE DIVISION MODEL 999-20. SYSTEM CLEANED.  

7 8 9 
210 
7 89 

8 FACILITY METHOD OF 
STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION 

1 LJ Ill Il 01 I NA Lil I A 1 7 8 9 10 12 13 44 45 46 80 FORM OF 
ACTIVITY COI TENT 
RELEASED OF RELEASE AMOUNT OF ACTIVITY LOCATION OF RELEASE M2 LJ 1 I1NA I INA 1 7 8 9 10 11 44 45 80 PERSONNEL EXPOSURES 
NUMBER TYPE DESCRIPTION 

1 101 0101 LI I NAI.  
7 8 9 11 12 13 80 

PERSONNEL INJURIES 
NUMBER DESCRIPTION 

4Ld-Lg.A I NaI 
7 89 11 12 

G0 
OFFSITE CONSEOUENCES 

ED LNA_.  
7 8 9 

LOSS OR DAMAGE TO FACILITY 
N TYPE DESCRIPTION lo o 0 I I NA 

7 8 9 10 
8o 

PUBLICITY 
17 NA N J 

7 6 9 
80 

ADDITIONAL FACTORS 

1 81#11 DIESEL GENERATOR WOULD HAVE STARTED ON THE #1 START qSTEM TN THE FvFNT (YF I 7 89 

NA 7 8 9ow 10 80 

NtAME~. -Rihr Gs/ a.

REPORT DATE 

1 10 I9 7 1 6 
80
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