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4 A
NORTHERN STATES POWER COMPANY 

MINNEAPOLIS, MINNESOTA 58401

April 22 , 1977 

RESHDR 00C0 FLE CoPn 
Mr J G Keppler, Director, Region III 
Office of Inspection & Enforcement 
U S Nuclear Regulatory Commission 
799 Roosevelt Road 
Glen Ellyn, IL 60137

Dear Mr Keppler: 

MONTICELLO NUCLEAR GENERATING PLANT 
Docket No. 50-263 License No. DPR-22 

HPCI Isolation Temperature Switch Setpoint Drift

The Licensee Event Report for this occurrence is
the back of this letter. Enclosed are 3 copies.

reproduced on

Yours very truly,

/- 11 S

LO0 Mayer, PE 
Manager of Nuclear Support Services 

LOM /deh

cc: Director, IE, USNRC 
Director, MIPC, USNRC 
G Charnoff 
MPCA 
Attn: J W Ferman
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LICENSEE EVENT REPORT

CONTROL BLOCK: I I I I I 
1 6

LICENSEE 
NAME 

1 IMINI MI NI PI 11 10 
7 8 9 14 15

LICENSE NUMBER 

10 1- 10 0101 01 01-101
LICENSE 

TYPE 

0| 1 41 1|1 1 1 11 
25 26 30

REPORT 
CATEGORY TYPE 

O CON'T II Li 
7 8 57 58 59

RPORET SOURCE 

Lij 
60

DOCKET NUMBER 

1015|01- 0|12161 
61

EVENT DATE 

3| 101410141717 
68 69 74

REPORT DATE 

704|2 027j 
75 80

02 
78 

03 
7 8 
704 
7 8 
05 

7 8 
0O6 

7 8 

~El 
7 8 

08 
7 8 
09 

7 8 
10 

7 8 

7 8 

7 8 

13 
7 8 

14 
7 8 

15 
7 8

LOSS 
TYPE 

7 8 9

OR DAMAGE TO FACILITY 
DESCRIPTION 

NA 
10 80

PUBLICITY 
I NA
9

ADDITIONAL FACTORS

1NA

EW I.  
7 -.B9, 

,lfla. W. J. Hil 1L.

I
BO

f 617295-5151

(PLEASE PRINT ALL REQUIRED INFORMATION]

EVENT 
TYPE 

31 32

EVENT DESCRIPTION 

I DURING A ROUTINE SURVEILLANCE TEST ONE OF THE HPCI ISOLATION TEMPERATURE SWITCHES WAS 
9 80 
I FOUND TO TRIP ABOVE THE ALLOWABLE TECH SPEC SETTING. THE REDUNDANT SWITCHES WERE 
9 80 

I OPERABLE. THREE PREVIOUS OCCURRENCES. SWITCH REPLACED, (M-RO-77-07) 1 
9 80 

9 80 

9 PRIME 80 
SYSTEM CAUSE COMPONENT COMPONENT 

CODE CODE COMPONENT CODE SUPPUER MANUFACTURER VIOLATION 

ISIFI LEJ IIINIS TRI U LIN IF 10 1 81 11 L NJ 
9 10 11 12 17 43 44 47 48 

CAUSE DESCRIPTION 
SETPOINT DRIFT. THE SWITCH IS A FENWAL INC, TYPE 17023-6. SWITCH REPLACED.  

9 80 

1 I 
9 80 

9 80 
FACILITY METHOD OF 
STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION 

LE 1 0 01 iA B I I NA 
9 10 12 13 44 45 46 80 

FORM OF 
ACTIVITY COPTENT 
RELEASED OF RELEASE AMOUNT OF ACTIVITY . LOCATION OF RELEASE 

lZI L [~ INA _ __ __ __ 

9 10 11 44 45 80 
PERSONNEL EXPOSURES 

NUMBER TYPE DESCRIPTION 

oI of 0 L I I. NA j I 
9 11 12 13 80 

PERSONNEL INJURIES 
NUMBER DESCRIPTION 

Lol ol ol I NA 
9 11 12 80 

OFFSITE CONSEQUENCES 
9NA 
9 80

717 
7 8

F1 
7 8

80

BO

9 80

80O


