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NORTHERN STATES POWER 
AN 

MINNEAPOLIS. MINNESOTA 55 

November 29, 1977 

Mr J G Keppler, Director, Region III 
Office of Inspection & Enforcement 
U S Nuclear Regulatory Commission 
799 Roosevelt Road 
Glen Ellyn, IL 60137 

Dear Mr Keppler: 

MONTICELLO NUCLEAR GENERATING PLANT 
Docket No. 50-263 License No. DPR-22 

Main Steam Line Low Pressure 
Switch Setpoint Drift 

The Licensee Event Report for this occurrence is reproduced on the back 
of this letter. Enclosed are three copies.  

Yours very truly, 

L 0 Mayer, PE 
Manager of Nuclear Support Services 

LOM/1MRV/deh 

cc: Director, IE, USNRC (30) 
Director, MIPC, USNRC (3) 
G Charnoff 
MPCA 
Attn: J W Ferman 

tQC 11977

773430033.over



LICENSEE EVENT REPORT

CONTROL BLOCK: L 
1 6 

LICENSEE 
NAME LICENSE NUMBER 

M1I MIN MINIPI 11 1 0110 1010101 01-10 10 
7 89 14 15 25 

REPORT REPORT 
CATEGORY TYPE SOURCE OOCKET NUMBER 

O1CON'TL j Li [L I 1o 01 Sl- 01 21 6131 |1 
7 8 57 58 59 60 61 68 69

1

(PLEASE PRINT ALL REQUIRED INFORMATION) 

LICENSE EVENT 
TYPE TYPE 

411 11 11 1 
26 30 31 32 

EVENT DATE REPORT OATE 

01 310171 7| 11111 219 | 71 71 
74 75 80

EVENT DESCRIPTION 

012 ITl TM PTTI'TNG SUTRVEILLANCE TEST. MAIN STEAM LINE LOW PRESSURE ISOLATION SWITCH 2-134CJ
7 8 

7 8 

7 8 

7B

9 b 

ITRIPPED AT 812 PSIG: THE TECH SPEC REQUIRES EQUAL TO OR GREATER THAN 
825 PSIG WITH A 

110 PSIG ALLOWABLE DEVIATION. REDUNDANT PRESSURE SWITCH WAS OPERABLE. PS 2-134C 

9 
IPT1FT nNF PREVIOUS OCCURRENCE. (M-RO-77-32)
9

)L-J

7 8 9 PRIME 
SYSTEM CAUSE COMPONENT COMPONENT 
CODE CODE COMPONENT CODE SUPPUER MANUFACTURER VIOLATION 

07 [L JE ~1 IIIN ISIT RI U I J IBI0 7I0 LIiN 
7 8 9 10 11. 12 17 43 44 47 48 

CAUSE DESCRIPTION 

MOO ISETPOINT DRIFT. SWITCH WAS RESET. SUBSEQUENT SATISFACTORY SURVEILLANCE TEST CON-
7 8 

I10l 
7 8' 

7 8

Luu

9 6u0 

I DUCTED ON 11-16-77. PRESSURE SWITCH IS A BARKSDALE MODEL B2T-Al2SS.  
9 80

9
FACILITY 
STATUS % POWER OTHER STATUS 

liJ I o ol 0L I NA I 
7 8 9 10 12 13 44 

FORM OF 
ACTIVITY CO)TENT 
RELEASED OF RELEASE AMOUNT OF ACTIVITY 

1 2 IZ I. I ZI I NA AON FATVT 

7 8 9 10 11 44 
PERSONNEL EXPOSURES 

NUMBER TYPE DESCRIPTION 

13 0 of 0 1 [ I NA 
7 8 9 11 12 13 

PERSONNEL INJURIES 
NUMBER DESCRIPTION 

7 101 olol1 I NA 
7 8 9 11 12 

OFFSITE CONSEQUENCES

METHOD OF 
DISCOVERY 

45

DISCOVERY DESCRIPTION

I NA
46

I NA

80

LOCATION OF RELEASE

I 
BiO45

8

I NA 
9 u0 

LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

1WI11NA 
9 10 80 

PUBLICITY 

INA I 
9 80 

ADDITIONAL FACTORS 

I NA 
9 1 80 

80

0

7 8

17 
7 8 

7 8 

1D 
7 _8

I

NAME:- W.Hl
li E: 612-295-5.151

I

u 
J

80 

I

so



LICENSEE EVENT REPOR 
CONTROL BLOCKL 

16

r 
. ZASE PRINT ALL REQUIRED INFORMATION]

LICENSEE 
NAME LICENSE NUMBER TYPE TYPE E IANJIj MN I Pi1l1 1 01 01-10 10 101 0 101-100 I IES VN 7 M8N9 14 15000 1 4 11 1 1 1 6 3 

25 26 30 31 32 
REPORT REPORT 

C O N AT T Y P S O U R C E D O C K ET N U M B ER E V E N T D A T E R E P O R T D A TE 
O10 Tj L i 11501 -1 01 2! 613 1 11 0131 0 171 7, 11 111 219 171 71 

7 8 57 58 59 60 61 68 69 74 75 80 
EVENT DESCRIPTION 

9DURING, RQUZINQ SURVEILLANCE TEST. MAIN STEAM LINE LOW PRESSURE ISOLATION SWITCH 2-134C 7 8 9 

7I 9IE AT 812 PSIG: THE TECH SPEC REQUIRES EQUAL TO OR GREATER TmAN 825 PSIG WITH A_] 
10 110 PSIG ALLOWABLE DEVIATION. REDUNDANT PRESSURE SWITCH WAS OPERABLE. PS 2-134C o 
7 8 9 I 

7 8 SFT ONE PREVIOUS OCCURRENCE. (M-RO-77-32) 60 7 89 

7 89 
SYSTEM CAUSE COMPONENT COMPONENT CODE CODE COMPONENT CODE SUPPLIER MANUFACTURER VIOLATION 07LJJ J LIN I SI TI RI iUjl 1B101j7101j NjJ 

7 89 cMO11S 12 17 43 44 47 48 
CAUSE DESCRIPTION 

0 ISETPOINT DRIFT. SWITCH WAS RESET. SUBSEQUENT SATISFACTORY SURVEILLANCE TEST CON7 8 9 
- -

0DUCTED ON 11-16-77. PRESSURE SWITCH IS A BARKSDALE MDEL B2T-Al2SS.  
7 89 

7 89 .  
FACILITY METHOD OF 80 STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION El [Ili L o o o~ ~ 01010 1N I 1NA 78 9 10 12 13 44 45 46 0 FORM OF 

8 ACTIVITY COhITENT 
RELEASED OF RELEASE AMOUNT OF ACTIVITY LOCATION OF RELEASE 12 [lJI LT OF E 

7 8 9 10 11 44 45 B0 PERSONNEL EXPOSURES 
NUMBER TYPE DESCRIPTION 1Lp al o LzJ I NA 

7 8 9 11 12 13 
PERSONNEL INJURIES 

NUMBER DESCRIPTION 

8LLoolol 1NA 7 8 9 11 12 

OFFSITE CONSEQUENCES 

1 I NA 
7 89 

LOSS OR DAMAGE TO FACILITY 80 
TYPE DESCRIPTION 

mLZJI1NA 
7 8 9 10 N0 

PUBLICITY 

l NA 1 
7 89 

ADDITIONAL FACTORS 
ER8I NA 

1 7 89 
80 

NAME: W. Hill 80 .... PHONE: 612295-5151


