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NORTHERN STATES POWER COMPANY' 14- IlL- . , L i I)\
MINNEAPOLIS, MINNESOTA 55401

August 18, 1978

Mr J G Keppler 
Office of Inspection & 
U S Nuclear Regulatory 
799 Roosevelt Road 
Glen Ellyn, IL 60137

cS

C-
Enforcement 
Commission

(,-, C') 
'-1

Dear Mr Keppler: 

MONTICELLO NUCLEAR GENERATING PLANT 
Docket No. 50-263 License No. DPR-22 

Turbine Main Steam Bypass Header Steam Leak 

The Licensee Event Report for this occurrence is reproduced on 
the back of this letter. Enclosed are three copies.  

This event is reported in compliance with Technical Specification 
6.7.B.l.i.

Yours very truly, 

O M aye r, 
Manager of Nuclear Support Services 

LOM/JAG/ak 

cc: Director, IE, USNRC (30) 
Director, MIPC, USNRC (3) 
MPCA 

Attn: J W Ferman

AiG 2 11978
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11Irp,,trirting oriffire, 80-9969. uiputr 

l 2I made. Restricting orifice, leaking 

1[3 I inspected and replaced as required 
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FACILITY 
STATUS % POWER OTHER STATUS 30 

]L W. I LnIn I NA 
" 8 9 10 12 13 44 

ACTIVITY CONTENT 

RELEASED OF RELEASE AMOUNT OF ACTIVITY 

E L.@ ® Lz.J I A_ 
7 8 9 10 11 44 

PERSONNEL EXPOSURES 
NUMBER TYPE DESCRIPTION 

[ ] ] 01 LzJmsNA 
7 8 9 11 12 13 

PERSONNEL INJURIES 
NUMBER DESCRIPTIONUJ 

[ ] lololo 141 NA 
7 8 9 11 12 

LOSS OF OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

El Z L@I NA 
7 8 9 10 

-PUBLICITY W ISSUED DESCRIPTION 

7 8 P P O 

-~NAME OF PREPARER P A TOBIN

onm nf elo epoay'laip ty*PQ vgpair 

elbow. and additional piping and Plbowq to be 

during Fall. 1q78. refueling outage 

80 

METHOD OF 
DISCOVERY DISCOVERY DESCRIPTION 

L.(DI Opergusrnr rb rxy~o 8-0 ~g 
45 46 80 

LOCATION OF RELEASE

45

NRC USE ONLY 

8 69 80 

PHONE.
6 1 2 /295-5151
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NRC FORM 366
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7 8 
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LICENSEE EVENT REPORT 

CONTROL BLOCK: I (PLEASE PRINT OR TYPE ALL REQUIRED INFORMATION) 
1 6 

IINI MI NI P1 Ilo 10 1 - 10 I s0 1u0 RO 1 - 0 3 0 14 1C SE111 T PLE 
9 LICENSEE CODE 14 15 LICENSE NUMBER 25 26 LICEN Y 57 CAT 58 

REPORT L L L 015 1010101 2 | 6 3 0 E 7 917 18 0810 8REP D E 

60 61 DOCKET NUMBER 68 69 EVENT DATE 74 75 REPORT DATE 80 

EVENT DESCRIPTION AND PROBABLE CONSEQUENCES 

iuring normal operation, n stenm lpek wa. d.covered in n qO dpgrpo Plhot on t 1-un 

bine main steam bypass header 1" drain lineto the condenser, This constituted 

1 dpgrncdation of a system decignpd to- rnrr ru ivptii mTuler-inl repglingfo t' 

fission process. (T. S. 6.7.B.2.d.) Five previous similar occurrences 

I(M-RO-76-01, 16, 24; M-RO-77-19: nnd M-RO-7R-07) . N nffp- nn piic heultb or 

. 80 

SYSTEM CAUSE CAUSE COMP. VALVE 

CODE CODE SUBCODE COMPONENT CODE SUBCODE SUBCODE 

LA laj L J® LXJ@ 13P I IPIEIXXI X LAZ 
9 10 11 12 13 18 19 20 

SEQUENTIAL OCCURRENCE REPORT REVISION 

[LER/RO EVENT YEAR REPORT NO. CODE TYPE NO.  

RUMEPR 17L& W8 LaLj I oil 13 j U10 1LI L
NUMBER 21 22 23 24 26 27 28 29 30 31 32 

ACTION FUTURE EFFECT SHUTDOWN /~ATTACHMENT NPRD-4 PRIME COMP. COMPONENT 

TAKEN ACTION ON PLANT METHOD HOURS A2 SUBMITTED FORM SUB. SUPPLIER MANUFACTURER 

W W. IZ® Li®D 10 101010o Lo I@ 1B13141510 
33 34 35 36 37 4 0 41 42 43 44 47 

CAUSE DESCRIPTION AND CORRECTIVE ACTIONS 

I Teak is believed to be due to eroinn -unue;d by flow of gtenm nnd wnter fromIi 101
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