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Licensee Event Report on 5-26-75, 
During surveillance test, "A" Core Spray In
jection Valve, MO 1751, closed -but would not 
reopen on signal from-the control room...  
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NORTHERN STATES POWER COMPANY 

MINNEAPOLIS, MINNESOTA 55401 

June 6, 1975 

Mr. A. Giambusso, Director JUNO 
Division of Reactor Licensing U.S. Ah1,VJ0 

U. S. Nuclear Regulatory Commission 
Washington, D. C. 20555 8ewlea 

Dear Mr. Giambusso: 

MONTICELLO NUCLEAR GENERATING PLANT 
Docket No. 50-263 License No. DPR-22 

Licensee Event Report to the NRC 
Inoperable Core Spray Injection Valve 

The Licensee Event Report for this occurrence is reproduced on the back of this 
letter.  

Yours very truly, 

L. 0. Mayer, PE 
Manager, Nuclear Support Services 

cc: J. G. Keppler 
G. Charnoff 
Minnesota Pollution Control Agency 

Attn: E. A. Pryzina 
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LICENSEE EVENT REPORT 
CONTROL BLOCK: I (PLEASE PRINT ALL REQUIRED INFORMATION) 

1 6 
LICENSEE LICENSE EVENT 

NAME LICENSE NUMBER TYPE TYPE 

E0 MIN (MINI PI ]1 01001-101010 I0 01-|010 14 11 11 11111 (3.011* 
7 89 14 15 25 26 30 31 32 

REPORT REPORT 
CATEGORY TYPE SOURCE DOCKET NUMBER EVENT DATE REPORT DATE 

HICON'TIP10 1 1I L L 1 1 l-10 2 1613 1015 126 7 151 0 1610 6 7 151 
7 8 57 58 59 60 61 68 69 74 75 80 

EVENT DESCRIPTION 

0 During surveillance test,"A" Core Spray Injection Valve, MO 1751, closed but would 
7 8 9 80 
03 [not reopen on signal from the control room. The valve was opened by hand. Valve 

7 8 9 80 
has operatad propprly during qubspqupnt test-ing The rpdundant Corp Spray System 

7 8 9 80 
O 5 Iwas operable. No previous similar failures have been experienced. Investigations 

7 8 9 80 
6 Irevealed no apparent cause (AO 263/75-09).  

7 8 9 PRIME 80 
SYSTEM CAUSE COMPONENT COMPONENT 

CODE CODE COMPONENT CODE SUPPLIER MANUFACTURER VIOLATION 

07 IS IF.I [ V I I IL I 1 1 [ I L 12 0 0 I LNJ 
7 8 9 10 11 12 17 43 44 47 48 

CAUSE DESCRIPTION 

.[D8 (Since no apparent cause for this occurrence has been determined no corrective actioN 
7 8 9 80 

(has been initiated, Limitorque Model SMB, Size 2.  
7 8 9 80 

7 8 9 80 FACILITY METHOD OF 
STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION 

Il L 101 l 01 NA I 1 I A 
7 8 9 10 12 13 44 45 A

7 8 

S 
7 8 

78 
7 8 

7 8 

8 M1 

78 

7 8! 

7 8

FORM OF ou 
ACTIVITY CONTENT 
RELEASED OF RELEASE AMOUNT OF ACTIVITY LOCATION OF RELEASE 

I Z L~I I I _ _____ 

9 10 11 44 45 80 
PERSONNEL EXPOSURES 

NUMBER TYPE DESCRIPTION 

10 I 01 0 V I _J NA 1 
9 11 12 13 80 
PERSONNEL INJURIES 

NUMBER DESCRIPTION 

L0 10101 I NA 1 
9 11 12 80 
Probable Consequences 
(NA 

9 80 
LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

Zi I NA 
9 10 80 
PUBLICITY 

9NA 

9 80 
ADDITIONAL FACTORS 

INA 
9 80 

INA I
80 

NAME: 0. N. Iverson PHONE: 612-295-5151 9 GPO 881.667


