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NORTHERN STATES POWER COMPANY

MINNEAPOLIS, MINNESOTA 55401

January 29, 1975 

Mr. A. Giambusso, Director 
Division of Reactor Licensing 
U S Nuclear Regulatory Commission 
Washington, DC 20555

50 -263 

R1egulatoy £ F

Licensee Event Report to the NRC 

Failure of Refueling Interlock Limit Switcl

%~j/ 

'"9 

-~

Dear Mr. Giambusso: 

The Licensee Event Report for this occurrence is reproduced on the back of this 

letter.  

Yours very truly, 

L 0 Mayer, PE 
Manager of Nuclear Support Services 

LOM/MHV/yb 

cc: J G Keppler 
G Charnoff 
Minnesota Pollution Control Agency 

Attn: E A Pryzina 
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uaR32% LICENSEE EVENT REPORT R7gU8ty Ec: HI e g 

CONTROL BLOCK: (PLEASE PRINT ALL REQUIRED INFORMATION] 
1 6 

LICENSEE LICENSE EVENT 
NAME LICENSE NUMBER TYPE TYPE 

@ IM IN IN I PlI I 01 ol-lo oo 01 o l-10 101 14 1 11 11 111 p11 
7 89 14 15 25 26 30 31 32 

REPORT REPORT 
CATEGORY TYPE SOURCE DOCKET NUMBER EVENT DATE REPORT DATE 

jCON'T 05 II LJ 10i1 10 1-10 12 6131 11 11| 1917 151 1011121 91 71 51 
7 8 57 58 59 60 61 68 69 74 75 80 

EVENT DESCRIPTION 

ED1 I During Surveillance test, refueling bridge limit switch did not actuate preventine ro 
7 8 9 80 

I block with bridge over core and reactor mode switch in startup. No redundant I 
7 8 9 80 
l2J I interlock. No previous event. Limit switch adjusted and actuating arm set screw 
7 B 9 80 

I retightened using Loc-Tite on threads. (AO 263/75-02) 
7 8 9 80 

7 8 9 PRIME 80 
SYSTEM CAUSE COMPONENT COMPONENT 
CODE CODE COMPONENT CODE SUPPLIER MANUFACTURER VIOLATION 

MLxILJ L Ic K IT IBI RI K N G 1 0 1 8 1 0 
7 8 9 10 11 12 17 43 44 47 48 

- CAUSE DESCRIPTION 

MOB I Limit switch failed to actuate due to loose actuating arm. Actuating arm set 
7 8 9 80 

screw loosened following repeated actuations during refueling. GE limit switch 
7 8 9 80 EH~ I model #CR 115G107. Limit switch adjusted and set screw retightened using Loc-Tite.  
7 89 80 

FACILITY METHOD OF 
STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION 

W [[0 1 0 0 1NA I J I NA 
78 9 10 12 13 44 45 46 80 FORM OF 

ACTIVITY COI TENT 
RELEASED OF RELEASE AMOUNT OF ACTIVITY LOCATION OF RELEASE 
IL Z LiI NA I NA 1 

7 8 9 10 11 44 45 80 
PERSONNEL EXPOSURES 

NUMBER TYPE DESCRIPTION 

[ I a1 01 L zJ I NA 
7 8 9 11 12 13 80 

PERSONNEL INJURIES 
NUMBER DESCRIPTION 

I01 01 oi NA 
7 8 9 11 12 80 

OFFSITE CONSEQUENCES 

FRI NA 
7 89 80 

LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

Z I I NA 
7 8 9 10 80 

PUBLICITY 

17 I NA 
7 89 80 

ADDITIONAL FACTORS 

I1B8 NA

NAME'. D. D. AntoR PN 612-295-5151 PHONE:________

80 

80 

GPO 881.667

7 8 9 

) ,8 9


