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,ReguaOet File 
Jauary 6, 1975 

Mr. J. G. 1k.ppler, Regicatl D rector 
Directorate of Regulatosy OperatitLs 4 
United Statts Atoowd Energy CommissieM 6 
799 Roosevelt Road 
Glat Elly 1LiAnais 61013 

DatMr H at. Xtppler: 

NO~rICsLLO NUZLEAR GENhRATIW PLAhT 
DoMket No. 50-263 Licesnse No. DPR-ZZ 

Written co'rrespontdence with Mr. J. G, Kepplar,. Directomate of RepWAatoxsy 
Operatioms, on March 22, 1974, and with M. J. P. O'Leaty, Mire ctoxrate 
of Licensing, on May 20, 1974, docuents discussions ccncerning report
ing of the Spring 1974 refueling outage valve leakage probleus.. It was 

agreed that penetration. and, isolation valve leakage rates which exceed 
the acceptance criteria outlined in section 4'.7.A.2.f of the Technical 

Specifications be reported withirv 74 hours by telephone and telegraph 
to the Director of the Regional Regulatory Operations Off ice with a 
carbon copy- to the. Director of Licensing, It was also agreed that a

separate written report. be submitted. t the Drector of Licensing: 
within 10, days following repair of all leaking valves. It is our 
intention to report the. valve leakage problems foud during the January 
1975 outage in a siailar manner.  

In accordance with. these reporting requirements, not if ication. is- hereby 
made that the total allowable testable penetration and. isolation. valve.  
leakage rate specified by Technical Specification. 4,7.A.Z(f.() (a) was 

exceeded when. the total leakage through: Outboard Main- Steam Line Dran..  
Isolatiom. Valve,, W) 2374, was fond to be 179 SOPH (refer- to' letter 
from C B Larson, to J G lappler, dated January l3p 1975 - it is noted 
that the letter erroneously reported MO 2374 leakage as 179 SCMJ.  

On January IS,, 1975, local leak tests indicated that the following valves 
were leaking in excess of the acceptance criteria for local leak tests 

specified in section. 4.7.A.Z.f of the: Technical Specifictions$ 

RK A Testable Check Valve AD 10-46A (79 SCE4 
Core Spray A Testable Check. Valve. AD 14-13A (247' SCFM) 
Core Spray R Testable Check. Valve AD 14-13B3 C6459 SCM) 

62U

_t'/ I 2)//t/i/ 67 1w



-.- 2 "Ole 

GE: Jauary 16, 1975, a local 1ak test indicated that- th High Pressure Coolat Injection Systm exhaust lim, chwck valve, HPCT-9j, ws- leaking i. excess of the Technical Specificaticm. acceptance criteria for local leakc testa. The aunzt. of leskage thigh the- valve conild rwt be determined'..  

Chrrective actiMs to. be take o these valves: Aill. be determined following an investigat ion. of thip cause of the excess leakages. Inlis of te1ephIe notif iatimJf, this occwrence wias reported to M.  Hugh Dwance of your office who is presently- on. site.  

Yours very truly, 

C.. .  

Pant Managerl 

ccr E G Case, Directorate of Licasing.  
G Charnoff 
Mxmesota Pollutiest Control Agency 
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