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NORTHERN STATES POWER COMPANY 

MINNEAPOLIS, MINNESOTA 55401 

December 19, 1974 

Mr J G Keppler, Regional Director 
Directorate of Regulatory Operations 
Region III 
United States Atomic Energy Commission 
799 Roosevelt Road 
Glen Ellyn, Illinois 61073 

Dear Mr Keppler: 

MONTICELLO NUCLEAR GENERATING PLANT 
Docket No. 50-263 License No. DPR-22 

In accordance with DRO Bulletin No. 74-13, this report is submitted to inform 
you that cable terminations in all safety related 480 volt combination breaker
motor starters have been checked, in accordance with approved preventive 
maintenance procedures, during the 1974 refueling outage. Although the 
terminations were not specifically inspected for the presence of cellophane, 
a general inspection for tightness and continuity revealed no abnormalities, 
nor have there been any failures of the nature described.  

Cable terminations of all safety related 480 volt combination breaker-motor 
starters will be again inspected, specifically for the presence of improper 
terminations as described, during the forthcoming refueling outage presently 
scheduled for January 1975. If any improper terminations are detected they will 
be corrected at that time and a description of the number and location of the 
improper terminations will be forwarded to you.  

Very truly yours, 

L achter, Vice President 
Power Production & System Operation 

LJW/ts 

cc: Vi F O'Leary, Directorate of Licensing 
G Charnoff 
Minnesota Pollution Control Agency 

Attention: E A Pryzina 
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