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NORTHERN STATES POWER COMPANY 
Monticello, Mimlesota 55362 

arch 25, 1974 

Mr. J. G. Keppler, Regional Director 97 0 
Directorate of Regulatory Operations 
Region III 
United States Atomic Energy Camissionaso 
799 Roosevelt Road 
Glen Ellyn, Illinois 61073 

Dear Mr. Xeppler: 

MONTICELLO -MCLEAR GENEAIGM PLANT 
Docket No. 50-263 License No. DPR-22 

As a4result of prinary contairent isolation valve local leak rate testing perfonned 
on March 22, 1974, the following occurrences are hereby reported: 

1. The "A" Core Spray System testable check valve, AO 14-13A, was found to be 
leaking 299 SaM. This is in excess of the acceptance criteria for local 
leak rate tests specified in section 4.7.A.2.f. of the Technical Specifications.  
The redundant isolation valve in this line, N0 1753, was found to have zero 
leakage, An investigation into the cause of the leakage past AO 14-13A will 
be conducted prior to returning to pwer operation.  

2. It took an excessive atmunt of time to pressurize the area between Primary 
Containment Atmespheric Control System isolation valves, AG 2377, AD 2378 am 
AD 2381 until a pressure of approximately 25 psig was obtained. At 25 psig, 
the leakage appeared to stop and the volume was pressurized to the required 
41 psig test pressure in a reasonable time interval considering the volume of 
the area being pressurized. A local leak rate test performd at 41 psig indicated 
a total leakage rate of only 4.6 SCFH from the three valves. The volume was 
depressurized and the leak test was repeated with similar results4 The initial 
investigation of the occurrence revealed that there was significant amount of 
leakage past AG 2381 until a pressure of approximately 25 psig was attained, at 
which tim leakage past the valve appeared to cease. Corrective actions to be 
taken on this valve will be determined following completion of the occurrence 
investigation.  

Yours very truly, 

Plant Manager N 

cc: J F O'Leary, Directorate of Licensing 
G Charnoff 
Minnesota Pollution Control Agency, Atta: B A Pryzina 
File 
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