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Mr. J. G. Keppler, Regional Director 
Directorate of Regulatory Operations / 

Region II 1 
United States Atomic Thiergy Comission 
799 Roosevelt Road 
Glen Ellyn, Illinois 61073
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Dear Mr. Reppler: 

MONPICELI NJCEAR NUATING PLANt 
Docket No. 50-263 License No. DPR-22 

On Novmber 13, 1973, it iwas discovered that standby liquid control tank level 
indicators were improperly calibrated. This improper calibration has caused 
Technical Specification volime-concentration requiremnts (Figure 3.4.1) to be 
violated. Our records indicate that on August 28, 1973, solution volume was 
2570 gallons. The Technical Specification requires2585 gallons for the same 
solution concentration. Solution has been added and the level indicators are 
being recalibrated to insure compliance.  

Yours very tny, 

C, E. Larson 
Plant Ianager 
NORDIERN STATES V)MR C(NFANY 
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