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NORTHERN STATES POWER COMPANY 

MINNEAPOLIS. MINNESOTA 55401

March 27, 1980

Mr J G Keppler 
Office of Inspection & 
U S Nuclear Regulatory 
799 Roosevelt Road 
Glen Ellyn, IL 60137

Enforcement 
Commission

Dear Mr Keppler: 

MONTICELLO NUCLEAR GENERATING PLANT 
Docket No. 50-263 License No. DPR-22 

Unqualified Splices Found in MSIV Control Cables 

The Licensee Event Report for this occurrence is reproduced on 
the back of this letter. Enclosed are three copies.  

This event is reported in compliance with Technical Specification 
6.7.B.l.iin that a condition was discovered which was contrary to 
the design requirements contained in the Final Safety Analysis 
Report.  

Yours very truly, 

L 0 Mayer, PE 
Manager of Nuclear Support Services 

LOM/DMM/ak 

cc: Hisector, IE, USNRC (40) 
Director, MIPC, USNRC (3) 
MPCA 
Attn: J W Ferman
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U. S. NUCLEAR REGULATORY COMMISSION

LICENSEE EVENT REPORT 
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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES 

I DURING A REFUELING CUTAGE, WHILE CONDUCTING AN INSPECTION REQUIRED BY IE 

I BULLETIN 79-01B, UNQUALIFIED SPLICES WERE DISCOVERED IN THE POWER CABLES FOR THE 

I INBOARD MSIV SOLENOID VALVES, SPLICES LOCATED IN JUNCTION BOXES BETWEEN THE 

I SOLENOID VALVES AND THE ELECTRICAL PENETRATION. NO EFFECT ON SAFETY SINCE 
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS 

SITHE SPLICES WERE REPLACED USING QUALIFIED MATERIALS. THER JUNCTION BOXES FOR 

[TD 71IEQUIPMENT REQUIRED TO FUNCTION IN A LOCA ENVIRONMENT WERE INSPECTED. NO ADDITIONAI4 

[ T)1 I UNQUALIFIED SPLICES WERE DISCOVERED.  
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ACTIVITY CONTENT 
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