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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS 

| Anchor Valve Co. 16"-150 Lb. Swing Check Valve, Failed test due to leakage past | 

TT I body-to-seat ring threaded Joint. Seat Riing found to be slightly loose. Removed I 
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I satisfactorily, investigating possibility of welding in seat ring. I
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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES 

I During local leak rate testing. HPCI-9. Turbine Exhaust Line Check Valve was faimd I 

leaking in excess of Technical Specification acceptance criteria (T.S. 4.7.A.2.f).  

The as found leakage was 79.6 SCFH. Five previous reportable events (AO 74-05, 

IAO 75-01, AO 75-17, RO-77-024, _RO-78-024).


