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Docket No. 50-263 

Northern States Power Company 
ATTN: Mr. Dennis E. Gilberts 

Vice President 
Power Production and System 

Operation 
414 Nicollet Mall 
Minneapolis, MN 55401 

Gentlemen: 

This is to inform you that the time clock on Item 2 of IE Bulletin No. 80-17 

"Failure of Control Rods to Insert During a Scram at a BWR" will start at 

12:01 a.m. on July 8, 1980. As stated in the Bulletin the test should be 

completed within 20 days. If the test would cause a severe impact on power 
reliability, promptly notify the Licensing Project Managers of the Office of 

Nuclear Reactor Regulation for your facility by telephone.  

An additional parameter is being considered for measurement to determine the 

pressure variation with time in each of the headers of the Scram Discharge 
Volumes (SDV) during the test scrams. The NRC requests immediate notifica

tion of any malfunction identified during the surveillance tests or special 

tests conducted in accordance with the IE Bulletin No. 80-17.  

Sincerely, 

James G. Keppler 
Director 

cc: Mr. W. A. Shamla, 
Plant Manager 
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