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“c/o Distribution Services Branch, DDC, ADM
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NSP

NORTHERN STATES POWER COMPANY

MINNEAPOLIS, MINNESOTA SS401

August 8, 1977

Director, Office of
Management Information & Program Control

U S Nuclear Regulatory Commission
Washington, DC 20555

Dear Sir:

MONTICELLO NU,m;j GENERATING PLANT fResulat
Docket No.50-263 Jlicense No. DPR-22

Monthly Operating Report
July 1977

Attached are two copies of the Monthly Operating Report for July, 1977
for the Monticello Nuclear Generating Plant.

Yours very truly,

Z 0.

L O Mayer, PE
Manager of Nuclear Support Services

L0M/deh

cc: Director, IE, III, USNRC (1)
Director, IE, USNRC (c/o DSB) (10)
MPCA

Attn: J W Ferman
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CPPRATING DATA REPORT

DOCKET NO.  50-263
UNIT 1
DATE _August 4, 1977
COMPLETED BY Wayne A. Shamla
TELEPHONE _ 612/295-5151, Ext. 111

OPERATING STATUS

V. Reporting Period:  July Cianas flonrs in Report Period: 744
Currently Autherized Power Level (MWt}: 1670  Max. Depend. Capacity (MWe-NET) :
536 _ Design Blectr ical Rating (MWe-Somp.  545.4 .

3, Power Level fo Which Restricted (if any) (MWe-Net): N/A

4. Reasons for Resiriction {if any): N/A

TS M YR OTO DATE CUMULATIVE

. Number of Hours Reacror Was Critical .. oca... o _744.0  _4916.5 _  42,992.9
£ Reacior Reserve Shutdown Hours ..o voeo..n 0,0 0.0 940.7
Hours Generator On Line ..........oo.oo o ceenoae 7440 0 4856.9  41,632.1

2. iUnit Reserve Shutdowss Fours ... .evee wwiecs.. 00 0 00 .00
G, Orozs Thermal Pnergy Generatod (MWHY ........... 1,169,328.0  7,707,199.2 __ 70,369,874.6 .
0. Gross Blectrical Energy Generated %) ........ 391,510 2,613,190 21,257,610
i, Net Elsctrical Energy Generated OBH) ... .. 373,222 2,505,476 . ..20,312,948 .
e 80,65
13, Reactor Availahiiity Factor o...... ... ... ....  100% = 96.6% . 82.3%
T4, TIni?E Sorvice Bartor o eue . cervaseevnn . crnen _100% 95.5% - 78.0%

iP5, Unit Availability Factor o.o..aeveeensviiionn . 100% 95, 5% 78.0%

17, Reactor Service FaCtor . .....v.cocvenceroaenoooo 100% 96.6%

16 Upit Capacity Factor (Usinge MBCY .....ooovoovn - 93.6% 91.9% _71.0%
...09.8%

(3. unit Forced Dutags Rate .......... S e e 0.0% 0.7% 8.4%

17, Unit Capacity Factor (Using Design Mie) o...... ——~ 92,0% 90,3%.

19, Shutdowns Scheduled Over Next 6 Months (Type, Date and Duration of Each):

~

Refueling Outage, 9/10/77 - 56 Days -

26. TIf Shutdown at Ird of Repurt Period, Fstimated Date of Stertip:  N/A
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UNIT SHUTDCWNS AMD POWER REDUCTIONS

REPORT MONTH July

DOCKET NC. 50-263
UNIT NME  Monticello
DATE  8-4-77
COMPLETED BY W. A. Shamla

TELEPHONE 612/295-5151
Ext. 111

X
METHCD OF
TYPE SHUTTING DOWN
F: FORCED | DURATION THE REACTOR OR
NO.| DATE |S: SCHEDULED| (HOURS) |REASON (1) | REDUCING POWER (2) CORRECTIVE ACTIONS/COMMENTS

SUMMARY: Operated primarily as

base loaded unit.

(1)

REASON

Equipment Failure (Explain)

Maint. or Test

Refueling

Regulatory Restriction

Operator Training and
License Examination

Administrative

Cperational Error (lxplain)

Other (Ixpiaing

Mo e

1 T

“ G

(2) METHOD

1: Manual

2: Manual Scram

3: Automatic Scram
4: Other (Explain)




