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Northern States Power Company 

414 Nicollet Mall 
Minneapolis, Minnesota 55401 
Telephone (612) 330-5500 

October 3, 1986 

Harold R Denton, Director 
Office of Nuclear Reactor Regulation 
U S Nuclear Regulatory Commission 
Washington, DC 20555 

MONTICELLO NUCLEAR GENERATING PLANT 
Docket No. 50-263 License No. DPR-22 

License Amendment Request Dated October 3, 1986 
Additional Source of Offsite Power 

Attached are three originals and 37 conformed copies of a 
request for a change in the Technical Specifications, Appen
dix A of the Operating License, for the Monticello Nuclear 
Generating Plant. This request is submitted in accordance 
with the provisions of 10 CFR Part 50, Section 50.90. A 
check is attached in the amount of $150.00 in accordance 
with the requirements of 10 CFR Part 170 for the amendment 
application fee.  

During the 1986 refueling and maintenance outage, a modifi
cation was made to the plant to provide another source of 
offsite power. No. 11 auxiliary transformer, which was 
powered from the main generator, was removed. A new trans
former, No. 2R, was installed. No. 2R transformer is powered 
from the 345KV substation instead of the main generator.  
This represents an additional immediate access source of 
offsite power to the plant, bringing the total number of 
such sources to three. The proposed changes to the 
Monticello Technical Specifications reflect this additional 
offsite source.  

Exhibit A contains a description of the proposed changes, 
the reasons for requesting the changes, and a Significant 
Hazards Determination. Exhibit B contains pages of the 
Monticello Technical Specifications revised to show the 
proposed changes.  

8610240271 861003 
PDR ADOCK 05000263 
P PDR



Northern States Power Company 
Director of NRR 
October 3, 1986 
Page 2 

Please contact us if you have any questions related to this 
request or if additional information is required to supple
ment it.  

David Musolf 
Manager - Nuclear Suppor Services 

c: Regional Administrator III, NRC 
Resident Inspector, NRC 
NRR Project Manager, NRC 
G Charnoff 
Minnesota Pollution Control Agency (State Contact) 

Attn: Dr J W Ferman

Attachments


