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RTHERN STATES POWER COMPANY 

Monticello Nuclear Generating Plant 
P. 0. Box 600 

Monticello, Minnesota 55362 

November 24, 1980 

Mr. J. G. Keppler, Director 
Region III 
Office of Inspection and Enforcement 
U. S. Nuclear Regulatory Commission 
799 Roosevelt Road 
Glen Ellyn, IL 60137 

Dear Mr. Keppler: 

MONTICELLO NUCLEAR GENERATING PLANT 
Docket No. 50-263 License No. DPR-22 

Reference: Letter from W. A. Shamla to J. G. Keppler dated November 12, 

1980, Concerning the Failure of a Recirc Pump Discharge 
Bypass Valve Motor.  

Further investigation revealed that the motor failure could not have 

resulted in reduced LPCI flow. Thereforethis event is not considered 

reportable.  

Yours very ruly, 

W. A. Shamla 
Plant Manager 

WAS/djw 

cc: Director, Office of Management 
Information and Program Control File 
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