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Northern States Power Company

414 Nicollet Mall
Minneapolis. Minnesota 55401
Telephone (612) 330-5500

December 27, 1984

Director

Office of Nuclear Reactor Regulation
U S Nuclear Regulatory Commission
Washington, DC 20555

MONTICELLO NUCLEAR GENERATING PLANT
Docket No. 50-263 License No. DPR-22

Additional Information Related to Implementation of
NUREG-0737, Item II.K.3.28, Requirements for ADS Accumulators

In our letter dated September 5, 1984 we provided our commitment to
install a long-term capability for operation of safety/relief valves at
the Monticello Nuclear Generating Plant. Following initial review of our
letter, we were requested during a telephone conference call with our
Project Manager in the Division of Licensing to address the need for a
safety-grade alarm or pressure indicator for the gas supply for the
safety/relief valves modified for long-term operation. The purpose of
this letter is to provide our commitment to include this feature in our
design.

As noted in our September 5, 1984 letter we will modify one or two safety
relief valves to provide them with seismic category I supply headers and
a long-term gas supply. As requested by the NRC Staff, we will also
provide as part of this modification a safety-grade alarm or pressure
indicator in the control room providing an indication of the adequacy of
the gas supply to the modified safety/relief valve(s).

Please contact us if you have any question related to the additional
"information we have,provided related to this NUREG-0737 modification.
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