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 Identify elements within scope 

 Identify effects requiring management 

 Identify TLAA 

 Identify programs to manage effects 



 Materials review 

 Identification of potential effects 

 Identification of monitoring activities 

 Data gathering 

 Data review 



 NAC created database of all inspection 
activities  

 Including photographic records 

 Updated at each inspection 

 All data available to all NAC users 



 Perform well documented inspections 

 Many photos 

 Review prior inspections 

 Evaluate all available data 

 Include other sites with similar hardware 

 Trend results 

 Work closely with canister vendor 


